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1. INTRODUCTION 

This chapter discusses the importance and uses of this Urban Water Management Plan (UWMP or Plan), 
the relationship of this Plan to the California Water Code (CWC), the relationship of this Plan to other local 
and regional planning efforts, and how this Plan is organized and developed in general accordance with 
the UWMP Guidebook 2020 (DWR, 2021). Specifically, this chapter contains the following sections: 

1.1 Background and Purpose 

1.2 Urban Water Management Planning and the California Water Code 

1.3 Relationship to Other Planning Efforts 

1.4 Plan Organization 

1.5 Demonstration of Consistency with the Delta Plan for Participants in Covered Actions 

1.6 Lay Description 

1.1 Background and Purpose 

The City of Galt (also referred to herein as the “City”) was incorporated in 1946 and has always relied on 
groundwater as its sole source of water supply. The City owns and operates six active wells and two 
standby wells which provide water to the following sectors: Residential (Single-family and Multifamily), 
Commercial, Industrial, Institutional and Governmental, Landscape, Non-Revenue Water and Others 
including city consumption. 

This UWMP is a foundational document and source of information about the City’s historical and 
projected water demands, water supplies, supply reliability and potential vulnerabilities, water shortage 
contingency planning, and demand management programs. Among other things, it is used as: 

• A long-range planning document by the City for water supply and system planning; and 
• A source for data on population, housing, water demands, water supplies, and capital 

improvement projects used in: 
o Regional water resource management plans prepared by wholesale water suppliers and 

other regional planning authorities (as applicable), 
o General Plans prepared by cities and counties, and 
o Statewide and broad regional water resource plans prepared by the California 

Department of Water Resources (DWR), the State Water Resources Control Board (State 
Board), or other state agencies. 

The City’s last UWMP was completed in 2016 referred to herein as the “2015 UWMP”. This Plan is an 
update to the 2015 UWMP and carries forward information from that plan that remains relevant to this 
Plan and provides additional information as required by amendments to the UWMP Act (CWC §10610 – 
10656 and §10608). Although this Plan is an update to the 2015 UWMP, it was developed to be a self-
contained, stand-alone document and does not require readers to reference information contained in 
previous updates. 
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1.2 Urban Water Management Planning and the California Water Code 

The UWMP Act requires urban water suppliers to prepare an UWMP every five years and to submit this 
plan to DWR, the California State Library, and any city or county within which the supplier provides water 
supplies. All urban water suppliers, either publicly or privately owned, providing water for municipal 
purposes either directly or indirectly to more than 3,000 customers or supplying more than 3,000 acre-
feet annually are required to prepare an UWMP (CWC §10617). 

The UWMP Act was enacted in 1983. Over the years it has been amended in response to water resource 
challenges and planning imperatives confronting California. A significant amendment was made in 2009 
as a result of the governor’s call for a statewide 20 percent reduction in urban water use by 2020, referred 
to as “20x2020,” the Water Conservation Act of 2009, and “SBx7-7.” This amendment required urban 
retail water suppliers to establish water use targets for 2015 and 2020 that would result in statewide per 
capita water savings of 20 percent by 2020. Beginning in 2016, urban retail water suppliers were required 
to comply with the water conservation requirements in SBx7-7 in order to be eligible for state water grants 
or loans. Chapter 5 of this Plan contains the data and calculations used to determine compliance with 
these requirements. 

A subsequent substantial revision to the UWMP Act was made in 2018 through a pair of bills (i.e., 
Assembly Bill 1668 and Senate Bill 606), referred to as “Making Water Conservation a California Way of 
Life” or the “2018 Water Conservation Legislation.” These changes include, among other things, additional 
requirements for Water Shortage Contingency Plans (WSCPs), expansion of dry year supply reliability 
assessments to a five-year drought period, establishment of annual drought risk assessment procedures 
and reporting, and new conservation targets referred to as “annual water use objectives,” which will 
require retailers to continue to reduce water use beyond the 2020 SBx7-7 targets. The UWMP Act contains 
numerous other requirements that an UWMP must satisfy. Appendix A to this Plan lists each of these 
requirements and where in the Plan they are addressed. 

1.3 Relationship to Other Planning Efforts 

This Plan provides information specific to water management and planning by the City. However, water 
management does not happen in isolation; there are other planning processes that integrate with the 
UWMP to accomplish urban planning. Some of these relevant planning documents include relevant city 
and county General Plans, Water Master Plans, Wastewater Master Plans, Groundwater Management 
Plans, Groundwater Sustainability Plans, and others. 

This Plan is informed by and helps to inform these other planning efforts. In particular, this Plan utilizes 
information contained in the 2020 City of Galt Housing Production, 2010 Water Distribution System 
Master Plan, 2019 City of Galt Draft Climate Action Plan, the draft Cosumnes Subbasin Groundwater 
Sustainability Plan, city and county General Plans and local and regional water resource plans to the extent 
data from these plans are relevant. 

1.4 Plan Organization 

The organization of this Plan follows the same sequence as outlined in the UWMP Guidebook 2020.  

Chapter 1 Introduction 
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Chapter 2 Plan Preparation 

Chapter 3 Service Area and System Description 

Chapter 4 System Water Demands 

Chapter 5 Baseline Water Use and Water Conservation Targets 

Chapter 6 Water System Supplies 

Chapter 7 Water Supply Reliability 

Chapter 8 Water Shortage Contingency Planning 

Chapter 9 Demand Management Measures 

Chapter 10 Plan Adoption and Submittal 

Chapter 11 References 

In addition to these eleven chapters, this Plan includes a number of appendices providing supporting 
documentation and supplemental information. Pursuant to CWC §10644(a)(2), this Plan utilizes the 
standardized forms, tables, and displays developed by DWR for the reporting of water use and supply 
information required by the UWMP Act. This Plan also includes additional tables, figures, and maps to 
augment the set developed by DWR, as appropriate. The table headers indicate if the table is part of 
DWR’s standardized set of submittal tables. 

1.5 Demonstration of Consistency with the Delta Plan for Participants in Covered Actions 

Although not required by the UWMP Act, in the UWMP Guidebook 2020, DWR recommends that all 
suppliers that are participating in, or may participate in, receiving water from a proposed project that is 
considered a “covered action” under the Delta Plan—such as a (1) multiyear water transfer; (2) 
conveyance facility; or (3) new diversion that involves transferring water through, exporting water from, 
or using water in the Sacramento-San Joaquin Delta (Delta)—provide information in their UWMP to 
demonstrate consistency with the Delta Plan policy WR P1, Reduce Reliance on the Delta Through 
Improved Regional Water Self-Reliance (California Code of Regulations, Title 23, Section 5003).  

The City’s sole source of water supply is from groundwater, and therefore the City does not receive water 
or plan to receive water from a “covered action” under the Delta Plan. As such, this requirement is not 
applicable. 

1.6 Lay Description 

 
This UWMP is prepared for the City of Galt, which serves drinking water to a population of approximately 
26,006. This UWMP serves as a foundational planning document and includes descriptions of historical 

  CWC § 10630.5 

Each plan shall include a simple lay description of how much water the agency has on a reliable basis, how much 
it needs for the foreseeable future, what the agency’s strategy is for meeting its water needs, the challenges 
facing the agency, and any other information necessary to provide a general understanding of the agency’s plan. 
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and projected water demands, and water supplies and reliability over a 20-year planning horizon. This 
document also describes the actions the City is taking to promote water conservation, both by the City 
itself and by its customers (referred to as “demand management measures”) and includes a plan to 
address potential water supply shortages such as drought or other impacts to supply availability (the 
“Water Shortage Contingency Plan”). This UWMP is updated every five years in accordance with state 
requirements under the Urban Water Management Planning Act and amendments (Division 6 Part 2.6 of 
the California Water Code [CWC] §10610 – 10656). Past plans developed for the City are available on the 
California Department of Water Resources (DWR) Water Use Efficiency Data Portal website: 
https://wuedata.water.ca.gov/. This document includes 11 chapters, which are summarized below.  

Chapter 1- Introduction 

This chapter presents the background and purpose of the UWMP, identifies the Plan organization, and 
provides this lay description overview of the document. For districts that rely on water from the 
Sacramento-San Joaquin Delta, this section also discusses and demonstrates consistency with the Delta 
Plan. The City, however, does not receive water from a “covered action” under the Delta Plan, and this 
discussion is not applicable. 

Chapter 2 - Plan Preparation 

This chapter discusses key structural aspects related to the preparation of the UWMP, and describes the 
coordination and outreach conducted as part of the preparation of the Plan, including coordination with 
local agencies (i.e., Groundwater Sustainability Agencies), and the public.   

Chapter 3 - Service Area and System Description 

This chapter provides a description of the City’s water system and the service area, including information 
related to the climate, population, and demographics. The City supplies water to customers in the City 
boundaries which include 7,243 connections. The City is located 20 miles south of Sacramento along 
Highway 99 in Sacramento County. The City has a population of approximately 26,006 and has a warm-
summer Mediterranean climate. The majority of precipitation falls during late autumn, winter, and spring, 
averaging 19.1 inches of rainfall annually. The City has plans of expanding and is in the process of 
developing newly annexed areas.  

Chapter 4 -  System Water Demands 

This chapter provides a description and quantifies the City’s current and projected demands through the 
year 2045. The City provides drinking water (also referred to as “potable water”) to customers. Water 
demands refer not only to the water used by customers, but also includes the water used as part of the 
system maintenance and operation, as well as unavoidable losses inherent in the operation of a water 
distribution system. Water demand within the City was 4,473 acre-feet per year (AFY) on average between 
2016 and 2020. Taking into account historical water use, expected population increase and other growth, 
climatic variability, and other assumptions, water demand within the City is projected to increase to 5,950 
AFY by 2045, an increase of 33 percent compared to the 2016-2020 average.  

Chapter 5 - Baseline Water Use and Water Conservation Targets 

In this chapter, the City demonstrates compliance with its per capita water use target for the year 2020. 
The Water Conservation Act of 2009 (Senate Bill X7-7) was enacted in November 2009 and requires the 
state of California to achieve a 20 percent reduction in urban per capita water use by December 31, 2020. 
In order to achieve this, each urban retail water supplier was required to establish water use targets for 

https://wuedata.water.ca.gov/
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2015 and 2020 using methodologies established by DWR. The City is in compliance with its 2020 water 
use target of 177 gallons per capita per day (GPCD), having reduced its water use in 2020 to 164 GPCD.  

Chapter 6 - Water System Supplies 

This chapter presents an analysis of the City’s water supplies, as well as an estimate of water-related 
energy-consumption. The intent of this chapter is to present a comprehensive overview of the City’s water 
supplies, estimate the volume of available supplies over the 20-year planning horizon, and assess the 
sufficiency of the City’s supplies to meet projected demands under “normal” hydrologic conditions.  

The sole source of water supply for the City is groundwater, and there are no new sources of supply 
currently planned. Water supply for the City is expected to be sufficient to support the City’s projected 
water demand through 2045. 

Calculation and reporting of water system energy intensity is a new requirement for the 2020 UWMPs. 
Energy intensity is defined as the net energy used for water production, treatment, conveyance, and 
distribution for all water entering the distribution system, less the amount of energy produced within the 
water system itself. The energy intensity for the City is estimated to be 678.3 kilowatt hours per acre-foot 
of water (kWh/AF). 

Chapter 7 - Water Supply Reliability 

This chapter assesses the reliability of the City’s water supplies, with a specific focus on potential 
constraints such as water supply availability, water quality, and climate change. The intent of this chapter 
is to identify any potential constraints that could affect the reliability of the City’s supply (such as drought 
conditions) to support the City’s planning efforts to ensure that its customers are well served. Water 
supply reliability is assessed during normal, single dry-year, and multiple dry-year hydrologic conditions. 
Based on this analysis, the City expects the available supplies to be sufficient to meet projected demands 
in all hydrologic conditions, including a five-year drought period, and considering the impacts of climate 
change.  

Further, potential water quality issues are not expected to affect the quality of water served to the City’s 
customers, as water quality is routinely monitored, and the City is able to make all appropriate 
adjustments to its treatment and distribution system to ensure only high-quality drinking water is served. 

Chapter 8 - Water Shortage Contingency Planning 

This chapter describes the Water Shortage Contingency Plan (WSCP) for the City. The WSCP serves as a 
standalone document to be engaged in the case of a water shortage event, such as a drought or supply 
interruption, and defines specific policies and actions that will be implemented at various shortage level 
scenarios. For example, implementing customer water budgets and rate increases, or restricting 
landscape irrigation to specific days and/or times. Consistent with DWR requirements, the WSCP includes 
six levels to address shortage conditions ranging from up to 10 percent to greater than 50 percent 
shortage.  

Chapter 9 - Demand Management Measures 

This chapter includes descriptions of past and planned conservation programs that the City operates 
within each demand management measure (DMM) category outlined in the UWMP Act, specifically: (1) 
water waste prevention ordinances, (2) metering, (3) conservation pricing, (4) public education and 
outreach, (5) distribution system water loss management, (6) water conservation program coordination 



Introduction 
2020 Urban Water Management Plan   
City of Galt 

June 2021    6 

  EKI Environment & Water, Inc. 

and staffing support, and (7) “other” DMMs. The City has developed a suite of conservation programs and 
policies, which address each DMM category. 

Chapter 10 - Plan Adoption and Submittal 

This chapter provides information on a public hearing, the adoption process for the UWMP, the adopted 
UWMP submittal process, plan implementation, and the process for amending the adopted UWMP. Prior 
to adopting the Plan, the City held a formal public hearing to present information on this UWMP on June 
15, 2021, 6:00 PM. This UWMP was submitted to DWR within 30 days of adoption and by the July 1, 2021 
deadline. 

Chapter 11 - References 

This chapter contains key references and sources used throughout the document. 
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2. PLAN PREPARATION 

This chapter discusses the type of Urban Water Management Plan (UWMP or Plan) the City has prepared 
and includes information that will apply throughout the Plan. Coordination and outreach during the 
development of the Plan is also discussed. Specifically, this chapter includes the following sections: 

 2.1 Compliance with the UWMP Act, Including Changes Since 2015 

 2.2 Coordination and Outreach 

 2.3 UWMP Structure, Standard Units, and Basis for Reporting 

2.1 Compliance with the UWMP Act, Including Changes Since 2015 

 
In 1983, the California Legislature enacted the Urban Water Management Planning Act (UWMP Act) 
(California Water Code Sections 10610 - 10657). The UWMP Act states that every urban water supplier 
that provides water to 3,000 or more customers, or that provides over 3,000 acre-feet of water annually, 
should make every effort to ensure the appropriate level of water service reliability to meet the needs of 
its customers during normal, dry, and multiple dry years. Historically, the UWMP Act required urban water 
suppliers to update their Urban Water Management Plan (UWMP or Plan) for submittal to the Department 
of Water Resources (DWR) in years ending in five and zero. However, because of changes in UWMP Act 
requirements, State law has extended the deadline for the 2020 Plans to 1 July 2021. On behalf of the City 
of Galt (City), EKI Environment & Water, Inc. (EKI) has prepared this 2020 update to the City’s UWMP in 
accordance with the UWMP Act. 

As shown in Table 2-1, the City served more than 3,000 connections and more than 3,000 AF of water in 
2020 and is therefore subject to requirements of the UWMP Act.  

Table 2-1 Public Water Systems (DWR Table 2-1) 

Public Water 
System Number 

Public Water 
System Name 

Number of 
Municipal 

Connections 2020 

Volume of Water 
Supplied 2020 

CA3410011 Galt, City of 7,243 4,781 

TOTAL 7,243 4,781 

NOTES: 
(a) Volumes are in units of AF.   

 

As indicated in Table 2-2, the City’s 2020 UWMP is an individual UWMP that describes how the current 
and future water resources and demands within the City’s service area will be managed to provide an 
adequate and reliable water supply.  

  CWC § 10620 (b)  

Every person that becomes an urban water supplier shall adopt an urban water management plan within one 
year after it has become an urban water supplier. 
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Table 2-2 Plan Identification Type (DWR Table 2-2) 

Select 
Only One Type of Plan Name of RUWMP or Regional Alliance 

if applicable 

X Individual UWMP 

  

  Water Supplier is also a 
member of a RUWMP   

  Water Supplier is also a 
member of a Regional Alliance   

 Regional Urban Water Management Plan 
(RUWMP)   

NOTES:  
 

The City’s 2020 UWMP reflects the following significant revisions to the UWMP Act that have been made 
since 2015. 

• Five Consecutive Dry-Year Water Reliability Assessment. The Legislature modified the dry-year 
water reliability planning from a “multiyear” time period to a “drought lasting five consecutive 
water years” designation. 

• Drought Risk Assessment. The Drought Risk Assessment (DRA) requires a supplier to assess water 
supply reliability over a five-year period from 2021 to 2025 that examines water supplies, water 
uses, and the resulting water supply reliability under a reasonable prediction for five consecutive 
dry years. 

• Seismic Risk. The Water Code now requires suppliers to specifically address seismic risk to various 
water system facilities and to have a mitigation plan. 

• Water Shortage Contingency Plan. In 2018, the Legislature modified the UWMP laws to require 
a Water Shortage Contingency Plan (WSCP) with specific elements. 

• Groundwater Supplies Coordination. Water Code now requires suppliers’ 2020 UWMPs to be 
consistent with Groundwater Sustainability Plans, in areas where those plans have been 
completed by the Groundwater Sustainability Agencies. 

• Lay Description. The Legislature included a new statutory requirement for suppliers to include a 
lay description of the fundamental determinations of the UWMP, especially regarding water 
service reliability, challenges ahead, and strategies for managing reliability risks. 
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2.2 Coordination and Outreach 

Coordination with other water user, cities, counties, and other community organizations in the region is 
an important part of preparing a UWMP and WSCP. This section identifies the agencies and organizations 
the City sought to coordinate with during preparation of this Plan. 

2.2.1 Wholesale Coordination 

 
Urban retail water suppliers relying on one or more wholesalers for water supply are required to provide 
these wholesalers with information regarding projected water supply and demand. The City does not 
purchase or receive water from a wholesaler and therefore Table 2-3 is not applicable and is left blank. 

Table 2-3 Water Supplier Information Exchange (DWR Table 2-4) 

The retail Supplier has informed the following wholesale supplier(s) of projected 
water use in accordance with Water Code Section 10631. 

Wholesale Water Supplier Name 
 

NOTES:  
 

  CWC § 10631 (h)  

An urban water supplier that relies upon a wholesale agency for a source of water shall provide the wholesale 
agency with water use projections from that agency for that source of water in five-year increments to 20 years 
or as far as data is available. The wholesale agency shall provide information to the urban water supplier for 
inclusion in the urban water supplier’s plan that identifies and quantifies, to the extent practicable, the existing 
and planned sources of water as required by subdivision (b), available from the wholesale agency to the urban 
water supplier over the same five-year increments, and during various water-year types in accordance with 
subdivision (f). An urban water supplier may rely upon water supply information provided by the wholesale 
agency in fulfilling the plan informational requirements of subdivisions (b) and (f). 
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2.2.2 Agency Coordination  

 
The City coordinated its efforts with relevant agencies and parties. The City is one of seven Groundwater 
Sustainability Agencies (GSAs) in the Cosumnes Subbasin of the San Joaquin Valley Basin (DWR Basin No. 
5-022.16) who are working together to develop a single Groundwater Sustainability Plan (GSP). The GSAs 
have formed the Cosumnes Subbasin Sustainability Groundwater Management Act (SGMA) Working 
Group (Working Group) which meets at least once a month to discuss the development of the GSP 
including water management decisions. Additionally, the City coordinated amongst the appropriate City 
Divisions (e.g., Water, Wastewater, Management, and Planning). The agencies and counties that were 
notified by the City during the development of this Plan are listed in Table 2-4 . A copy of notices sent to 
these parties is provided in Appendix B. 

Table 2-4 Notification to Cities and Counties (DWR Table 10-1) 

City Name 60 Day Notice Notice of Public 
Hearing 

City of Galt X X 

County Name 60 Day Notice Notice of Public 
Hearing 

Sacramento County X X 

Other Agency Name 60 Day Notice Notice of Public 
Hearing 

Note (a) X X 
NOTES: 
(a) See Appendix B for the full list of cities and agencies that the City 
provided notification to.   

 

 

  CWC § 10620 (d) (3)  

Each urban water supplier shall coordinate the preparation of its plan with other appropriate agencies in the 
area, including other water suppliers that share a common source, water management agencies, and relevant 
public agencies, to the extent practicable. 

  CWC § 10631 (a) A plan shall be adopted in accordance with this chapter that shall do all of the following: 

Urban water suppliers shall coordinate with local or regional land use authorities to determine the most 
appropriate land use information, including, where appropriate, land use information obtained from local or 
regional land use authorities, as developed pursuant to Article 5 (commencing with Section 65300) of Chapter 3 
of Division 1 of Title 7 of the Government Code. 
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2.2.3 Public Participation 

 
Water suppliers are required by the UWMP Act to encourage active involvement to the community within 
the service area prior to and during the preparation of its UWMP. The UWMP Act also requires water 
suppliers to make a draft of the UWMP available for public review and to hold a public hearing regarding 
the findings of the UWMP prior to its adoption. In addition to sending notices to the various agencies 
listed in Table 2-4, the City also included a public notice in the local Galt Herald newspaper notifying the 
public of the City’s intent to prepare its UWMP. The notice asked for public input during the preparation 
of the UWMP. Public participation in the development of the City’s 2020 UWMP is summarized in 
Appendix C. 

The Public Review Draft 2020 UWMP was available for public review at the City’s office and on the City’s 
website (http://www.ci.galt.ca.us/). 

2.3 UWMP Structure, Standard Units, and Basis for Reporting 

The City’s 2020 UWMP has been prepared in general accordance with the format suggested in the UWMP 
Guidebook 2020 (DWR, 2021). Text from the UWMP Act has been included in gray boxes at beginning of 
relevant sections of this UWMP. The information presented in the respective UWMP sections and the 
associated text, figures, tables and charts are collectively intended to fulfill the requirements of that sub-
section of the UWMP Act. To the extent practicable, supporting documentation has also been provided in 
Appendix A through Error! Reference source not found..  

Per CWC Section 10644(a)(2), selected information for the 2020 UWMP updates must be presented in 
standardized tables for electronic submittal to DWR. As such, tables in the UWMP document follows DWR 
required format and have been cross-referenced to DWR table numbers. Additionally, per the Guidebook, 
the UWMP preparer is requested to complete a checklist of specific UWMP requirements to assist the 
DWR review of the submitted UWMP, which is included in Appendix A. Other sources for the information 
contained herein are provided in the references section of the document. 

As summarized in Table 2-5, the City is a retail water supplier and, unless otherwise indicated, the data 
included in the following sections are presented in units of acre-feet (AF) or acre-feet per year (AFY) and 

  CWC § 10642  

Each urban water supplier shall encourage the active involvement of diverse social, cultural, and economic 
elements of the population within the service area prior to and during the preparation of both the plan and the 
water shortage contingency plan. Prior to adopting either, the urban water supplier shall make both the plan 
and the water shortage contingency plan available for public inspection and shall hold a public hearing or 
hearings thereon. Prior to any of these hearings, notice of the time and place of the hearing shall be published 
within the jurisdiction of the publicly owned water supplier pursuant to Section 6066 of the Government Code. 
The urban water supplier shall provide notice of the time and place of a hearing to any city or county within 
which the supplier provides water supplies. Notices by a local public agency pursuant to this section shall be 
provided pursuant to Chapter 17.5 (commencing with Section 7290) of Division 7 of Title 1 of the Government 
Code. A privately owned water supplier shall provide an equivalent notice within its service area. After the 
hearing or hearings, the plan or water shortage contingency plan shall be adopted as prepared or as modified 
after the hearing or hearings. 
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is reported on a calendar year basis. Further, consistent with the Guidebook, the terms “water use”, 
“water consumption”, and “water demand” are used interchangeably in this UWMP. 

Table 2-5 Supplier Identification (DWR Table 2-3) 

Type of Supplier 

  Supplier is a wholesaler 

X Supplier is a retailer 

Fiscal or Calendar Year 

X UWMP Tables are in calendar years 

  UWMP Tables are in fiscal years 

If using fiscal years provide month and date that the fiscal 
year begins (mm/dd) 

  

Units of measure used in UWMP 

Unit AF 

NOTES:  
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3. SERVICE AREA AND SYSTEM DESCRIPTION 

 
As seen in Figure 3-1, the City of Galt (City) is located in Sacramento County, approximately 20 miles south 
of the City of Sacramento along Highway 99 adjacent to the Cosumnes River Preserve and Cosumnes River 
Ecological Reserve.  

The current City limits include 4,573 acres and represent all incorporated lands that are governed by the 
City. The City limits roughly extend from Dry Creek on the south to Twin Cities Road on the north; and 
from Sargent Road on the west to Cherokee Lane on the east. The City’s Wastewater Treatment Plant 
(WWTP) is a detached incorporated island located north of Twin Cities Road and west of Highway 99.  

CWC §10631(a) states that the description of the service area shall include anticipated service areas. The 
City recently annexed five new areas with the plans of developing them for additional residential 
purposes. These areas range from 40 acres to 515 acres and are primarily located along the existing City 
boundary, see Figure 3-2. As described below in Sections 3.1 and 3.2, development of these annexed areas 
are accounted for in future projections. 

The City Sphere of Influence boundary, adopted by the Sacramento County Local Agency Formation 
Commission on January 19, 2011, is coterminous with the City limits and Dry Creek on the south side, and 
borders Cherokee Lane on the east and Sargent Avenue on the west. The City Sphere of Influence includes 
all the annexed areas. 

3.1 Population and Employment Trends Within the Service Area 

The historical and projected population and employment data from 2000 through 2045 within the City’s 
service area are shown in Table 3-1 and Table 3-3 and the associated charts. Consistent with DWR 
requirements, the current population served by the City has been estimated herein using the State of 
California Department of Finance data (State of California, 2020) for the current service area population 
within City limits. 

3.1.1 Future Population Growth 

In July 2020 the Goodwin Consulting Group (Goodwin, 2020) conducted an analysis to estimate future 
residential and nonresidential development in the City. This technical memorandum reviewed and 

  CWC § 10631 (a)  A plan shall be adopted in accordance with this chapter that shall do all of the following:  

Describe the service area of the supplier, including current and projected population, climate, and other social, 
economic, and demographic factors affecting the supplier’s water management planning. The projected 
population estimates shall be based upon data from the state, regional, or local service agency population 
projections within the service area of the urban water supplier and shall be in five-year increments to 20 years or 
as far as data is available. The description shall include the current and projected land uses within the existing or 
anticipated service area affecting the supplier’s water management planning. Urban water suppliers shall 
coordinate with local or regional land use authorities to determine the most appropriate land use information, 
including, where appropriate, land use information obtained from local or regional land use authorities, as 
developed pursuant to Article 5 (commencing with Section 65300) of Chapter 3 of Division 1 of Title 7 of the 
Government Code. 
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compared population and employment data from the California Department of Finance (DOF), the 
Sacramento Area Council of Governments (SACOG), Environics Analytics, and Woods and Poole (Goodwin, 
2020). Average population growth estimates from the combined sources from 2020 to 2040 was 
approximately 0.88 percent per year, which is consistent with the City’s historical growth rate of 0.90 
percent per year over the past 10 years (Goodwin, 2020). However, based on currently approved new 
projects and anticipated construction rates, the City is currently anticipating a slightly higher population 
growth rate of 1.5 percent per year over the next 25-year planning horizon.  

The total projected population within the City’s service area is projected to be 35,758 by 2045, which 
represents a 37.5 percent increase relative to 2020. Table 3-1 and the associated chart shows the 
projected population for the service area through 2045. 

Table 3-1 Population - Current and Projected (DWR Table 3-1) 

Population 
Served 

2020 2025 2030 2035 2040 2045 

26,006 27,956 29,907 31,857 33,808 35,758 

NOTES: 
(a) Historical and current population data are further documented in Table 4-2. 
(b) Projected population assumes 1.5 percent annual population growth. 
(c) Population in 2020 is estimated from State of California, Department of Finance, 
E-4 Population Estimates for Cities, Counties, and the State, 2011-2020, with 2010 
Census Benchmark. Sacramento, California, May 2021.  

 

3.1.2 Service Area Demographics 

Demographics for the City service area are summarized in Table 3-2. These data are from the United States  
(U.S.) Census American Community Survey 2019 5-Year Estimates for the City of Galt. Relative to the rest 
of California, the City’s population has a similar age distribution and is less racially diverse. Educational 
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attainment is slightly lower than the state as a whole, while median household income in the City service 
area is slightly higher than for the state as a whole.  

Table 3-2 Demographic Characteristics 

Demographics (a) City of Galt California 

Age and Sex     
Persons under 5 years 5.80% 6.20% 
Persons under 18 years 26.0% 23.0% 
Persons 65 years and older 12.8% 14.0% 
Female persons 50.9% 50.3% 

Race and Hispanic Origin    
White alone 78.4% 59.7% 
Black or African American alone 2.10% 5.80% 
American Indian and Alaska Native alone 0.40% 0.80% 
Asian alone 4.30% 14.5% 
Native Hawaiian and Other Pacific Islander alone 0.30% 0.40% 
Two or More Races 6.40% 4.90% 
Hispanic or Latino 42.5% 39.0% 
White alone, not Hispanic or Latino 46.5% 37.2% 

Families & Living Arrangements    
Persons per household 3.16 2.95 
Living in same house 1 year ago, percent of persons age 1 year+ 86.0% 87.1% 
Language other than English spoken at home, age 5 years+ 33.5% 44.2% 

Education    
High school graduate or higher, persons age 25 years+ 81.3% 83.3% 
Bachelor’s degree or higher, persons age 25 years+ 12.0% 33.9% 

Income & Poverty    
Median Household Income (2019 dollars) $75,638 $75,235  
Per capita income in past 12 months (2019 dollars) $28,878 $36,955  
Persons in poverty 9.10% 13.4% 

NOTES: 
(a) Demographic data per the U.S. Census Bureau website, 
https://www.census.gov/acs/www/data/data-tables-and-tools/data-profiles, accessed May 
2021. 

3.1.3 Future Employment Growth 

Goodwin’s technical memorandum (Goodwin, 2020) also analyzed the City’s projected employment 
growth. Average employment growth for the same combined sources from 2020 to 2040 was projected 
to be approximately 1.47 percent (Goodwin, 2020). Commensurate with that finding, the City anticipates 
a 1.5 percent growth per year in employment over the next 25-year planning horizon. 
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The total projected employment within the City is expected to be 7,737 by 2045, which represents a 37.5 
percent increase relative to 2020. Table 3-3 and the associated chart shows the projected population for 
the service area through 2045. 

Table 3-3 Employment - Current and Projected 

Service Area 
Employment 

2020 2025 2030 2035 2040 2045 

5,627 6,049 6,471 6,893 7,315 7,737 

NOTES:  
(a) 2020 Employment value from 2013-2021 Housing Element (City of Galt, 2013). 
(b) Linear growth rate of 1.5 percent was assumed for projection through 2045 based on 
the analysis in 2020 Goodwin Consulting Group Memorandum (Goodwin, 2020).   

 
 

3.2 Land Uses within Service Area 

The largest land use category within the City’s service area is residential (rural, low density, medium 
density, medium-high density, and high density), which accounts for approximately 58 percent of the 
acreage within the City limits. Commercial, office professional, and light industrial land uses make up 
approximately 19 percent of the City acreage and other land uses such as mixed use, public/quasi-public, 
parks, and open space account for the remaining approximately 23 percent (Figure 3-3 [2030 Galt General 
Plan Policy Document, April 2009 Land Use Map]). 

The City recently annexed nearby agricultural lands into the City’s boundary, where the City plans to 
expand. The proposed developments in these annexed areas primarily include residential land uses (City 
of Galt, 2020).  
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3.3 Climate 

The City has a Mediterranean-type climate with dry, moderately hot summers and mild winters. Spring, 
summer, and fall are generally warm, with temperatures often reaching over 90 degrees Fahrenheit (°F) 
on summer days. As shown in Table 3-4, rainfall in the area averages 19.1 inches per year and is generally 
confined to the wet season from late October to early May. The average reference evapotranspiration 
(ETo) for the region is 52 inches per year. Data was utilized from the closest California Irrigation 
Management Information System (CIMIS) Station (Staten Island No. 242) which was installed in 2016. For 
a longer-term average Parameter-elevation Relationships on Independent Slopes Model (PRISM) 
precipitation data was utilized in Section 7.2 to determine representative hydrologic years as part of water 
supply reliability assessment. PRISM uses an interpolation method amongst multiple climate stations to 
develop data sets that reflect spatial climate patterns in the specified area (e.g., City of Galt). The PRISM 
annual rainfall data historic average for the period of 1995 to 2019 was 18.1 inches. 

Since the average annual ETo is approximately 32.9 inches more than the average annual precipitation, 
and because more than 89 percent of the annual precipitation occurs between the months of November 
and April, growing turf or other plantings in this region requires a significant amount of irrigation during 
the dry season. This irrigation demand contributes to the overall and observed seasonal variation in water 
demand throughout the City’s service area. 

Table 3-4 Climate Characteristics 

Month 
Average Temperature Standard 

Average ETo 
(inches) 

Average 
Rainfall 
(inches) Min (°F) Max (°F) 

January 39.8 58.6 1.1 5.3 
February 38.5 64.8 2.5 3.1 

March 41.7 67.1 3.1 3.2 
April 44.8 73.1 5.0 1.3 
May 48.9 79.3 6.7 0.7 
June 53.5 88.1 7.9 0.0 
July 54.9 90.6 7.5 0.0 

August 55.1 90.0 6.7 0.0 
September 51.2 87.2 5.2 0.1 

October 45.4 80.7 3.9 1.2 
November 40.3 69.3 1.9 1.8 
December 36.5 59.3 1.1 2.4 

Annual 45.9 75.7 52 19.1 
NOTES:   
(a) Data from CIMIS Station Staten Island No. 242. 
(b) Data represents monthly averages from 2016 to 2020.  
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3.4 Water Distribution System 

On January 1, 1966, the City took over all functions of the County Water District, which at the time was 
responsible for providing water service to the City. On April 18, 1967, Water Permit No. 67-20 was granted 
to the City by the State Board of Public Health to “operate a domestic water system within the City’s 
boundaries”.  

The City owns, maintains, and operates water supply wells, treatment plants, storage tanks, and water 
lines throughout the City. The City manages and maintains over 102 miles of water lines spanning 1 to 24 
inches in diameter, six groundwater wells and two standby wells, four above ground water storage tanks, 
and four treatment plants. The City pumps and delivers water to its residential, commercial, industrial, 
and institutional (CII) customers within the service area. 

Future water supply projects include two deep wells to be installed and additional water treatment 
expansion to serve these wells over the next 25-year period (Refer to Chapter 6 for detailed information 
on future water projects). 
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Figure 3-3   Land Use 
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4. SYSTEM WATER DEMANDS 

 
For the purposes of this Urban Water Management Plan (UWMP), potable water demand is defined as 
the volume of potable water that the City of Galt’s (City) six groundwater wells produce and is then served 
to the City’s customers. Non-potable water demand is defined as the demand for recycled water provided 
by the City. Among other factors, water demand is dependent on climate, population, industry, and the 
types of development present in a community. 

This chapter includes the following sections that describe historical and projected water demands within 
the City’s service area: 

4.1 Current and Historic Total Water Demand 

4.2 Projected Total Water Demand 

4.3 Water Use Sectors Not Included in the Demand Projections 

4.4 Climate Change Impacts to Demand 

4.5 Coordinating Water Use Projections 

4.6 Urban Water Use 

4.1 Current and Historic Total Water Demand 

The current and historical total water demands within the City’s service area include the water pumped 
by the six active wells and the water that is lost within the distribution system (“losses”). All demands 

  CWC § 10631 (d) (1) A plan shall be adopted in accordance with this chapter that shall do all of the following:  

For an urban retail water supplier, quantify, to the extent records are available, past and current water use, 
over the same five-year increments described in subdivision (a), and projected water use, based upon 
information developed pursuant to subdivision (a), identifying the uses among water use sectors, including, but 
not necessarily limited to, all of the following: 

(A) Single-family residential. 

(B) Multifamily. 

(C) Commercial. 

(D) Industrial. 

(E) Institutional and governmental. 

(F) Landscape. 

(G) Sales to other agencies. 

(H) Saline water intrusion barriers, groundwater recharge, or conjunctive use, or any combination thereof. 

(I) Agricultural. 

(J) Distribution system water loss. 

(2) The water use projections shall be in the same five-year increments described in subdivision (a). 
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within the City’s service area are currently met with potable water, with the exception of 655 acre-feet 
per year (AFY) of reuse water, which is used internally within the City’s Wastewater Treatment Plant 
(WWTP).  

Because the reuse water used by the City’s WWTP is produced and used internally and is never met with 
potable water, this internal reuse water demand is not included in the historical or projected potable 
water demands discussed herein. The following sections discuss and quantify water use for Residential, 
Commercial, Industrial, Institutional, Landscape Irrigation, and Other (i.e., City consumption) purposes 
within the City (Water use sectors A through F, as defined in California Water Code [CWC] §10631(d)(1)). 
Water use sector J (i.e., distribution system water losses) is discussed in Section 4.1.3. 

4.1.1 Current and Historical Potable Water Demand 

Table 4-1 and associated charts provide historical context by summarizing the City’s potable water use for 
the years 2016 through 2020. Potable water use was mostly consistent between 2016 and 2018, but 
decreased in 2019 and increased in 2020. Total potable water use in 2020 was 4,781 acre-feet (AF), which 
was 9 percent above 2016 demands.  

The City’s potable water demands were quantified for each of the following water use sectors for years 
2016 through 2018: Single Family Residential (SFR), Multi-Family Residential (MFR), Commercial, 
Industrial, Institutional/Governmental (CII), Landscape Irrigation (IRR), and Other (i.e., City Consumption). 
In addition to the metered water consumption described above, the City’s potable water demand also 
includes Non-Revenue Water (NRW), which is water used for system flushing, leak repair flushing, hydrant 
leaks, street sweeping, and distribution system water losses. The NRW was estimated by comparing 
metered water demand (i.e., consumption) against total groundwater production. In 2019 the software 
the City was using to track the water used in each sector went offline. Therefore, actual data were not 
available and the demands for each sector in 2019 and 2020 were estimated by applying the average 
sector usage (on a percentage basis), between 2016 and 2018, to the total water produced by the active 
wells. 

As shown in Table 4-1 and associated charts, the residential sector accounted for an average of 
approximately 69 percent of the potable water demand in the City’s service area between 2016 and 2020 
(i.e., SFR demands were approximately 62 percent of the total demand, while MFR demands accounted 
for the remaining 7 percent). The City has a moderate CII base, which together accounted for 
approximately 15 percent of potable water demand for the 2016-2020 period. The CII sectors each 
accounted for 5 percent of the total City’s water demand. The average NRW over this period was 
approximately 8 percent. Landscape irrigation over this period accounted for 4 percent of the total water 
demand. Other uses which include City Consumption (e.g., water used by City parks, buildings, etc.) 
accounted for approximately 3 percent of the total City’s water demand. 
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Table 4-1 Demands for Potable and Non-Potable Water - Actual (DWR Table 4-1) 

Use Type  
Additional 

Description 
(as needed) 

Level of 
Treatment 

When 
Delivered 

Volume 

2016 2017 2018 2019 2020 

Single Family  Drinking Water 2,692 2,687 2,810 2,621 2,975 

Multi-family  Drinking Water  322 332 318 310 346 

Commercial  Drinking Water  236 244 238 230 257 

Industrial   Drinking Water 236 208 268 229 274 

Institutional/ 
Governmental 

 Drinking Water 200 211 208 201 222 

Landscape  Drinking Water 104 242 200 208 223 

Losses Non-Revenue 
Water Drinking Water 368 451 316 367 371 

Other City 
Consumption Drinking Water 213 104 110 101 114 

TOTAL 4,370  4,477  4,468  4,268 4,781 
NOTES:  
(a) Volumes are in units of AF. 
(b) Demand data are from the City’s monthly production reports, and distributed by sector based on 
average percentage water use by sector between 2016 and 2018.  
(c) Losses are calculated from production data as the difference between production and consumption.  
(d) Totals may not match due to rounding.  
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As shown in Table 4-2 and the associated charts, per capita potable water use in the City’s service area 
has shown a constant pre-drought per capita water use of about 204 gallons per capita per day (GPCD) 
(average from 2010 to 2014), a sharp decrease in water use from 2014 to 2015, and a post-drought per 
capita water use of about 156 GPCD (average from 2016 to 2020). The highest per capita water use was 
observed in 2013 at 226 GPCD, whereas the lowest per capita water use was observed in 2019 at 
148 GPCD. 
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Table 4-2 Current and Historical Potable Water Demand and Population 

Year Potable Water 
Demand 

Service Area 
Population 

Per Capita Potable 
Water Use 

(GPCD) 

2010 1,686 23,654 195 
2011 1,668 23,793 192 
2012 1,857 24,170 210 
2013 1,998 24,226 226 
2014 1,754 24,351 197 
2015 1,357 24,688 151 
2016 1,424 24,964 156 
2017 1,459 25,284 158 
2018 1,456 25,720 155 
2019 1,391 25,813 148 
2020 1,558 26,006 164 

NOTES: 
(a) Volumes are in units of MG. 
(b) 2010 to 2020 historical population sourced from State of California, 
Department of Finance, E-4 Population Estimates for Cities, Counties, and the 
State, 2011-2020, with 2010 Census Benchmark. Sacramento, California, May 
2021. 
(c) Water demand from City's production data reports. 
(d) Per capita potable water use is calculated by dividing the total annual 
potable water demand by service area population and the number of days in a 
year. 
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4.1.2 Current and Historical Non-Potable Water Demand 

Approximately 655 AF of internal reuse water is produced and used internally by the City’s WWTP. As 
discussed in Section 6.5.1, the City owns an 164-acre agricultural reuse site where fodder crops are grown. 
The City does not have a recycled water distribution system that serves recycled water outside of the 
WWTP. 

4.1.3 Distribution System Water Loss 

 
Distribution system water losses are defined in the Guidebook to be: “the physical water losses from the 
water distribution system and the supplier’s storage facilities, up to the point of customer consumption.” 
The total differential between water supply and metered water use is categorized as “Losses - Non-
Revenue Water” in Table 4-1 and associated charts. This category includes unmetered water uses, such 
as system flushing, leak repair flushing, hydrant leaks, and street sweeping, and distribution system water 
losses. 
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  CWC § 10631 (3)  

(A) The distribution system water loss shall be quantified for each of the five years preceding the plan update, in 
accordance with rules adopted pursuant to Section 10608.34. 

(B) The distribution system water loss quantification shall be reported in accordance with a worksheet approved 
or developed by the department through a public process. The water loss quantification worksheet shall be based 
on the water system balance methodology developed by the American Water Works Association. 

(C) In the plan due July 1, 2021, and in each update thereafter, data shall be included to show whether the urban 
retail water supplier met the distribution loss standards enacted by the board pursuant to Section 10608.34. 
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Since 2016, urban retail water suppliers have been required under CWC § 10608.34 and California Code 
of Regulations (CCR) § 638.1 et seq to quantify distribution system water losses using the American Water 
Works Association (AWWA) Free Water Audit Software (referred to as the “AWWA Water Loss 
Worksheet”). This analysis separates water loss into “apparent” and “real” losses. Apparent losses include 
metering inaccuracies, systematic data handling errors, and unauthorized consumption. Real losses 
represent water loss attributable to the distribution system and include physical water losses from the 
pressurized system and storage tanks up to the point of customer consumption.  

The water losses, including apparent and real losses, calculated in the AWWA Water Loss Worksheets are 
provided in Table 4-3 and the full analysis is included in Appendix D. The “Losses – Non-Revenue Water” 
is the total differential between water supply and metered water use (Table 4-1), which includes the 
apparent and real losses from the AWWA Water Loss Worksheets and unmetered water uses. The NRW 
(Table 4-1) from 2016 to 2020 ranges from 316 AF to 415 AF, or 7 percent to 10 percent of total demand. 
Whereas, the volume of water loss reported in the AWWA Water Loss Worksheets (Table 4-3) from 2016 
to 2020 ranges from 105 AF to 277 AF, or 2 percent to 6 percent of total demand. 

Table 4-3 Last Five Years of Water Loss Reporting (DWR Table 4-4) 

Reporting Period Start Date Volume of Water Loss 

01/2015 208 
07/2016 241 
07/2017 277 
07/2018 105 

NOTES: 
(a) Volumes are in units of AF. 
(b) Water loss is reported from the AWWA Free Water Audit 
Software.  
(c) 2019 report not available. 

 

The City actively manages its distribution system to minimize leakage through actions such as managing 
system-wide pressures to prevent pressure spikes, installing permanent acoustic leak sensors and 
repairing all known leaks immediately. CWC §10631(3)(c) requires that this UWMP demonstrate whether 
the distribution loss standards enacted by the State Water Resources Control Board (SWRCB) pursuant to 
§ 10608.34 have been met. However, the SWRCB has yet to establish these standards, and thus 
consistency with these standards cannot be demonstrated herein. 

4.2 Projected Total Water Demand 

Per CWC Section 10631(d)(1), potable and non-potable water demand projections are discussed in the 
following sections. This section documents the basis, methodology, and resulting projected total water 
demands for the City through 2045. 

4.2.1 Projected Water Demand Methodology 

The future water demands for the City were estimated by: 
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1. Applying an estimated growth rate to accounts within each water use sector based on 
projected population and employment growth rates, 

2. Identifying known planned developments within the City to verify that account growth 
projections consider all anticipated growth, 

3. Evaluating water demand factors for each appropriate water use sector based on review of 
recent average per account water use, 

4. Evaluating average historical water demand for sectors without assigned accounts, and 

5. Calculating estimated future water demand that incorporates the anticipated account 
growth, water demand factors, and historical water demand. 

The assumptions used as the bases for demand projections were developed in close coordination with 
the City and reflect a land-use based approach consistent with the City’s community planning. Note that 
the water demand projections are presented based on the current best available information, and are 
subject to review and revision every five years as part of the UWMP update process. 

 Basis for Account Growth Projections 

Water demand increases as new accounts are added to the system, among other factors. In order to 
estimate how accounts will grow within the City, recent historical account growth within the City was 
considered, as well as projected future growth in population and employment. As described below, it was 
assumed, that depending on the customer sector, the number of accounts will grow at the same rate as 
the projected population or employment growth.  

Table 3-1 and the discussion in Section 3.1.1 presents the City’s historical population and growth 
projections. Between 2010 and 2020 the population (and associated number of SFR accounts) grew at a 
rate of approximately 1 percent annually. A slightly higher growth rate (1.5 percent annually) is applied to 
project the future growth of accounts in the SFR and MFR sectors, see Table 4-4. As discussed in 
Section 4.2.1.2 , the additional 0.5 percent annual growth rate relative to historical rates is included to 
cover the growth associated with the newly annexed areas and planned developments. 

Table 3-3 and the discussion in Section 3.1.2 presents the City’s historical employment and growth 
projections. Between 2010 and 2020 the number of commercial accounts increased at a rate of 
approximately 1.5 percent annually. That same employment growth rate (1.5 percent annually) was 
applied to project the growth in Commercial sector accounts, see Table 4-4. 

The City does not expect growth in the Industrial, Institutional, Landscape Irrigation, and Other (City 
Consumption) sectors. Therefore, account growth rates were not assumed for those sectors. As discussed 
in Section 4.2.1.4 , average historical demands are used for calculating projected water use in these 
sectors. 
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Table 4-4 Projected Account Growth by Sector 

Sector 2020 2025 2030 2035 2040 2045 
Basis for Growth 

Single Family 7,137 7,672 8,248 8,866 9,531 10,246 Population Growth Rate 
of 1.5% 

Multi-Family 229 246 265 284 306 329 Population Growth Rate 
of 1.5% 

Commercial 243 261 281 302 325 349 Employment Growth 
Rate of 1.5% 

Notes:  
(a) Values show total number of accounts.  

 

 Planned Development Within the Service Area 

Future demand projections should account for all growth within the City. According to the City’s 
September 2020 Housing Production (City of Galt, 2020) there are plans to expand the City into recently 
annexed areas and build a total of 3,428 new units. However, only 187 units are classified as “Ready to 
Build” and build-out has been slower than expected. Therefore, the City assumes that the projected 
population projection growth rate of 1.5 percent will cover the City’s planned expansions and no 
additional adjustments to the projected number of accounts have been made based on planned 
developments. 

 Water Demand Factors (Residential and Commercial) 

Water use rates are influenced by a variety of factors, including weather, economic recession, and state 
and local regulations, among other drivers. Given this, selecting a “representative” baseline is important 
to developing the land-use based water demand factors to estimate baseline water use by existing 
customers, which can then be extrapolated and applied to future growth within the City.  

Water demand factors based on historical use within the City were used as the basis of future demand 
projections for Residential and Commercial potable water accounts. Table 4-1 provides historical water 
use by sector within the City. The water demand factors (i.e., gallons per day [GPD] per account) used for 
projections in the Residential (SFR and MFR) and Commercial sectors were calculated by averaging the 
historical water demand by sector by the number of accounts within that sector over the past five years, 
see Table 4-5. 
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Table 4-5 Water Demand Factors 

Use Type 2016 2017 2018 2019 2020 5-year 
Average 

Single Family 353 336 348 324 372 347 
Multi-Family 1,335 1,310 1,251 1,149 1,348 1,279 
Commercial 882 898 884 842 944 890 
Notes:  
(a) Water demand factors are in units of GPD/account.  

 

 5-Year Average Water Demand (non-Residential Sectors) 

For sectors where account-specific water use data were not available and/or where account growth is not 
expected (Industrial, Institutional, Landscape Irrigation, Other – City Consumption, and Losses 1 ) an 
average of the historical water demand for each sector over the past five years was used as the projected 
water demand, see Table 4-6. 

Table 4-6 Five-Year Average Water Demand 

Use Type 2016 2017 2018 2019 2020 5-year 
Average 

Industrial 236 208 268 229 274 243 
Institutional/Governmental 200 211 208 201 222 208 
Landscape Irrigation 104 242 200 208 223 195 
Other – City Consumption 213 104 110 101 114 128 
Losses – Non-Revenue 
Water 

368 451 316 367 371 374 

Notes:  
(a) Volumes are reported in units of AF.  

 

 Calculating Water Demand Projections 

The water demand projections for the Residential (SFR and MFR) and Commercial sectors, where the City 
expects to see growth, were calculated by applying the sector-specific water demand factors (Table 4-5) 
to the projected number of accounts in those sectors (Table 4-4). The water demand projections for the 
remaining sectors, wherein no growth is expected, were estimated using the average of the historical 

 

 

1 While losses could theoretically grow over time as demand increases, the historical trend does not show this trend. 
As such, demands associated with losses are similarly projected as the average volume of losses over the last five 
years. 
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water demand over the past five years (Table 4-6). As shown in Table 4-7 the demands do not consider 
water savings due to passive and active conservation. However, as described in Section 4.2.4, they do 
include demands associated with lower income households. 

Table 4-7 Inclusion in Water Use Projections (DWR Table 4-5) 

Are Future Water Savings Included in Projections? No 

If "Yes"  to above, state the section or page number, in the cell to the 
right, where citations of the codes, ordinances, or otherwise are 

utilized in demand projections are found. 
 

Are Lower Income Residential Demands Included In Projections? Yes 

NOTES:  
 

4.2.2 Projected Potable Water Demand 

Future potable water demands are shown in Table 4-8 and associated chart.  Due to an anomalously high 
water use in 2020, most likely due to stay-at-home orders, the projected water demand for 2025, using 
the methodology described above, resulted in a water demand lower than the 2020 water demand. 
Therefore the 2025 projected water demand is based on an interpolation between the 2020 water 
demand and the projected 2030 water demand. Given that there are no plans currently to expand the 
recycled water system, as shown in Table 4-9 and associated chart, recycled water use projections are 
limited to the current capacity of 655 AFY. However as shown in Table 6-7, the City plans on requiring 
recycled water piping on all new development beginning in year 2030. Therefore, as shown in Table 4-9 
the recycled water demand increases by 10 AF beginning in year 2030. Potable water demand is projected 
to increase to 5,950 AFY in 2045, which represents a 24 percent increase over 2020 water use.  
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Table 4-8 Use for Potable and Non-Potable - Projected (DWR Table 4-2) 

Use Type 
Additional 

Description 
(as needed) 

Projected Water Use 

2025 2030 2035 2040 2045 

 Single Family   3,090 3,205 3,445 3,704 3,981 
 Multi-Family   362 379 408 438 471 
 Commercial   268 280 301 324 348 
 Industrial   259 243 243 243 243 
 Institutional/ 
Governmental   215 208 208 208 208 

 Landscape  209 195 195 195 195 

 Losses Non-Revenue 
Water 373 374 374 374 374 

 Other City 
Consumption 121 129 129 129 129 

TOTAL 4,897  5,013  5,303  5,615  5,950  
NOTES:  
(a) Volumes are in units of AF. 
(b) Demand projections for Single Family, Multi-Family, and Commercial are based on average 
water demand factor (AF/account) from 2016-2020. Accounts expected to grow annually at 
1.5 percent based on population and employment projections.                                                                                                                                                                                                        
(c) Demand projections for Industrial, Institutional/Governmental, Landscape Irrigation, 
Losses-NRW, and Other are based on the average water demand from 2016-2020. No growth 
anticipated for these sectors.                                                                                             
(d) Demand projections do not include passive or active savings.                                                                                                           
(e) Due to anomalous high water use in 2020, the projected water demand for 2025, using the 
methodology described above, resulted in a water demand lower than the 2020 water 
demand. Therefore the 2025 projected water demand is based on an extrapolation between 
the 2020 water demand and the projected 2030 water demand. 
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Table 4-9 Total Water Use (Potable and Non-Potable) (DWR Table 4-3) 

 2020 2025 2030 2035 2040 2045 

Potable Water, Raw, Other 
Non-potable 
From DWR Tables 4-1 and 4-2 

4,781 4,897 5,013 5,303 5,615 5,950 

Recycled Water Demand 
From DWR Table 6-4 655 655 665 665 665 665 

Optional Deduction of 
Recycled Water Put Into 
Long-Term Storage 

            

TOTAL WATER USE 5,436 5,552 5,678 5,968 6,280 6,615 
NOTES: 
(a) Volumes are in units of AF. 
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4.2.3 Projected Non-Potable Water Demand 

The City does not currently supply non-potable water to customers outside of the City’s WWTP. The City 
plans on requiring recycled water piping on all new developments, as described in Table 6-7 and 
Section 6.5.4 which will increase the existing recycled water demand (655 AF) by 10 AF (665 AF) starting 
in year 2030. The City plans to continue agricultural land application as the primary re-use method for the 
City’s tertiary effluent (655 AF). Projected recycled water demands are estimated to be equal to the 
volume of treated effluent available plus the additional 10 AF from the recycled water piping on new 
developments, as discussed in Section 6.5.2. 

4.2.4 Water Use for Lower Income Households 

 
The water demands presented in Section 4.1.2 include projected future water use by lower income 
households. Per Health and Safety Code 50079.5, a lower income household is defined as household with 
lower than 80 percent of the City’s median income.  

The water demand for lower income households was based on the number of needed extremely-low, 
very-low, and low-income units for 2013-2021 housing cycle identified in the City of Galt for the 

0

1,000

2,000

3,000

4,000

5,000

6,000

7,000

2020 2025 2030 2035 2040 2045

Pr
oj

ec
te

d 
W

at
er

 D
em

an
d 

(M
G)

Year

Chart 4-9 Current and Projected Total Water Use

Potable Water Demand Recycled Water Demand

  CWC § 10631.1 

(a) The water use projections required by Section 10631 shall include projected water use for single-family and 
multifamily residential housing needed for lower income households, as defined in Section 50079.5 of the Health 
and Safety Code, as identified in the housing element of any city, county, or city and county in the service area of 
the supplier. 

(b) It is the intent of the Legislature that the identification of projected water use for single-family and multifamily 
residential housing for lower income households will assist a supplier in complying with the requirements under 
Section 65589.7 of the Government Code to grant a priority for the provision of service to housing units affordable 
to lower income households.  
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Sacramento Area Council of Governments’ (SACOG) 2012 Regional Housing Needs Allocation (RHNA) Plan. 
As presented in the City of Galt General Plan and Housing Element Annual Progress Report 2019, the RHNA 
Plan identified a need for 65 extremely-low income, 66 very-low income, and 91 low-income units by 
2021, or approximately 33 percent of households out of the total planned 679 units (City of Galt, 2020). 
It is therefore assumed that approximately 33 percent of SFR and MFR residential water demands within 
the City of Galt’s service area will be associated with lower income households. 

The projected water demand for lower income households within the City’s service area is presented in  
Table 4-10 for five-year increments between 2020 and 2040, which is estimated as 33 percent of the 
projected water demands of the associated sectors presented in Table 4-7. The total water demand for 
lower income households in 2045 is estimated to be 1,469 AFY. 

Table 4-10   Projected Potable Water Demand for Lower-Income Households 

Sector 2025 2030 2035 2040 2045 

Single Family 1,020 1,058 1,137 1,222 1,314 

Multi-Family 120 125 135 145 155 

TOTAL 1,140 1,183 1,271 1,367 1,469 

NOTES:  
(a) Volumes are in units of AF.  
(b) Per the City's 2013-2021 housing cycle identified in the City of Galt for the 
Sacramento Area Council of Governments’ (SACOG) 2012 Regional Housing Needs 
Allocation (RHNA) Plan, 33 percent of housing units served lower income 
households. It is assumed that approximately 33 percent of the future residential 
water demand will be associated with lower income households. 
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4.2.5 Water Savings from Codes, Standards, Ordinances, or Transportation and Land Use Plans 

 
“Active conservation” refers to water savings resulting from City’s implementation of water conservation 
programs, education programs, and the offering of financial incentives (e.g., rebates). The City’s current 
and planned active conservation programs are discussed in Chapter 9. 

“Passive conservation” refers to water savings resulting from actions and activities that do not depend on 
direct financial assistance or educational programs from the City. These savings result primarily from (1) 
the natural replacement of existing plumbing fixtures with water-efficient models required under current 
plumbing code standards, and (2) the installation of water-efficient fixtures and equipment in new 
buildings and retrofits as required under CalGreen Building Code Standards. The projected water savings 
associated with passive savings, as summarized in Table 4-11 and associated chart, were estimated using 
county specific multiplier from DWR 2016 Projected Statewide and County-Level Effects of Plumbing 
Codes and Appliance Standards on Indoor gallon per capita per day (GPCD) (M.Cubed, 2016). The 
projected water savings due to passive conservation are estimated to be 244 AFY by 2045, as shown Table 
4-11 and associated chart. The water savings estimates incorporate the effects of the following codes and 
regulations: 

• Assembly Bill (AB) 715, enacted in 2007, requires that any toilet or urinal sold or installed in 
California on or after January 1, 2014 cannot have a flush rating exceeding 1.28 and 0.5 gallons 
per flush, respectively. AB 715 superseded the state’s previous standards for toilet and urinal 
water use set in 1991 of 1.6 and 1.0 gallons per flush, respectively. On April 8, 2015, in response 
to the Governor’s Emergency Drought Response Executive Order (EO B-29-15), the California 
Energy Commission approved new standards for urinals requiring that they not consume more 
than 0.125 gallons per flush, 75 percent less than the standard set by AB 715. 

• Water use standards for residential and commercial clothes washers and dishwashers are 
established by the United States (U.S.) Department of Energy through its authority under the 
federal Energy Policy and Conservation Act. Water use efficiency is summarized by the water 
factor for the appliance which measures the gallons of water used per cycle per cubic foot of 
capacity. A typical top-loading residential clothes washer manufactured in the 1990s had a water 
factor of around 12. In 2015, the allowable water factor for top- and front-loading residential 
clothes was reduced to 8.4 and 4.7, respectively. In 2018, the water factor standard for top-

  CWC § 10631 (d) (4) 

(A) Water use projections, where available, shall display and account for the water savings estimated to result 
from adopted codes, standards, ordinances, or transportation and land use plans identified by the urban water 
supplier, as applicable to the service area. 

(B) To the extent that an urban water supplier reports the information described in subparagraph (A), an urban 
water supplier shall do both of the following: 

(i) Provide citations of the various codes, standards, ordinances, or transportation and land use plans utilized in 
making the projections. 

(ii) Indicate the extent that the water use projections consider savings from codes, standards, ordinances, or 
transportation and land use plans. Water use projections that do not account for these water savings shall be 
noted of that fact. 
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loading residential clothes washers was reduced to 6.5. In 2010, the allowable water factor for 
top- and front-loading commercial clothes washers were reduced to 8.5 and 5.5, respectively. The 
maximum water factors for Energy Star compliant top- and front-loading washers are 3.7 and 4.3, 
respectively. The U.S. Environmental Protection Agency estimates that Energy Star washers 
comprised at least 60 percent of the residential market and 30 percent of the commercial market 
in 2011. An Energy Star compliant washer uses about two-thirds less water per cycle than a 
washer manufactured in the 1990s. Federal dishwasher water use efficiency standards were last 
updated in 2013. The maximum water uses for standard and compact sized dishwashers are 5.0 
and 3.5 gallons per cycle, respectively. 

• New construction and renovations in California are now subject to CalGreen Code requirements. 
CalGreen includes prescriptive indoor provisions for maximum water consumption of plumbing 
fixtures and fittings in new and renovated properties. CalGreen also allows for an optional 
performance path to compliance, which requires an overall aggregate 20 percent reduction in 
indoor water use from a calculated baseline using a set of worksheets provided with the CalGreen 
guidelines. 

• Senate Bill (SB) 407, enacted in 2009, mandates that all buildings in California come up to current 
State plumbing fixture standards within this decade. This law establishes requirements that 
residential and commercial property built and available for use on or before January 1, 1994 
replace plumbing fixtures that are not water conserving, defined as “noncompliant plumbing 
fixtures.” This law also requires that effective January 1, 2017, a seller or transferor of single-
family residential property must disclose to the purchaser or transferee, in writing, the specified 
requirements for replacing plumbing fixtures and whether the real property includes 
noncompliant plumbing. Similar disclosure requirements went into effect for multi-family and 
commercial transactions on January 1, 2019. SB 837, passed in 2011, reinforces the disclosure 
requirement by amending the statutorily-required transfer disclosure statement to include a 
disclosure on whether the property is in compliance with SB 407 requirements. 

In addition, following the 2014-2016 drought, the State of California (State) developed the “Making Water 
Conservation a California Way of Life” framework to address the long-term water use efficiency 
requirements called for in executive orders issued by Governor Brown. In May of 2018, AB 1668 and 
SB 606 (collectively referred to as the efficiency legislation) went into effect, which built upon the 
executive orders implementing new urban water use objectives for urban retail water suppliers. These 
new urban water use objectives are discussed in Section 4.6. 

For conservative planning purposes the active and passive conservation savings are not included in the 
total potable water demand projections. Shown in Table 4-11, by 2045 it is estimated that passive 
conservation savings will reduce total projected water demand by 244 AFY within the City’s service area 
(i.e., the total 2045 demand will be reduced from 5,950 AF to 5,706 AF). An additional 25 AFY of water 
savings may be achieved through active conservation, reducing demand to 5,681 AF in 2045. 
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Table 4-11   Projected Potable Water Demand and Projected Passive and Active Water Conservation 

Water Conservation Type 
Projected Total Water Demand 

2025 2030 2035 2040 2045 

Projected Water Demand 4,897 5,013 5,303 5,615 5,950 
Projected Water Conservation           
  Passive Conservation   131 158 188 221 244 
  Active Conservation   25 25 25 25 25 
Projected Water Demand after 
Passive Conservation Savings 4,766 4,855 5,115 5,394 5,706 

Projected Water Demand after 
Passive and Active Conservation 
Savings 

4,741 4,830 5,090 5,369 5,681 

NOTES: 
(a) Volumes are in units of AF. 
(b) Passive savings estimated using the residential gallons per capita per day [R-GPCD] reductions 
relative to 2020 for Sacramento County prepared by California Department of Water Resources 
(2016) in Projected Statewide and County-Level Effects of Plumbing Codes and Appliance Standards 
on Indoor GPCD. 

 

4.2.6 Projected Total Water Demand 

The City’s total projected total water demand, which includes potable, raw, and recycled water, are 
summarized in Table 4-9. 
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4.3 Water Use Sectors Not Included in the Demand Projections 

Several water use sectors listed in CWC §10631(e)(1) are not included in the water demand projections 
described in Sections 4.2.1 and 4.2.2 because they are not applicable to the City. The following sectors 
were not included in the demand projections in this Plan: 

• Sales to Other Agencies (CWC §10631(e)(1)(G)) – The City does not sell water to other agencies.  

• Saline Water Intrusion Barriers, Groundwater Recharge, or Conjunctive Use (CWC 
§10631(e)(1)(H)) – The City does not currently use, nor does it plan to use, water for saline water 
intrusion barriers, groundwater recharge, or conjunctive use. 

• Agricultural (CWC §10631(e)(1)(I)) – The City does not currently, nor does it plan to, provide water 
for agricultural uses, other than the recycled water that it supplies to fodder crops as part of its 
WWTP process. 

4.4 Climate Change Impacts to Demand 

 
The City of Galt Climate Action Plan (CAP) (Ranney Planning & Management, Inc., 2020), which is 
incorporated herein by reference, covers Galt’s response to the challenges posed by climate change. As 
the City is entirely dependent on groundwater, recharge to the Cosumnes Subbasin is critical for the City’s 
water supply. Groundwater supply for the Cosumnes Subbasin originates from snowpack in the Sierra 
Nevada’s delivered via surface water seepage from the Cosumnes River, the Mokelumne River, Dry Creek 
and Skunk Creek. The CAP notes that climate change is expected to cause fluctuations in precipitation, 
particularly decreases and changes in the timing of snowpack melt, hotter than average air temperatures, 
and prolonged drought conditions. Furthermore, the City’s groundwater supply will be sensitive to these 
climatic fluctuations. The overarching goal of the CAP is to limit the effects of climate change by reducing 
Greenhouse Gas emissions. Specific emission reduction measures that will be undertaken by the City can 
be found in Chapter 5 of the 2020 City of Galt CAP (Ranney Planning & Management, Inc., 2020). 

The methodology used to develop demand projections herein considers the impacts of climate change on 
projected demands. California experienced a historic drought between 2011-2017. In 2014, Governor 
Brown issued Executive Order B-26-14 declaring a Drought State of Emergency and requested all 
Californians to voluntarily reduce water use by 20 percent. In 2015, the State Water Resources Control 
Board implemented emergency conservation regulations that, among other things, required water 
agencies to reduce their water use and prohibited certain types of water uses. As a result, the City 
experienced an overall decrease in demands during the historic drought, most significantly during 2015. 
As discussed in Section 4.2, the demand projections are based population and employment growth, 
average water demand factors and average historical water demand during the 2016 to 2020 period. Thus, 
the period used to develop the demand projections reflect conditions representative of the hotter, drier 
weather expected as a result of climate change. 

  CWC § 10635(b) 

(4) Considerations of the historical drought hydrology, plausible changes on projected supplies and demands 
under climate change conditions, anticipated regulatory changes, and other locally applicable criteria. 
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4.5 Coordinating Water Use Projections 

 
The City does not rely upon a wholesale agency for a source of water and therefore does not need to 
coordinate directly with other urban water suppliers. However, as discussed in Section 1.3, the City is one 
of seven Groundwater Sustainability Agencies (GSAs) in the Cosumnes Subbasin of the San Joaquin Valley 
Basin (California Department of Water Resources [DWR] Basin No. 5-022.16) who are working together 
to develop a single Groundwater Sustainability Plan (GSP). The City’s water use projections were shared 
with the other GSAs and incorporated into the GSP. 

  CWC § 10631 (h)  

An urban water supplier that relies upon a wholesale agency for a source of water shall provide the wholesale 
agency with water use projections from that agency for that source of water in five-year increments to 20 years 
or as far as data is available. 
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4.6 Urban Water Use  

 
Beginning in 2023, urban water retailers will be required to report on “annual water use objectives” by 
November 1 of each year and to achieve these objectives by 1 January 2027 (per CWC § 10609). The 
annual water use objectives will be calculated based on standards for indoor residential water use, 
outdoor residential water use, and distribution system water loss. Additionally, it is anticipated that 
performance-based standards for the commercial, industrial, and institutional sectors, separate from the 
annual water use objectives, will also be developed by Department of Water Resources (DWR) and 
implemented in the future. However, the specific standards that will be used to determine a retailer’s 
annual urban water use objectives are currently under development by DWR, and thus, the annual urban 
water use objectives for the City cannot be calculated or estimated. Once the urban water use objectives 
are released, the City will evaluate its historical and current water use compared to the new objectives, 
and will evaluate the need to adjust its conservation and water loss management measures to meet the 
new objectives. 

One of the components for calculating the future water use objectives is provided for in CWC § 
10609.4.(a), which states “(1) Until January 1, 2025, the standard for indoor residential water use shall be 
55 gallons per capita daily. (2) Beginning January 1, 2025, and until January 1, 2030, the standard for 

  CWC § 10609.20 

(a) Each urban retail water supplier shall calculate its urban water use objective no later than January 1, 2024, 
and by January 1 every year thereafter. 

(b) The calculation shall be based on the urban retail water supplier’s water use conditions for the previous 
calendar or fiscal year. 

  CWC § 10609.22 

(a) An urban retail water supplier shall calculate its actual urban water use no later than January 1, 2024, and by 
January 1 every year thereafter. 

(b) The calculation shall be based on the urban retail water supplier’s water use for the previous calendar or fiscal 
year. 

  CWC § 10609.24 

(a) An urban retail water supplier shall submit a report to the department no later than January 1, 2024, and by 
January 1 every year thereafter. The report shall include all of the following: 

(1) The urban water use objective calculated pursuant to Section 10609.20 along with relevant supporting data. 

(2) The actual urban water use calculated pursuant to Section 10609.22 along with relevant supporting data. 

(3) Documentation of the implementation of the performance measures for CII water use. 

(4) A description of the progress made towards meeting the urban water use objective. 

(5) The validated water loss audit report conducted pursuant to Section 10608.34. 

(b) The department shall post the reports and information on its internet website. 

(c) The board may issue an information order or conservation order to, or impose civil liability on, an entity or 
individual for failure to submit a report required by this section. 



System Water Demands 
2020 Urban Water Management Plan   
City of Galt 

June 2021    43 

  EKI Environment & Water, Inc. 

indoor residential water use shall be the greater of 52.5 gallons per capita daily or a standard 
recommended pursuant to subdivision (b). (3) Beginning January 1, 2030, the standard for indoor 
residential water use shall be the greater of 50 gallons per capita daily or a standard recommended 
pursuant to subdivision (b).” Table 4-12 and associated chart shows an estimate of future per capita 
residential water use, broken out by estimated indoor and outdoor water use2. Based on these estimates, 
per capita indoor residential potable water use is expected to be lower than the indoor use standards 
presented in the legislation.  

Table 4-12   Current and Projected Residential Per Capita Water Use 

Year 

Residential 
Potable 
Water 

Demand 

Service 
Area 

Population 

Per Capita 
Residential 

Potable 
Water Use 

(GPCD) 

Approximate Per 
Capita Indoor 

Residential 
Potable Water 

Use (GPCD) 

Approximate Per 
Capita Outdoor 

Residential 
Potable Water Use 

(GPCD) 

2020 1,082 26,006 114 51 63 
2025 1,125 27,956 110 47 63 
2030 1,168 29,907 107 47 60 
2035 1,255 31,857 108 48 60 
2040 1,350 33,808 109 48 61 
2045 1,451 35,758 111 49 62 

NOTES: 
(a) Unless otherwise noted, volumes are in units of AF. 
(b) Indoor water use was estimated to be the lowest monthly water use for the residential sector 
from 2016 to 2020, accounting for the number of days in each month. Outdoor water use for each 
sector was estimated to be the difference between the total water use and the estimated indoor 
water use. The residential indoor water use was estimated to be 46 percent of the total residential 
water use. 

 

 
2 Indoor water use was estimated to be the lowest monthly water use for the residential sector from 2016 to 2020, 
accounting for the number of days in each month. Outdoor water use for each sector was estimated to be the 
difference between the total water use and the estimated indoor water use. The residential indoor water use was 
estimated to be 46% of the total residential water use. 
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5. BASELINE WATER USE AND WATER CONSERVATION TARGETS 

 
With the adoption of the Water Conservation Act of 2009, also known as Senate Bill (SB) x7-7, the state is 
required to reduce urban water use by 20 percent by the year 2020. Each urban retail water supplier was 
required to develop a baseline daily per capita water use (“baseline water use”) in their 2010 Urban Water 
Management Plan (UWMP) and establish per capita water use targets for 2015 and 2020 in order to help 
the state achieve the 20 percent reduction. 

In support of implementing the requirements of SBx7-7, the California Department of Water Resources 
(DWR) produced a set of methodologies for developing baseline and compliance water use and targets, 
which are included in Methodologies for Calculating Baseline and Compliance Urban Per Capita Water, 
California Department of Water Resources Division of Statewide Integrated Water Management Water 
Use and Efficiency Branch (Methodologies; DWR, 2016). 

Baselines and water use targets for the City of Galt (the City) were initially calculated in the 2010 UWMP 
in response to the Water Conservation Act. Per requirements of the DWR, the 2015 UWMP updated the 
baseline and water use target calculations using 2010 United States Census (Census) data.  

In this chapter, the City demonstrates compliance with its 2020 per capita water use target. As part of the 
compliance reporting for SBx7-7, water suppliers are required to complete and submit a set of 
standardized verification tables in their 2020 UWMPs. The information in these tables is discussed and 
summarized in the following subsections, and the complete set of SBx7-7 standardized tables, for both 
individual and regional reporting, is included in Appendix E. 

  CWC § 10608.24  (b)  

Each urban retail water supplier shall meet its urban water use target by December 31, 2020. 

  CWC § 10608.28  

(a) An urban retail water supplier may meet its urban water use target within its retail service area, or through 
mutual agreement, by any of the following: 

(1) Through an urban wholesale water supplier. 

(2) Through a regional agency authorized to plan and implement water conservation, including, but not limited 
to, an agency established under the Bay Area Water Supply and Conservation Agency Act (Division 31 
(commencing with Section 81300)). 

(3) Through a regional water management group as defined in Section 10537. 

(4) By an integrated regional water management funding area. 

(5) By hydrologic region. 

(6) Through other appropriate geographic scales for which computation methods have been developed by the 
department. 

(b) A regional water management group, with the written consent of its member agencies, may undertake any 
or all planning, reporting, and implementation functions under this chapter for the member agencies that consent 
to those activities. Any data or reports shall provide information both for the regional water management group 
and separately for each consenting urban retail water supplier and urban wholesale water supplier. 
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This chapter includes the following sections that describe the City’s service area population and water use 
targets: 

5.1 Service Area Population 

5.2 Baseline Water Use 

5.3 Water Use Targets 

5.4 2020 Target Compliance 

5.1 Service Area Population 

 
Per the Methodologies, DWR examined the actual population estimates and the California Department of 
Finance’s (DOF’s) projections for 2010 and required that water suppliers calculate their baseline 
population for the 2015 UWMPs using 2000 and 2010 Census data. In the 2015 UWMP, the City utilized 
the Persons Per Connection Methodology to calculate baseline and water use targets which satisfied the 
DWR requirement. These estimates are included in Appendix E. The 2020 compliance year population for 
the City is 26,006 based on DOF estimates for 2020 in the City.  

5.2 Baseline Water Use 

The baseline water use is the water supplier’s average gross daily water use per capita measured in 
gallons. This baseline includes all water entering the delivery system, including water losses. A water 
supplier may deduct from its gross water use water conveyed to other urban water suppliers, water placed 
into long-term storage, recycled water delivered within the supplier’s service area, water delivered for 
agricultural use, water conveyed to other urban water suppliers, and water used for industrial processes. 

Water suppliers must define a 10- or 15-year base (or baseline) period for water use that is then used to 
develop their future target per capita water use. Water suppliers must also calculate water use over a 5-
year baseline period and use that value to determine a minimum required reduction in water use by 2020. 
Utilizing a 15-year baseline period is only allowed for water suppliers that meet at least 10 percent of their 

  CWC § 10608.20 (e)  

An urban retail water supplier shall include in its urban water management plan due in 2010 pursuant to Part 2.6 
(commencing with Section 10610) the baseline daily per capita water use, urban water use target, interim urban 
water use target, and compliance daily per capita water use, along with the bases for determining those 
estimates, including references to supporting data. 

  CWC § 10608.20 (g)  

An urban retail water supplier may update its 2020 urban water use target in its 2015 urban water management 
plan required pursuant to Part 2.6 (commencing with Section 10610). 

  Methodology 2 Service Area Population.  

DWR will examine discrepancy between the actual population estimate and DOF’s projections for 2010; if 
significant discrepancies are discovered, DWR may require some or all suppliers to update their baseline 
population estimates. (DWR, 2016b) 
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2008 measured retail water demand through recycled water; the City does not meet this criterion and 
thus selected a 10-year baseline. 

The 10-year baseline water use for the City was calculated as 221 gallons per capita per day (GPCD) using 
gross per capita water usage data (calculated as total water entering the City’s water distribution system 
divided by total population) for the 10-year period between 2000 and 2009. The 5-year baseline water 
use was calculated as 218 GPCD using per capita water usage data for the 5-year period between 2005 
and 2009. The 5- and 10-year baseline water uses are shown in Table 5-1. 

Table 5-1 Baselines and Targets Summary (DWR Table 5-1) 

Baseline Period Start Year End Year Average Baseline 
GPCD 

Confirmed 2020 
Target GPCD 

10-15 year 2000 2009 221 
177 

5 Year 2005 2009 218 
NOTES: 
(a) Volumes are in units of GPCD. 
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5.3 Water Use Targets 

 

  CWC § 10608.20 (b)  

An urban retail water supplier shall adopt one of the following methods for determining its urban water use target 
pursuant to subdivision (a): 

(1) Eighty percent of the urban retail water supplier’s baseline per capita daily water use. 

(2) The per capita daily water use that is estimated using the sum of the following performance standards: 

(A) For indoor residential water use, 55 gallons per capita daily water use as a provisional standard. Upon 
completion of the department’s 2016 report to the Legislature pursuant to Section 10608.42, this standard may 
be adjusted by the Legislature by statute. 

(B) For landscape irrigated through dedicated or residential meters or connections, water efficiency equivalent to 
the standards of the Model Water Efficient Landscape Ordinance set forth in Chapter 2.7 (commencing with 
Section 490) of Division 2 of Title 23 of the California Code of Regulations, as in effect the later of the year of the 
landscape’s installation or 1992. An urban retail water supplier using the approach specified in this subparagraph 
shall use satellite imagery, site visits, or other best available technology to develop an accurate estimate of 
landscaped areas. 

(C) For commercial, industrial, and institutional uses, a 10-percent reduction in water use from the baseline 
commercial, industrial, and institutional water use by 2020. 

(3) Ninety-five percent of the applicable state hydrologic region target, as set forth in the state’s draft 20x2020 
Water Conservation Plan (dated April 30, 2009). If the service area of an urban water supplier includes more than 
one hydrologic region, the supplier shall apportion its service area to each region based on population or area. 

(4) A method that shall be identified and developed by the department, through a public process, and reported 
to the Legislature no later than December 31, 2010. The method developed by the department shall identify per 
capita targets that cumulatively result in a statewide 20-percent reduction in urban daily per capita water use by 
December 31, 2020. In developing urban daily per capita water use targets, the department shall do all of the 
following: 

(A) Consider climatic differences within the state. 

(B) Consider population density differences within the state. 

(C) Provide flexibility to communities and regions in meeting the targets. 

(D) Consider different levels of per capita water use according to plant water needs in different regions. 

(E) Consider different levels of commercial, industrial, and institutional water use in different regions of the state. 

(F) Avoid placing an undue hardship on communities that have implemented conservation measures or taken 
actions to keep per capita water use low. 

  CWC § 10608.22  

Notwithstanding the method adopted by an urban retail water supplier pursuant to Section 10608.20, an urban 
retail water supplier’s per capita daily water use reduction shall be no less than 5 percent of base daily per capita 
water use as defined in paragraph (3) of subdivision (b) of Section 10608.12. This section does not apply to an 
urban retail water supplier with a base daily per capita water use at or below 100 gallons per capita per day. 
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The Water Conservation Act requires that agencies calculate their 2020 water use targets (2020 Targets) 
using one of the following four methods: 

• Method 1: 80 percent of the water supplier’s baseline per capita water use; 

• Method 2: Per capita daily water use estimated using the sum of performance standards applied 
to indoor residential use, landscaped area water use, and commercial, industrial, and institutional 
uses;  

• Method 3: 95 percent of the applicable state hydrologic region target as stated in the State’s 
20x2020 Water Conservation Plan, dated February 2010; or 

• Method 4: Total savings subtracted from baseline water use. Savings include metering savings, 
residential savings, commercial, industrial, and institutional savings, and landscape and water loss 
savings. 

The City’s 2020 Target was calculated to be 177 GPCD using Method 1 and is presented in Table 5-1. Under 
CWC §10608.22, water suppliers must confirm that the 2020 Target will reduce 2020 water use by a 
minimum of 5 percent from the 5-year base daily per capita water use. As discussed in Section 5.2, the 
City’s 5-year baseline water use is 218 GPCD. The 2020 Target (177 GPCD) is less than 95 percent of the 5-
year baseline water use, so the selected 2020 Target is in compliance with the UWMP Act. 

5.4 2020 Target Compliance 

 
The CWC Section 10608.24 (b) directs that water suppliers must calculate their actual water use in 2020 
to determine whether or not they have met their 2020 Target. Per the Methodologies (DWR, 2016b), 

  CWC § 10608.24 (b)  

Each urban retail water supplier shall meet its urban water use target by December 31, 2020. 

  CWC § 10608.24 (d)  

(1) When determining compliance daily per capita water use, an urban retail water supplier may consider the 
following factors: 

(A) Differences in evapotranspiration and rainfall in the baseline period compared to the compliance reporting 
period. 

(B) Substantial changes to commercial or industrial water use resulting from increased business output and 
economic development that have occurred during the reporting period. 

(C) Substantial changes to institutional water use resulting from fire suppression services or other extraordinary 
events, or from new or expanded operations, that have occurred during the reporting period. 

(2) If the urban retail water supplier elects to adjust its estimate of compliance daily per capita water use due to 
one or more of the factors described in paragraph (1), it shall provide the basis for, and data supporting, the 
adjustment in the report required by Section 10608.40. 

  CWC § 10608.40  

Urban water retail suppliers shall report to the department on their progress in meeting their urban water use 
targets as part of their urban water management plans submitted pursuant to Section 10631. The data shall be 
reported using a standardized form developed pursuant to Section 10608.52. 
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there are several allowable adjustments that can be made to a supplier’s 2020 per capita water use 
calculations as part of evaluating target compliance. However, no adjustments were made to City’s 2020 
per capita water use calculations.  

As described above, in 2020, actual water demand within the City’s service area was 4,781 acre feet (AF) 
and the service area population was 26,006. As seen in Table 5-2, the calculated per capita water use in 
2020 was 164 GPCD, approximately 93 percent of the City’s 2020 Target of 177 GPCD. Therefore, the City 
is in compliance with its 2020 Target. 

Table 5-2 2020 Compliance (DWR Table 5-2) 

2020 GPCD 
2020 

Confirmed 
Target GPCD 

Did Supplier 
Achieve 
Targeted 

Reduction for 
2020? 

Actual 2020 
GPCD 

2020 TOTAL 
Adjustments 

Adjusted 
2020 GPCD 
(Adjusted if 
applicable) 

164  0 0 177 Yes 
NOTES: 
(a)Volumes are in units of GPCD. 
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6. WATER SYSTEM SUPPLIES 

  
This chapter provides a description of the City of Galt’s (City) current water supplies, including a discussion 
of the underlying groundwater basin and its management, recycled water, and an assessment of the 
energy intensity used to operate the City’s treatment and distribution system. This chapter includes the 
following sections which describe the City’s water system supplies: 

6.1 Purchased Water 

6.2 Groundwater 

6.3 Surface Water 

6.4 Stormwater 

6.5 Wastewater and Recycled Water 

6.6 Desalinated Water 

6.7 Water Exchanges and Transfers 

6.8 Potential Water Supply Projects and Programs 

6.9 Summary of Existing and Planned Sources of Water 

6.10 Special Conditions 

6.11 Energy Consumption 

6.1 Purchased Water 

The City of Galt does not currently purchase any imported water to meet demands in the service area. 

  CWC § 10631 (b) A plan shall be adopted in accordance with this chapter that shall do all of the following: 

Identify and quantify, to the extent practicable, the existing and planned sources of water available to the supplier 
over the same five-year increments described in subdivision (a). 
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6.2 Groundwater 

 
Groundwater is the sole source of potable water supply for the City. This section includes information 
regarding the underlying groundwater basin description, groundwater management and coordination 
with the applicable Groundwater Sustainability Agencies (GSAs), followed by a discussion of historical 
pumping and supply sufficiency, which is further discussed in Chapter 7. 

6.2.1 Groundwater Basin Description 

As shown on Figure 6-1, the City overlies the Cosumnes Subbasin (also referred to herein as the “Basin”) 
of the San Joaquin Valley Basin (California Department of Water Resources [DWR] Basin No. 5-022.16). 
The Basin is not adjudicated, and in its recent evaluation of California groundwater basins, DWR 
determined that the Basin is not in a condition of critical overdraft.3 

The Basin is designated as a medium priority basin under DWR’s 2019 Phase 2 Basin Prioritization and is 
required to comply with the Sustainable Groundwater Management Act (SGMA).4 Under this prioritization 
process, basins are ranked on eight components, and their priority is based on the total number of points 

 

 
3 DWR, 2019. Sustainable Groundwater Management Act 2018 Basin Prioritization, State of California, dated January 
2019. 
4 Ibid. 

  CWC § 10631 

(b) (4) If groundwater is identified as an existing or planned source of water available to the supplier, all of the 
following information: 

(A) The current version of any groundwater sustainability plan or alternative adopted pursuant to Part 2.74 
(commencing with Section 10720), any groundwater management plan adopted by the urban water supplier, 
including plans adopted pursuant to Part 2.75 (commencing with Section 10750), or any other specific 
authorization for groundwater management for basins underlying the urban water supplier’s service area. 

(B) A description of any groundwater basin or basins from which the urban water supplier pumps groundwater. 
For basins that a court or the board has adjudicated the rights to pump groundwater, a copy of the order or 
decree adopted by the court or the board and a description of the amount of groundwater the urban water 
supplier has the legal right to pump under the order or decree. For a basin that has not been adjudicated, 
information as to whether the department has identified the basin as a high- or medium-priority basin in the most 
current official departmental bulletin that characterizes the condition of the groundwater basin, and a detailed 
description of the efforts being undertaken by the urban water supplier to coordinate with groundwater 
sustainability agencies or groundwater management agencies listed in subdivision (c) of Section 10723 to 
maintain or achieve sustainable groundwater conditions in accordance with a groundwater sustainability plan or 
alternative adopted pursuant to Part 2.74 (commencing with Section 10720). 

(C) A detailed description and analysis of the location, amount, and sufficiency of groundwater pumped by the 
urban water supplier for the past five years. The description and analysis shall be based on information that is 
reasonably available, including, but not limited to, historic use records. 
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assigned. If a basin is assigned more than 14 but less than 21 total points, it is defined as “medium 
priority.” In the case of the Basin, a total of 19.5 points were assigned, resulting in a designation as 
“medium priority”. The main factors driving the Basin’s designation include groundwater reliance (4.5 out 
of 5 possible points), irrigated acres (3 out of 5 possible points), and total number of wells (3 out of 5 
possible points). 

The Basin includes portions of both Sacramento and Amador Counties and is bounded by surface water 
features on the north, south and west, and by low-permeability crystalline rocks on the east. The 
Cosumnes River forms the northern Basin boundary. The southern boundary falls along Dry Creek within 
Sacramento County, then follows the San Joaquin/Amador County line south the Mokelumne River, which 
follows the southern Amador County line. The western boundary is located at the confluence of the 
Cosumnes River and Dry Creek. Finally, a northwest-trending belt of Jurassic age crystalline Basement rock 
(i.e., the Carabas Paleo-Ridge [Chapman and Bishop, 1975]), the Foothills Fault System, and Bear 
Mountains Fault Zone form the relatively low-permeability eastern boundary of the Basin (Draft Technical 
Memorandum (TM) 6 EKI, 2019). 

The Basin includes six hydraulically-connected formations that store and transmit water: the Younger 
Alluvium, Older Alluvium – Riverbank Formation (Victor Formation), Older Alluvium – Laguna Formation, 
Mehrten Formation, Valley Springs Formation, and Ione Formation. These formations collectively 
comprise a single Principal Aquifer that extends throughout the Basin.  

A Groundwater Sustainability Plan (GSP) for the Basin is currently under development (as discussed 
further below). Until this GSP is adopted, the Basin is being managed pursuant to previously adopted 
Assembly Bill (AB) 3030 Groundwater Management Plans (GMPs). Additionally, the American River Basin 
Integrated Regional Water Management Plan (IRWMP), which covers all or portions of the Basin, was 
adopted in 2018. Additional details on the Basin are given in the key documents described below related 
to groundwater management of the Basin, which are incorporated into this Urban Water Management 
Plan (UWMP or Plan) by reference: 

• The South Basin (SB) GMP provides a framework that focuses on managing and monitoring all 
portions of the Basin within Sacramento County to benefit users within the management area 
(Robertson-Bryan, Inc. and Water Resources & Information Management Engineering (WRIME), 
2011). The SB GMP is available on the Omochumne-Hartnell Water District (OHWD) website: 

http://www.ohwd.org/ 
 

• The Central Sacramento County (CSC) GMP encompasses the North, Central and South basin 
within Sacramento County (MWH Global, Inc. (MWH), Water Forum, and Sacramento County 
Water Agency, 2006). The CSC GMP objective is to establish a framework for maintaining a 
sustainable groundwater resource for the users within the Basin. The CSC GMP is available on the 
Sacramento County Groundwater Authority (SCGA) website: 

https://scgah2o.saccounty.net/Pages/default.aspx 
 

• The American River Basin (ARB) IRWMP is a water resources planning and development program 
developed with stakeholders’ input that identifies and proposed solutions for major water 
management related issues in the ARB area (Regional Water Authority, 2018). The ARB IRWMP 
outlines goals, objectives, and proposes action specific strategies to achieve them. The ARB 
IRWMP is available on the Regional Water Authority (RWA) website: 

http://www.ohwd.org/
https://scgah2o.saccounty.net/Pages/default.aspx
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https://rwah2o.org/programs/integrated-regional-water-management/american-river-
basin-irwmp-2018-update/ 
 

• Draft chapters of the Cosumnes Subbasin GSP will be made available as they are completed on 
the Cosumnes Subbasin SGMA website:  

http://cosumnes.waterforum.org/sustainable-groundwater-management-act-sgma 
 

• It is anticipated that following adoption (anticipated by January 31, 2022), the final GSP for the 
Cosumnes Subbasin will be available on the DWR website:  

https://sgma.water.ca.gov/portal/gsp/all 
  

https://rwah2o.org/programs/integrated-regional-water-management/american-river-basin-
https://rwah2o.org/programs/integrated-regional-water-management/american-river-basin-
http://cosumnes.waterforum.org/sustainable-groundwater-management-act-sgma
https://sgma.water.ca.gov/portal/gsp/all
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6.2.2 Non-SGMA Groundwater Management 

Pursuant to CWC § 10750 et seq., § 10753.7, and § 10753.8, the SB GMP provides a framework that 
focuses on managing and monitoring all portions of the Basin within Sacramento County to benefit all 
users within the management area (Robertson-Bryan, Inc. and Water Resources & Information 
Management Engineering (WRIME), 2011). The goals and objectives set forth by the SB GMP are as 
follows: (1) Maintain Long-term reliable groundwater supplies; (2) Maintain or improve groundwater 
quality; (3) Maintain and enhance related natural resource feature of the South Basin; and (4) Maintain 
local control of groundwater management. 

The CSC GMP encompasses the North, Central, and South Basin within Sacramento County (MWH, Water 
Forum, and Sacramento County Water Agency, 2006). Portions of the South Basin intersect the Basin at 
the northern border along the Cosumnes River. The CSC GMP objective is to establish a framework for 
maintaining a sustainable groundwater resource for the users within the “North, Central, and South 
Basins”. The CSC GMP defines the following Basin Management Objectives to help achieve groundwater 
basin goals: (1) Maintain a long-term average groundwater extraction rate of 273,000 AFY; (2) Establish 
specific minimum groundwater elevation within all areas of the basin consistent with the Water Forum 
“Solution”; (3) Protect against any potential inelastic land surface subsidence; (4) Protect against any 
adverse impacts to surface water flows; and (5) Develop specific water quality objectives for several 
constituents of concern.  

The Basin falls within the Upper Mokelumne and Upper Cosumnes watersheds and is in the ARB IRWMP 
region. The ARB IRWMP is a water resources planning and development program developed with 
stakeholders’ input that identifies and proposes solutions for major water management related issues in 
the ARB area (Regional Water Authority, 2018). The ARB IRWMP outlines goals, objectives, and proposes 
action specific strategies to achieve them. In addition, the ARB IRWMP ranks water resources projects in 
the ARB, based on their alignment with regional priorities and implementability, to help prioritize projects 
that help implement IRWMP. The main goals and objectives for the region, as specified in the ARB IRWMP 
include: (1) Provide reliable and sustainable water resources, sufficient to meet the existing and future 
needs of the Region; (2) Protect and enhance the quality of surface water and groundwater; (3) Protect 
and enhance the environmental resources of the watersheds within the Region; (4) Protect the people, 
property, and environmental resources of the Region from damaging flooding; (5) Manage the Region’s 
groundwater basin sustainability; and (6) Develop and adopt groundwater sustainability plans or 
alternative groundwater sustainability plans by 2022. 

Until the Cosumnes Subbasin GSP is adopted, the above plans serve as the current groundwater 
management programs in the Basin. 

6.2.3 SGMA Groundwater Management 

In 2014, the California State Legislature enacted SGMA with subsequent amendments in 2015. SGMA 
requires the formation of GSAs the development and implementation of GSPs for groundwater basins 
that are designated by DWR as medium or high priority. As a medium priority, non-critically overdrafted 
and non-adjudicated basin, the Basin is subject to the requirements of SGMA, including the requirement 
to be covered by one or more GSAs and to prepare and submit to DWR one or more GSPs by January 31, 
2022.  
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Pursuant to these SGMA requirements, the City of Galt formed its own GSA to encompass the entirety of 
its service area in 2017. In 2020, the City expanded its GSA boundaries to include recently annexed areas. 
The remainder of the Basin is covered by six other GSAs: (1) Amador County Groundwater Management 
Authority (ACGMA) GSA; (2) Clay Water District GSA; (3) Galt Irrigation District GSA; (4) Omochumne-
Hartnell Water District (OHWD) GSA; (5) Sacramento County GSA; and (6) Sloughhouse Resource 
Conservation District (SRCD) GSA. These seven GSAs comprise the Cosumnes Subbasin SGMA Working 
Group and are working together to develop a single GSP for the Basin that is anticipated to be complete 
and submitted to DWR by the statutory deadline of January 31, 2022. 

The Cosumnes Subbasin GSP will extend and supersede the existing groundwater management plans. The 
GSP development process considered the existing management plans and incorporated them directly or 
by reference. As part of implementation of the GSP the GSAs will continue coordination with the 
responsible agencies of the existing plans. 

6.2.4 Groundwater Production 

This section describes the City’s historical and projected uses of groundwater. 

  Groundwater Supply Wells 

The City currently operates eight municipal groundwater supply wells: Gateway Well 14 (stand-by), 
Fumasi Well 15 (stand-by), Carillion Well 16, River Oaks Well 18, Monterey Bay Well 20, Golden Heights 
Well 17, Golden Heights Deep Well 21, and Industrial Park Deep Well 22. As shown on Figure 3-2, these 
wells are located throughout the City’s service area.  

As seen in Table 6-1, groundwater from all wells is treated to remove manganese and Wells 15, 16, and 
18 are also treated to remove arsenic. The City owns and operates five water treatment plants (WTP). 
Well 15 is treated at the Fumasi WTP, Wells 16 and 18 are treated at the Carillon WTP, Wells 17, 20, and 
21 are treated at the Golden Heights WTP, Well 22 is treated at the Industrial WTP and Well 14 is treated 
on-site. Wells 20, 21 and 22 are continuously used, Wells 16 and 18 are used for peak summer demands, 
and Wells 14 and 15 are currently used as stand-by wells. The Golden Heights WTP has the capacity to 
treat only two wells at a time; therefore, Well 17 is periodically a stand-by well when Wells 20 and 21 are 
being used simultaneously.  
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Table 6-1 City of Galt Production Wells 

Well Name Well 
No. 

Depth, 
feet 

Flow, 
gpm Notes 

Gateway 14 750 600 Water treated for manganese at the site. Well in stand-
by mode. 

Fumasi 15 652 940 Water treated at Fumasi WTP for manganese and 
arsenic. Well in stand-by mode. 

Carillon 16 870 875 Water treated at Carillon WTP for manganese and 
arsenic. Well used for peak summer demands. 

Golden 
Heights 17 930 1,500 

Water treated at the Golden Heights WTP for 
manganese. Well used periodically when either Well 20 
or Well 21 is not being used. 

River Oaks 18 913 1,200 Water treated at the Carillon WTP for manganese and 
arsenic. Well used for peak summer demands. 

Monterey 
Bay 20 850 1,700 Water treated at the Golden Heights WTP for 

manganese. Well continuously used. 
Golden 
Heights Deep 21 1,539 1,950 Water treated at the Golden Heights WTP for 

manganese. Well continuously used. 
Industrial 
Park Deep 22 1,627 2,000 Water treated at the Industrial WTP for manganese. 

Well continuously used. 
NOTES:  

 Historical Groundwater Use 

Groundwater production over the period of 2016 through 2020 is presented in Table 6-2. Over this time 
frame, the City’s groundwater production has fluctuated. Maximum groundwater production occurred in 
2020 (4,781 acre-feet [AF]) and minimum total groundwater production occurred in 2019 (4,268 AF). The 
available groundwater supply has been sufficient to meet all of the City’s groundwater demands in the 
past five years and all prior years. 
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Table 6-2 Groundwater Volume Pumped (DWR Table 6-1) 

 Supplier does not pump groundwater. 
The supplier will not complete the table below. 

 All or part of the groundwater described below is desalinated. 

Groundwater 
Type 

Location or Basin 
Name 2016 2017 2018 2019 2020 

 Alluvial Basin 
San Joaquin Valley 
Groundwater Basin 
Cosumnes Subbasin 

4,370 4,477 4,468 4,268 4,781 

TOTAL 4,370 4,477 4,468 4,268 4,781 
NOTES: 
(a) Volumes are in units of AF. 
(b) Groundwater is pumped from six production wells and two stand-by wells. 

 Projected Future Groundwater Use 

Groundwater supply from the City wells is expected to meet total potable demand for the City through 
the planning horizon (2045) as discussed further in Section 6.9 and shown on Table 6-10.  

6.3 Surface Water 

The City of Galt does not impound or divert surface water as a means to meet demands within the service 
area. 

6.4 Stormwater 

The City of Galt has no current plans to capture stormwater for beneficial use within the service area. 

6.5 Wastewater and Recycled Water 

 
Water recycling can offset the use of potable supplies and reduce the quantity of discharged wastewater. 
Recycling water involves treating wastewater to an acceptable level such that it can be reused for 
irrigation, cooling, and other non-potable applications.  

The regulatory requirements for recycled water are defined in the California Code of Regulations, Title 22, 
Article 3. The extent of treatment needed varies for different permitted uses. Because recycled water is 
treated wastewater, its availability is closely linked to the treatment capability of the City’s wastewater 
treatment plant. 

  CWC § 10633  

The plan shall provide, to the extent available, information on recycled water and its potential for use as a water 
source in the service area of the urban water supplier. The preparation of the plan shall be coordinated with local 
water, wastewater, groundwater, and planning agencies that operate within the supplier’s service area. 
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The City is the sole agency responsible for water, wastewater, groundwater, and planning within the City’s 
service area. However, the City plans to increase use of recycled water which will require coordination 
between the City, other Basin GSAs and local stakeholders. 

The following sections describe the City’s existing and planned wastewater treatment and water recycling 
facilities and discusses existing and projected uses of recycled water. 

6.5.1 Wastewater Collection, Treatment, and Disposal 

 
The City owns, maintains, and operates the City of Galt Wastewater Treatment Plant (WWTP) which is 
located northwest of the City, west of Highway 99 and north of Twin Cities Road (Figure 3-2). The WWTP 
treats all wastewater generated within the City’s service area. As seen in Table 6-3, 1,986 AF of wastewater 
was collected from the City’s service area in 2020.  

The WWTP is permitted for 3.0 million gallons per day (mgd) and consists of secondary treatment, tertiary 
filtration, and ultraviolet disinfection. The treatment process includes coarse bar screening, activated 
sludge, extended aeration in two oxidation ditches, two secondary clarifiers, tertiary filtration, and 
ultraviolet disinfection. The WWTP also includes an Effluent Storage Reservoir with a capacity of 70 million 
gallons.  

Treated effluent is used for agricultural irrigation of fodder crops and/or is discharged to Laguna Creek. 
The City owns 164-acres, adjacent to the WWTP, which is used as an agricultural reuse site and is irrigated 
with undisinfected secondary effluent. Disinfected tertiary effluent is discharge to Laguna Creek at 
Discharge Point No. 001 through an outfall to the Skunk Creek channel. The City is not required to 
discharge a specific amount to Laguna Creek.  

As seen in Table 6-4, in 2020 1,986 AF of wastewater was treated at the WWTP, 1,349 AF was discharged 
and 655 AF was recycled (i.e., used for agricultural irrigation) within the service area. 

  CWC § 10633 (a)  

A description of the wastewater collection and treatment systems in the supplier’s service area, including a 
quantification of the amount of wastewater collected and treated and the methods of wastewater disposal. 

  CWC § 10633 (b)  

A description of the quantity of treated wastewater that meets recycled water standards, is being discharged, 
and is otherwise available for use in a recycled water project. 

  CWC § 10633 (c)  

A description of the recycled water currently being used in the supplier’s service area, including, but not limited 
to, the type, place, and quantity of use. 
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Table 6-3 Wastewater Collected Within Area in 2020 (DWR Table 6-2) 

 There is no wastewater collection system. The supplier will not complete the table below. 

 Percentage of 2020 service area covered by wastewater collection system (optional) 

 Percentage of 2020 service area population covered by wastewater collection system (optional) 

Wastewater Collection Recipient of Collected Wastewater 

Name of Wastewater 
Collection Agency 

Wastewater 
Volume 

Metered or 
Estimated? 

Volume of 
Wastewater 

Collected from 
UWMP Service 

Area 2020 

Name of Wastewater 
Treatment Agency 
Receiving Collected 

Wastewater  

Treatment Plant 
Name 

Is WWTP 
Located 
Within 

UWMP Area? 

Is WWTP 
Operation 

Contracted to 
a Third Party? 

(optional) 

City of Galt  Metered  1,986  City of Galt Wastewater 
Treatment Plant  Yes No  

Total Wastewater Collected from 
Service Area in 2020: 1,986   

NOTES: 
(a) Volumes are in units of AF. 
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Table 6-4 Wastewater Treatment and Discharge Within Service Area in 2020 (DWR Table 6-3) 

 No wastewater is treated or disposed of within the UWMP service area. The supplier will not complete the table below. 

Wastewater 
Treatment 
Plant Name 

Discharge 
Location 
Name or 
Identifier 

Discharge 
Location 

Description 

Wastewater 
Discharge ID 

Number 
(optional) 

Method 
of 

Disposal 

Does This 
Plant Treat 

Wastewater 
Generated 
Outside the 

Service 
Area? 

Treatment 
Level 

2020 volumes 

Wastewater 
Treated 

Discharged 
Treated 

Wastewater 

Recycled 
Within 
Service 

Area 

Recycled 
Outside 

of 
Service 

Area 

Instream 
Flow Permit 

Requirement 

Wastewater 
Treatment 
Plant and 
Reclamation 
Facility 

Eff-001 Laguna 
Creek   

River or 
creek 
outfall 

 No  Tertiary  1,986 1,349  655  0  0 

            Total 1,986 1,349 655 0 0 
NOTES: 
(a) Volumes are in units of AF. 
(b) Volume of discharge treated wastewater and wastewater recycled within service area is greater than the total wastewater treated, indicating 
possible meter error. 
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6.5.2 Current and Projected Uses of Recycled Water 

 
The City currently does not have infrastructure to distribute recycled water within the main portion of the 
City’s service area (e.g., the residential portion). The City only provides undisinfected secondary effluent 
for agricultural irrigation adjacent to the WWTP, as discussed above in Section 6.5.1.  

In 2010 the City conducted a Recycled Water Evaluation Plan which explored the feasibility of utilizing 
recycled water for landscape and agricultural irrigation within and near its existing and future City limits. 
The study identified 63 potential recycled water customers including existing and future landscape 
irrigation and industrial customers (Carollo, 2010).   

As shown on Table 6-5, beginning in 2030, the City will require recycled water piping on all new 
development and expand their current deliveries of recycled water to additional nearby agricultural fields 
year-round. However, the expansion of recycled water for additional agricultural irrigation is still under 
development and therefore is not included in Table 6-5. 

  CWC § 10633 (b)  

A description of the quantity of treated wastewater that meets recycled water standards, is being discharged, 
and is otherwise available for use in a recycled water project.  CWC § 10633 (d)  

A description and quantification of the potential uses of recycled water, including, but not limited to, agricultural 
irrigation, landscape irrigation, wildlife habitat enhancement, wetlands, industrial reuse, groundwater recharge, 
indirect potable reuse, and other appropriate uses, and a determination with regard to the technical and 
economic feasibility of serving those uses. 

  CWC § 10633 (e)  

The projected use of recycled water within the supplier’s service area at the end of 5, 10, 15, and 20 years. 
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Table 6-5 Recycled Water Direct Beneficial Uses Within Service Area (DWR Table 6-4) 

 Recycled water is not used and is not planned for use within the service area of the supplier. 
The supplier will not complete the table below. 

Name of Supplier Producing (Treating) the Recycled 
Water:  City of Galt 

Name of Supplier Operating the Recycled Water 
Distribution System:  City of Galt 

Supplemental Water Added in 2020 (volume) 0 AF 

Source of 2020 Supplemental Water   

Beneficial Use Type 
Potential Beneficial 

Uses of Recycled 
Water (Describe) 

Amount of Potential 
Uses of Recycled 
Water (Quantity) 

General 
Description of 

2020 Uses 

Level of 
Treatment 2020 2025 2030 2035 2040 2045 

Agricultural irrigation  Irrigation of nearby 
fodder crops 655 WWTP Reuse 

Site Irrigation 
Secondary, 

Undisinfected 655 655 655 655 655 655 

Landscape irrigation 
(excludes golf course) 

Landscape irrigation 
through required 
recycled water piping 
on all new 
development. 

10 None Tertiary  0 0 10 10 10 10 

      Total: 655 655 665 665 665 665 

2020 Internal Reuse                                                                                                                                                                                655    
NOTES: 
(a) Volumes are in units of AF. 
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6.5.3 Comparison of Previously Projected Use and Actual Use 

 
The City’s 2015 UWMP projected recycled water demand and production would be 603 AF in 2020. Actual 
recycled water consumption in 2020 was 655 AF. Table 6-6 provides a comparison of the 2015 UWMP 
projection for 2020 demand to actual 2020 use by the system. 

Table 6-6 2015 UWMP Recycled Water Use Projection Compared to 2020 Actual (DWR Table 6-5) 

 Recycled water was not used in 2015 nor projected for use in 2020. The 
supplier will not complete the table below.  

Beneficial Use Type 2015 Projection for 2020 2020 Actual Use 

Agricultural irrigation 603 655 

Total 603 655 
NOTES: 
(a) Volumes are in units of AF. 

 

6.5.4 Promoting Recycled Water Use 

 
As discussed in Section 6.5.2 and shown below in Table 6-5 and Table 6-7, the City will begin to require 
recycled water piping in all new developments to promote the use of recycled water to irrigate public 
landscaping. Additionally, as part of the Cosumnes Subbasin GSP Projects and Management Actions 

  CWC § 10633 (e)  

A description of the actual use of recycled water in comparison to uses previously projected pursuant to this 
subdivision. 

  CWC § 10633 (g)  

A plan for optimizing the use of recycled water in the supplier’s service area, including actions to facilitate the 
installation of dual distribution systems, to promote recirculating uses, to facilitate the increased use of treated 
wastewater that meets recycled water standards, and to overcome any obstacles to achieving that increased use. 

  CWC § 10633 (e-g)  

(e) The projected use of recycled water within the supplier’s service area at the end of 5, 10, 15, and 20 years and 
a description of the actual use of recycled water in comparison to uses previously projected pursuant to this 
subdivision. 

(f) A description of actions, including financial incentives, which may be taken to encourage the use of recycled 
water, and the projected results of these actions in terms of acre-feet of recycled water used per year. 

(g) A plan for optimizing the use of recycled water in the supplier’s service area, including actions to facilitate the 
installation of dual distribution systems, to promote recirculating uses, to facilitate the increased use of treated 
wastewater that meets recycled water standards, and to overcome any obstacles to achieving that increased use. 
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(PMAs) the City has a proposed the “City of Galt Recycled Water Project” which would involve expanding 
deliveries of recycled water from the City’s WWTP to additional nearby agricultural fields for year-round 
irrigation, thereby reducing groundwater pumping in the Basin but not in the City. An increase in 
groundwater storage and a rise in groundwater levels within the Basin is expected through a decrease in 
groundwater demand for irrigation and direct recharge from year-round irrigation of the fields adjacent 
to the City’s service area. This project is still in the development stage and does not decrease the City’s 
pumping to meet its potable water demand and therefore is not included in Table 6-5 and Table 6-7. 

Table 6-7 Methods to Expand Future Recycled Water Use (DWR Table 6-6) 

 Supplier does not plan to expand recycled water use in the future. Supplier will 
not complete the table below but will provide narrative explanation. 

 Provide page location of narrative in UWMP 

Name of Action Description 
Planned 

Implementation 
Year 

Expected Increase in 
Recycled Water Use 

 Purple Piping Require recycled water piping on all 
new development.  2030 10  

Total 10 
NOTES: 
(a) Volumes are in units of AF. 

 

6.6 Desalinated Water 

 
There are no opportunities or plans for the development of desalinated water in the City of Galt. 

6.7 Water Exchanges and Transfers 

 
The City of Galt does not hold any surface water rights in the area that could be transferred to other 
agencies and is not pursuing water transfers or exchanges at this time. 

  CWC § 10631 (g) A plan shall be adopted in accordance with this chapter and shall do all of the following:  

Describe the opportunities for development of desalinated water, including, but not limited to, ocean water, 
brackish water, and groundwater, as a long-term supply. 

  CWC § 10631 (c) A plan shall be adopted in accordance with this chapter and shall do all of the following:  

Describe the opportunities for exchanges or transfers of water on a short-term or long-term basis. 
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6.8 Potential Water Supply Projects and Programs 

 
Groundwater will likely continue to be the only potable water supply source for the City of Galt over the 
planning horizon (i.e., through 2045). As shown in Table 6-8, the City plans to require recycled water piping 
on all new developments with an expected increase of 10 AFY to the City’s recycled water supply. The City 
also plans to expand its use of recycled water to irrigate additional agricultural areas year-round. However 
this project is still in development and therefore not included in Table 6-8. The City will maintain sufficient 
wells and distribution facilities to meet the anticipated increases in future demand as needed. 

  CWC § 10631 A plan shall be adopted in accordance with this chapter and shall do all of the following:  

(b) (3) For any planned sources of water supply, a description of the measures that are being undertaken to 
acquire and develop those water supplies. 

(f) Include a description of all water supply projects and water supply programs that may be undertaken by the 
urban water supplier to meet the total projected water use, as established pursuant to subdivision (a) of Section 
10635. The urban water supplier shall include a detailed description of expected future projects and programs 
that the urban water supplier may implement to increase the amount of the water supply available to the urban 
water supplier in normal and single-dry water years and for a period of drought lasting five consecutive water 
years. The description shall identify specific projects and include a description of the increase in water supply that 
is expected to be available from each project. The description shall include an estimate with regard to the 
implementation timeline for each project or program. 
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Table 6-8 Expected Future Water Supply Projects or Programs (DWR Table 6-7) 

 No expected future water supply projects or programs that provide a quantifiable increase to the 
agency's water supply. Supplier will not complete the table below. 

X  Some or all of the supplier's future water supply projects or programs are not compatible with this 
table and are described in a narrative format. 

65 Provide page location of narrative in the UWMP 

Name of Future 
Projects or 
Programs 

Joint Project with other 
suppliers? Description 

(if needed) 

Planned 
Implementati

on Year 

Planned for 
Use in Year 

Type 

Expected Increase 
in Water Supply 

to Supplier Y/N If Yes, Supplier Name 

 Purple Piping N   

Require 
recycled water 
piping on all 
new 
development. 

2030 All Year Types 10 

NOTES:  
(a) Volumes are in units of AF. 

6.9 Summary of Existing and Planned Sources of Water 

 
The City’s current and potential future water supplies are summarized in Sections 6.1 through 6.9. The 
City’s historical, current and projected water supply (potable water and recycled water) are summarized 
in Table 6-9 and Table 6-10 as well as their respective associated charts. As discussed above, groundwater 
will be used to serve all projected potable water demand and recycled water from the City’s WWTP will 
be used to meet all projected recycled water demand within the City’s service area through 2045. 
Therefore, the supply amounts in Table 6-10 equal the projected demand in each year. The actual 
availability of this water supply depends on several factors and is discussed in detail in Chapter 7. 

It should be noted that the Cosumnes Subbasin is not adjudicated, and the projected groundwater supply 
volumes are not intended to and do not determine, limit or represent the City’s water rights or maximum 
pumping volumes. Any determination of City’s water rights, as an overlying owner, appropriator, 
municipal water purveyor or otherwise, is beyond the scope of this report and the UWMP statutes and 
regulations.

  CWC § 10631 (b) Identify and quantify, to the extent practicable, the existing and planned sources of water 
available to the supplier over the same five-year increments described in subdivision (a). 

  CWC § 10631 (b) (4) (D) A detailed description and analysis of the amount and location of groundwater that 
is projected to be pumped by the urban water supplier. The description and analysis shall be based on information 
that is reasonably available, including, but not limited to, historic use records. 
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Table 6-9 Water Supplies - Actual (DWR Table 6-8) 

Water Supply  Additional Detail on 
Water Supply 

Actual Volume 
Water Quality 

Total Right 
or Safe Yield 

(optional)  2016 2017 2018 2019 2020 

Groundwater (not 
desalinated) 

From Cosumnes 
Subbasin 
Groundwater 
Principal Aquifer 

4,370 4,477 4,468 4,268 4,781 Drinking Water   

Recycled Water From City of Galt 
WWTP 580 507 537 568 655 Recycled Water  

Total 4,950  4,984  5,005  4,836  5,436    

NOTES:  
(a) Volumes are in units of AF. 
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Table 6-10   Water Supplies - Projected (DWR Table 6-9) 

Water Supply Additional Detail on 
Water Supply 

Projected Water Supply 
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Groundwater 
(not 
desalinated) 

Cosumnes Subbasin 4,897  5,013    5,303   5,615   5,950   

Recycled 
Water  City of Galt WWTP  655    665   665    665    665   

Total 5,552   5,678  5,968  6,280  6,615  

NOTES: 
(a) Volumes are in units of AF. 
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6.10 Special Conditions 

6.10.1 Climate Change Effects 

The City is committed to incorporating climate change into its ongoing water supply planning. SGMA 
dictates that GSPs include basin-wide water budget models under various climate change scenarios, 
including future conditions which account for the effects of estimated climate change. These scenarios 
and results will be discussed in detail in the Cosumnes Subbasin GSP, when available. 

Draft chapters of the Cosumnes Subbasin GSP will be made available as they are completed on the 
Cosumnes Subbasin SGMA Website: 

• http://cosumnes.waterforum.org/sustainable-groundwater-management-act-sgma 

It is anticipated that following adoption (anticipated by January 31, 2022), the final GSP for the Cosumnes 
Subbasin will be available on the DWR SGMA Portal:  

• https://sgma.water.ca.gov/portal/gsp/all  

6.10.2 Regulatory Conditions and Project Development 

Emerging regulatory conditions may affect planned future projects and the characterization of future 
water supply availability and analysis. The City does not have any current plans to develop additional 
supply sources. If the City does move forward with any plans to develop supply projects, emerging 
regulatory conditions will be considered, and the associated water supply reliability impacts will be 
assessed in future UWMP updates. 

6.10.3 Other Locally Applicable Criteria 

Other locally applicable criteria may affect characterization and availability of an identified water supply. 
The City does not have any current plans to develop additional supply sources. If the City does move 
forward with any plans to develop supply projects, locally applicable criteria will be considered, and the 
associated water supply reliability impacts will be assessed in future UWMP updates.  

Under SGMA, GSAs have the authority to implement projects and management actions that help basins 
reach their sustainability goal, including such actions as setting allocations for groundwater pumping, 
prohibiting development of new groundwater wells, or implementing fees for pumping volumes. As 
described in Section 6.2, the Cosumnes Subbasin GSP is in development and the City (as a GSA) is actively 
participating in this process. If such actions are implemented within the Basin, the City will consider these 
actions as a part of its future supply planning efforts. 

 

http://cosumnes.waterforum.org/sustainable-groundwater-management-act-sgma
https://sgma.water.ca.gov/portal/gsp/all
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6.11 Energy Consumption 

 
The “Total Utility Approach” as defined by DWR in the UWMP Guidebook 2020 is used to report water-
related energy consumption data for the City. Calendar year 2020 is selected as the one-year reporting 
period, and utility bills for the associated reporting period are used as the source for energy consumption 
data. 

Within the service area, the City uses energy to pump groundwater, treat and distribute water supplies 
through its distribution systems. As discussed earlier in Chapter 6, groundwater is the City’s sole source 
of water supply. The energy used by the treatment and distribution systems, which includes several pump 
stations, pump booster, and wells, is metered and documented in monthly Pacific Gas & Electric bills. In 
Calendar Year 2020, the City used 3,242,295 kilowatt-hour (kWh) of energy to operate the water supply 
system and deliver 4,781 AF of water to customers in the service area, or 678.2 kWh/AF (Table 6-11). 

  CWC § 10631.2  

(a) In addition to the requirements of Section 10631, an urban water management plan shall include any of the 
following information that the urban water supplier can readily obtain: 
(1) An estimate of the amount of energy used to extract or divert water supplies. 
(2) An estimate of the amount of energy used to convey water supplies to the water treatment plants or 
distribution systems. 
(3) An estimate of the amount of energy used to treat water supplies. 
(4) An estimate of the amount of energy used to distribute water supplies through its distribution systems. 
(5) An estimate of the amount of energy used for treated water supplies in comparison to the amount used for 
nontreated water supplies. 
(6) An estimate of the amount of energy used to place water into or withdraw from storage. 
(7) Any other energy-related information the urban water supplier deems appropriate. 
(b) The department shall include in its guidance for the preparation of urban water management plans a 
methodology for the voluntary calculation or estimation of the energy intensity of urban water systems. The 
department may consider studies and calculations conducted by the Public Utilities Commission in developing 
the methodology. 
(c) The Legislature finds and declares that energy use is only one factor in water supply planning and shall not 
be considered independently of other factors. 
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Table 6-11   Recommended Energy Intensity - Total Utility Approach (DWR Table O-1B) 

 Urban Water Supplier:  Galt, City of     
          
Water Delivery Product         
 Retail Potable Deliveries         
          
Enter Start Date for Reporting Period 1/1/2020  

Urban Water Supplier Operational Control 
End Date 12/30/2020  

Is upstream embedded in the values 
reported? No  

Sum of All Water 
Management 

Processes 

Non-Consequential 
Hydropower  

Water Volume Units Used AF Total Utility  Hydropower Net Utility  
Volume of Water Entering Process (volume unit) 4,781 0 4,781 

Energy Consumed (kWh) 3,242,995 0 3,242,995 
Energy Intensity (kWh/volume) 678.3 0.0 678.3 

          
Quantity of Self-Generated Renewable Energy       

 0 kWh       

Data Quality         
 Metered Data         

Data Quality Narrative:         
 Volume of water data is from the City’s well production data. Energy usage is for water facilities and is from 
the City’s energy bills. 

Narrative: 
    

 Total energy consumption represents the energy consumed during pumping, treatment, conveyance, and 
distribution. 
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7. WATER SUPPLY RELIABILITY 

 
This chapter describes the reliability of the City of Galt’s (also referred to herein as “the City”) water 
supplies. Assessment of water supply reliability is complex and dependent upon a number of factors, such 
as the number of water sources, regulatory and legal constraints, hydrological and environmental 
conditions, climate change, and expected growth, among others. Based on available historical information 
and projections of future water uses, regulatory and legal constraints, and hydrological and environmental 
conditions, including climate change, the City has made its best determination of future water supply 
reliability of for the City. This chapter includes the following sections: 

7.1 Constraints on Water Sources  

7.2 Reliability of the Type of Year 

7.3 Supply and Demand Assessment 

7.4 Water Supply Management Tools and Options 

7.5 Drought Risk Assessment 

7.1 Constraints on Water Sources 

Groundwater is the sole potable water supply for the City. Additionally, the City supplies recycled water 
for fodder crop irrigation as discussed in Section 6.5.1. Several potential constraints on future 
groundwater supply availability, water quality, and climate change are identified herein. These 
constraints, along with associated management strategies, are summarized in the following sections. 

7.1.1 Supply Availability 

Historically, the groundwater supplies available to the City from the underlying Cosumnes Subbasin 
(referred to herein as the “Basin”) have always been sufficient to meet the City’s demands and City wells 
have not dewatered, even during historical drought periods. 

Due to successful conservation efforts and response to the historic drought spanning water years 2012-
2015, water demand (and thus the City’s groundwater pumping volumes) were considerably lower from 
2015 through 2019 (i.e., averaging 4,422 acre-feet [AF]) than they had been in the previous five years (i.e., 
averaging 5,502 AF). Additionally, the City is actively pursuing a variety of supply reliability planning efforts 

  CWC § 10620 (f)  

An urban water supplier shall describe in the plan water management tools and options used by that entity that 
will maximize resources and minimize the need to import water from other regions. 

  CWC § 10630.5  

Each plan shall include a simple lay description of how much water the agency has on a reliable basis, how much 
it needs for the foreseeable future, what the agency’s strategy is for meeting its water needs, the challenges 
facing the agency, and any other information necessary to provide a general understanding of the agency’s plan. 
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to address potential future shortfalls in the City such as requiring recycled water use for all new landscape 
irrigation projects as discussed in Section 6.5.4. 

The Sustainable Groundwater Management Act (SGMA) requires Groundwater Sustainability Plans (GSPs) 
to include basin-wide water budget models that consider all projected beneficial uses of groundwater and 
assess groundwater sustainability under various climate change scenarios, including future conditions 
which account for the effects of climate change. The City’s projected groundwater demands have been 
incorporated into all of the modeling and water budget scenarios developed for the Cosumnes Subbasin 
GSP. The modeling results do not indicate a shortage of water supply for the City, in any year type and 
even in the extreme climate change scenarios. Therefore, it is appropriate to assume that the City’s 
groundwater supplies will be 100 percent reliable and equal to projected demands under all conditions 
(i.e., current and projected, and for normal, single dry, and multiple dry years including a five-year drought 
period). 

It is also important to note that the majority of groundwater pumping in the Cosumnes Subbasin is for 
agricultural use. From a regional and Basin-wide standpoint, the City’s pumping is only a small fraction of 
total groundwater pumping. Based on the water budget modeling, being done as part of the Cosumnes 
GSP, average annual groundwater pumping from the Basin between 1990 through 2018 totaled 
approximately 133,864 AFY, including approximately 119,519 AFY for irrigated agriculture and 14,345 AFY 
for Municipal & Industrial (M&I) use5. These data show that M&I pumping accounted for approximately 
11 percent of total pumping in the Basin of which the City’s pumping accounts for only a portion. It is 
therefore likely that management of agricultural groundwater use, rather than M&I use, will be a much 
larger determining factor in maintaining groundwater sustainability in the Basin in the future.  

The City is one of seven Groundwater Sustainability Agencies (GSAs) that comprise the Cosumnes 
Subbasin SGMA Working Group who are collaborating on the development of the Cosumnes Subbasin 
GSP. Together, the Basin GSAs are identifying several projects and management actions (PMAs) to support 
achievement of the Basin’s sustainability goal. The current PMAs under consideration by the Basin GSAs 
to address any future shortfalls do not currently include reduction for M&I uses. The above 
notwithstanding, the City is committed to doing its part to achieve and maintain groundwater 
sustainability in the Basin. 

7.1.2 Water Quality 

 

 

 
5 M&I pumping is represented in the Cosumnes GSP as urban pumping. 

  CWC § 10634 

The plan shall include information, to the extent practicable, relating to the quality of existing sources of water 
available to the supplier over the same five-year increments as described in subdivision (a) of Section 10631, and 
the manner in which water quality affects water management strategies and supply reliability. 
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Impaired water quality also has the potential to affect water supply reliability. The City has and will 
continue to meet all state and federal water quality regulations. All drinking water standards are set by 
the United States Environmental Protection Agency (USEPA) under the authorization of the Federal Safe 
Drinking Water Act of 1974. In California, the State Water Resources Control Board (SWRCB), Division of 
Drinking Water (DDW) can either adopt the USEPA standards or set more stringent standards, which are 
then codified in Title 22 of the California Code of Regulations. There are two general types of drinking 
water standards:  

• Primary Maximum Contaminant Levels (MCLs) are health protective standards and are 
established using a very conservative risk-based approach for each constituent that takes into 
potential health effects, detectability and treatability, and costs of treatment. Public water 
systems may not serve water that exceeds Primary MCLs for any constituent.  

• Secondary MCLs are based on the aesthetic qualities of the water such as taste, odor, color, and 
certain mineral content, and are considered limits for constituents that may affect consumer 
acceptance of the water. 

The City routinely monitors its wells and the water that is treated and served to customers to ensure that 
water delivered to customers meets these drinking water standards. The results of this testing are 
reported to the SWRCB DDW following each test and are summarized annually in Water Quality Reports 
(also known as “Consumer Confidence Reports”), which are provided to customers by mail and made 
available on the City’s website6.  

A detailed review of the water quality conditions of the Basin are provided in the Draft GSP chapters that 
are available on the Cosumnes Subbasin SGMA website7. Upon completion of the Basin’s GSP in January 
2022, the GSP will be available on Department of Water Resources (DWR) SGMA Portal8. 

Although there is the potential for some regulated constituents to be present in source water, as 
documented in the City’s Water Quality Reports, the City’s monitoring, management, and treatment of 
its water results in high quality drinking water meeting all drinking water standards being served to 
customers. The City tracks changes in constituent concentrations to proactively address water quality 
issues before they impact supply reliability. In the event that water quality constituents are detected in 
source water at concentrations requiring treatment, the City is able to take impacted wells offline to 
implement appropriate treatment. Further, as part of the siting process for all new wells, the City 
evaluates the presence of groundwater contamination and avoids placing wells in areas of known 
contamination. 

 

 
6 https://www.ci.galt.ca.us/city-departments/public-works/forms-and-publications/consumer-confidence-report  
7 http://cosumnes.waterforum.org/meetings  
8 SGMA Groundwater Management (SGMA) Portal - Department of Water Resources (ca.gov) 

https://www.ci.galt.ca.us/city-departments/public-works/forms-and-publications/consumer-confidence-report
http://cosumnes.waterforum.org/meetings
https://sgma.water.ca.gov/portal/gsp/all
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Given the City’s proactive monitoring and management of water quality in its source water supplies, water 
quality is not expected to impact the reliability of the City’s available supplies within the planning horizon 
(i.e., through 2045). 

7.1.3 Climate Change  

  
Section 6.10.1 provides a summary of the assessments of the applicable climate change on supplies that 
the City has previously performed and those planned for the near term, as well as those related to SGMA 
efforts for the Cosumnes Subbasin. As part of GSP development, water budget modeling efforts have 
incorporated climate change factors for hydrology and surface water supplies in the Basin based on 
interpolating DWR’s 2030 Central Tendency Climate Change Scenario, DWR’s Extreme I (drier with 
extreme warming) 2070 Climate Change Scenario, DWR Extreme II (wetter with moderate warming) 2070 
Climate Change Scenario, and the American River Basin Study (ARBS) Central Tendency 2070 Climate 
Change Scenario, to obtain estimated climate change impacts through 2042. Section 4.4 presents 
information on how the impacts of climate change are factored into projected demands in the City. The 
City is actively working to further quantify and consider future climate change impacts as part of ongoing 
supply and operations planning.  

  CWC § 10631 (b) (1) 

…For each source of water supply, consider any information pertinent to the reliability analysis conducted 
pursuant to Section 10635, including changes in supply due to climate change. 
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7.2 Reliability of the Type of Year 

 
Per the UWMP Guidebook 2020, the water service reliability assessment includes three unique year types: 

• A normal hydrologic year represents the water supplies available under normal conditions, this 
could be an averaged range of years or a single representative year,  

• A single dry year represents the lowest available water supply, and  

• A five-consecutive year drought represents the driest five-year period in the historical record.  

Identification of these dry year periods consistent with the UWMP Guidebook 2020 methodology is 
provided below.  

Production data for the City begins in the year 1995; therefore, the following year type analysis uses the 
historical period from 1995 to 2019. Since the Staten Island CIMIS station (Table 3-4) only has data back 
to 2016, Parameter-elevation Relationships on Independent Slopes Model (PRISM) precipitation data is 

  CWC § 10635 (a) 

Every urban water supplier shall include, as part of its urban water management plan, an assessment of the 
reliability of its water service to its customers during normal, dry, and multiple dry water years. This water supply 
and demand assessment shall compare the total water supply sources available to the water supplier with the 
long-term total projected water use over the next 20 years, in five-year increments, for a normal water year, a 
single dry water year, and a drought lasting five consecutive water years. The water service reliability assessment 
shall be based upon the information compiled pursuant to Section 10631, including available data from state, 
regional, or local agency population projections within the service area of the urban water supplier. 

  CWC § 10631 (b) 

Identify and quantify, to the extent practicable, the existing and planned sources of water available to the supplier 
over the same five-year increments described in subdivision (a), providing supporting and related information, 
including all of the following: 

  CWC § 10631 (b)(1) 

A detailed discussion of anticipated supply availability under a normal water year, single dry year, and droughts 
lasting at least five years, as well as more frequent and severe periods of drought, as described in the drought 
risk assessment. For each source of water supply, consider any information pertinent to the reliability analysis 
conducted pursuant to Section 10635, including changes in supply due to climate change. 

  CWC § 10635 (a) 

Every urban water supplier shall include, as part of its urban water management plan, an assessment of the 
reliability of its water service to its customers during normal, dry, and multiple dry water years. This water supply 
and demand assessment shall compare the total water supply sources available to the water supplier with the 
long-term total projected water use over the next 20 years, in five-year increments, for a normal water year, a 
single dry water year, and a drought lasting five consecutive water years. The water service reliability assessment 
shall be based upon the information compiled pursuant to Section 10631, including available data from state, 
regional, or local agency population projections within the service area of the urban water supplier. 
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utilized in Table 7-1 to compare annual rainfall to the historic average (18.1 inches). The designation of 
Baseline Years for drought planning shown in Table 7-1 below comes from the data underlying this chart. 

In the Cosumnes Subbasin, a normal hydrologic year occurred in 2018 (18.0 inches) when precipitation 
was approximately 58.4 percent above the historic average (18.1 inches) for the period from 1995 to 2019. 
The driest year occurred in 2013 when the rainfall was approximately 64.2 percent below average (6.5 
inches) and is represented as the single dry year. The multiple dry water years used to represent a five-
consecutive year drought are 2011 through 2015. This period represents the driest five-year period on 
record for the historical period from 1995 to 2019, with an average precipitation of 13.3 inches per year.  

 

 

Figure 7-1   Deviation of Annual Rainfall from Long-Term Average  

 
Source: PRISM Climate Group, Oregon State University, http://prism.oregonstate.edu 

 

As discussed in Section 7.1.1, the groundwater supply available to the City is expected to be sufficient to 
meet all projected potable water demands of the City and the available recycled water supply is expected 
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to meet all the recycled water demand needs under all hydrologic conditions, including in normal, single 
dry, and multiple dry years. As such, the projected “volume available” estimates presented in Table 7-1 
are equal to the maximum demands across projected years and year types shown in Table 7-2, Table 7-3, 
and Table 7-4. For example, the assumed volume available in a representative single dry year in Table 7-1 
is equal to the projected demand for the year 2045 as shown in Table 7-3. 

It should be noted that supply volumes in Table 7-1, Table 7-2, Table 7-3, and Table 7-4 do not represent 
the total maximum amount supply that may be available to the City in a given year, but rather reflect the 
fact that the supply has always been sufficient to meet demands, and is projected to continue to be 
sufficient to meet demands in the future.  
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Table 7-1 Basis of Water Year Data (Reliability Assessment) (DWR Table 7-1) 

Year Type Base Year 

Available Supplies if  
Year Type Repeats 

 

Quantification of available supplies is not 
compatible with this table and is provided 
elsewhere in the UWMP. 
Location __________________________ 

X 
Quantification of available supplies is provided 
in this table as either volume only, percent only, 
or both. 

Volume Available % of Average Supply 

Average Year   2018                      6,615 100% 
Single-Dry Year  2013                     6,615   
Consecutive Dry Years 1st Year   2011 6,615    
Consecutive Dry Years 2nd Year  2012 6,615    
Consecutive Dry Years 3rd Year  2013 6,615    
Consecutive Dry Years 4th Year  2014 6,615    
Consecutive Dry Years 5th Year   2015 6,615    
NOTES: 
(a) Volumes are in units of AF. 
(b) As discussed in Section 7.1, total supplies (potable water and recycled water) are considered to be 
equal to the projected demand under all year types. Therefore, available volumes presented here are 
the maximum demands across projected years in Table 7-2, Table 7-3, and Table 7-4. 

7.3 Supply and Demand Assessment 

Water supply and demand patterns change during normal, single dry, and multiple dry years. As described 
above, the City’s groundwater supply and recycled water supply are expected to be able to serve those 
demands in all year types through 2045.9  

Table 7-2 shows the projected supply and demand totals (potable water and recycled water) for a normal 
year. The supply and demand totals are consistent with those shown in Table 6-10 and Table 4-8, 
respectively. Table 7-3 shows the projected supply and demand totals (potable water and recycled water) 
for the single dry year and Table 7-4 shows the projected supply and demand totals (potable water and 
recycled water) for multiple dry year periods extending five years. 

 

 
9 The balance between supply and demand totals excludes usage reductions that are not directly a function of the 
City’s supplies, but are externally-imposed by other entities, such as the 2015 State-mandated cutbacks. 
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It should be noted that the Cosumnes Subbasin is not adjudicated, and the projected groundwater supply 
volumes are not intended to and do not determine, limit or represent the City’s water rights or maximum 
pumping volumes. Any determination of the City’s water rights, as an overlying owner, appropriator, 
municipal water purveyor or otherwise, is beyond the scope of this report and the UWMP statutes and 
regulations. 

Table 7-2 Normal Year Supply and Demand Comparison (DWR Table 7-2) 

 2025 2030 2035 2040 2045 

Supply totals 
From DWR Table 6-9 5,552 5,678 5,968 6,280 6,615 

Demand totals 
From DWR Table 4-3 5,552 5,678 5,968 6,280 6,615 

Difference 0 0 0 0 0 
NOTES: 
(a) Volumes are in units of AF. 
(b) The Cosumnes Subbasin is not adjudicated, and these projected supply 
volumes do not comprise a determination of water rights or maximum 
allowable pumping.  

 

Table 7-3 Single Dry Year Supply and Demand Comparison (DWR Table 7-3) 

 2025 2030 2035 2040 2045 

Supply totals 5,552 5,678 5,968 6,280 6,615 
Demand totals 5,552 5,678 5,968 6,280 6,615 
Difference 0 0 0 0 0 
NOTES: 
(a) Volumes are in units of AF. 
(b) The Cosumnes Subbasin is not adjudicated, and these projected supply 
volumes do not comprise a determination of water rights or maximum 
allowable pumping.  
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Table 7-4 Multiple Dry Years Supply and Demand Comparison (DWR Table 7-4) 

   2025 2030 2035 2040 2045 

First 
year  

Supply totals 5,552 5,678 5,968 6,280 6,615 
Demand totals 5,552 5,678 5,968 6,280 6,615 
Difference 0 0 0 0 0 

Second 
year  

Supply totals 5,552 5,678 5,968 6,280 6,615 
Demand totals 5,552 5,678 5,968 6,280 6,615 
Difference 0 0 0 0 0 

Third 
year  

Supply totals 5,552 5,678 5,968 6,280 6,615 
Demand totals 5,552 5,678 5,968 6,280 6,615 
Difference 0 0 0 0 0 

Fourth 
year  

Supply totals 5,552 5,678 5,968 6,280 6,615 
Demand totals 5,552 5,678 5,968 6,280 6,615 
Difference 0 0 0 0 0 

Fifth 
year  

Supply totals 5,552 5,678 5,968 6,280 6,615 
Demand totals 5,552 5,678 5,968 6,280 6,615 
Difference 0 0 0 0 0 

NOTES: 
(a) Volumes are in units of AF. 
(b) The Cosumnes Subbasin is not adjudicated, and these projected supply volumes 
do not comprise a determination of water rights or maximum allowable pumping. 
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7.4 Water Supply Management Tools and Options 

 
The City coordinates on an ongoing basis with all relevant agencies in the region to optimize the use of 
regional water supplies. This includes Clay Water District, Omochumne-Hartnell Water District, Galt 
Irrigation District, Amador County, Sacramento County, and Sloughhouse Resource Conservation District, 
the relevant GSAs in the neighboring South American and Eastern San Joaquin Subbasins, and other public 
and private entities with which the City can collaborate to protect and enhance local groundwater and 
surface water resources.  

The Cosumnes Subbasin falls within or includes multiple IRWMPs, GMPs, and is subject to the Irrigated 
Lands Regulatory Program (ILRP) and the South Sacramento Habitat Conservation Plan. Plans within the 
Basin include:  

• American River Basin IRWMP 

• Mokelumne/Amador/Calaveras IRWMP 

• Cosumnes & Mokelumne Rivers Floodplain Integrated Resources Management Plan 

• Water Quality Control Plan for the Sacramento River Basin and The San Joaquin River Basin 

• South Basin GMP 

• Central Sacramento County GMP 

• Irrigated Lands Regulatory Program 

• South Sacramento Habitat Conservation Plan 

Details of each plan as they relate to the Basin are included in the Plan Area chapter of the Cosumnes 
Subbasin GSP which will be available on the DWR SGMA Portal once completed10. Though the above plans 
currently provide management direction, upon completion, the Basin’s GSP will extend and supersede the 
groundwater management efforts listed above.  

In addition to the plans listed above, the City implements water conservation programs that have and will 
continue to reduce per-capita usage and therefore demands on critical water sources. The City is 
committed to helping its customers use water efficiently and has developed a range of water conservation 
programs to support this goal. These water conservation programs are discussed further in Chapter 9.  

 

 
10 https://sgma.water.ca.gov/portal/gsp/all 

 

  CWC § 10620 (f) 

An urban water supplier shall describe in the plan water management tools and options used by that entity that 
will maximize resources and minimize the need to import water from other regions. 

https://sgma.water.ca.gov/portal/gsp/all
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7.5 Drought Risk Assessment 

 

7.5.1 Data, Methods, and Basis for Water Shortage Condition 

This drought risk assessment considers the effects on available water supply sources of a five-year drought 
commencing the year after the assessment is completed, i.e., from 2021 through 2025. In the City, the 
sole supply source is groundwater. As such, the same data, methodology, and basis for the conclusions of 
the above water supply sufficiency analysis for multiple dry year periods through 2045 holds true for 
purposes of this drought risk assessment (i.e., supply availability through 2025). Accordingly, as shown in 
Table 7-5, the groundwater supply is expected to be able to meet the projected demands through 2025, 
even if there is a five-year drought. 

7.5.2 Drought Risk Assessment Water Source Reliability 

As described in Chapter 6, groundwater is the sole source of potable water supply for the City. Based on 
discussion in Section 7.1.1, the City’s supply (potable water and recycled water) is expected to be sufficient 
to meet demands in all hydrologic conditions, including an extended five-year drought period.  

As described in Sections 4.4 and 6.10.1 of this Plan, the impacts on climate change have already been 
factored into the City’s demand projections and the analysis of the near- and longer-term reliability of the 
groundwater supply source available to the City. 

Implementation of SGMA in the Cosumnes Subbasin is a locally applicable consideration for the City. As 
discussed in Section 6.2.3 of this Plan, the long-term impacts of SGMA implementation in the Cosumnes 
Subbasin are still uncertain. However, it is the intent of the PMAs planned by the Basin GSAs to stabilize 

  CWC § 10635(b) 

Every urban water supplier shall include, as part of its urban water management plan, a drought risk assessment 
for its water service to its customers as part of information considered in developing the demand management 
measures and water supply projects and programs to be included in the urban water management plan. The 
urban water supplier may conduct an interim update or updates to this drought risk assessment within the five-
year cycle of its urban water management plan update. The drought risk assessment shall include each of the 
following: 

(1) A description of the data, methodology, and basis for one or more supply shortage conditions that are 
necessary to conduct a drought risk assessment for a drought period that lasts five consecutive water years, 
starting from the year following when the assessment is conducted. 

(2) A determination of the reliability of each source of supply under a variety of water shortage conditions. This 
may include a determination that a particular source of water supply is fully reliable under most, if not all, 
conditions. 

(3) A comparison of the total water supply sources available to the water supplier with the total projected water 
use for the drought period. 

(4) Considerations of the historical drought hydrology, plausible changes on projected supplies and demands 
under climate change conditions, anticipated regulatory changes, and other locally applicable criteria. 
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water levels and provide for sustainable management of the groundwater resource. It is anticipated that 
should pumping allocations or similar restrictions be required to address future shortfalls, such actions 
will be focused on management of agricultural water use, as opposed to M&I pumping. It should be noted 
that the projects and management actions set forth by the Basin GSAs do not include any immediately 
planned groundwater pumping allocations or other provisions which would be expected to impact the 
availability of groundwater supply to the City. If such actions are adopted in the future, the City will 
consider them as a part of its future supply planning efforts.  

Table 7-5 provides a comparison of the water supply available to the City with the total projected water 
demand for an assumed drought period of 2021 through 2025. This includes current climate change 
conditions. It should be noted that because the City only pumps the amount of groundwater or provides 
the volume of recycled water necessary to meet demands in a given year, the supply values shown in the 
table do not represent the total supply available to the City in a given year, but rather reflect the fact that 
the available supply is sufficient to meet the demands as needed.  

The City has developed a Water Shortage Contingency Plan (WSCP, Chapter 8) to address potential water 
shortage conditions resulting from any cause (e.g., droughts, impacted distribution system infrastructure, 
regulatory-imposed shortage restrictions, etc.). The WSCP identifies a variety of actions that the City will 
implement to reduce demands and further ensure supply reliability at various levels of water shortage. 
Among these actions includes implementing increased pricing and restrictions on end uses of water.  

 

Table 7-5 Five-Year Drought Risk Assessment Tables to Address Water Code 
10635(b) (DWR Table 7-5) 

2021 Total 
Total Water Use  5,459 

Total Supplies  5,459 
Surplus/Shortfall w/o WSCP Action 0  

Planned WSCP Actions (use reduction and supply augmentation) 

WSCP - supply augmentation benefit   
WSCP - use reduction savings benefit   

Revised Surplus/(shortfall) 0  
Resulting % Use Reduction from WSCP action 0%  
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Table 7-5 Five-Year Drought Risk Assessment Tables to Address Water Code 
10635(b) (DWR Table 7-5) 

2022 Total 
Total Water Use  5,482 

Total Supplies  5,482 
Surplus/Shortfall w/o WSCP Action 0  

Planned WSCP Actions (use reduction and supply augmentation) 
WSCP - supply augmentation benefit   
WSCP - use reduction savings benefit   

Revised Surplus/(shortfall) 0  
Resulting % Use Reduction from WSCP action 0%  

  
2023 Total 

Total Water Use  5,505 
Total Supplies  5,505 

Surplus/Shortfall w/o WSCP Action 0  
Planned WSCP Actions (use reduction and supply augmentation) 

WSCP - supply augmentation benefit   
WSCP - use reduction savings benefit   

Revised Surplus/(shortfall) 0  
Resulting % Use Reduction from WSCP action 0%  
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Table 7-5 Five-Year Drought Risk Assessment Tables to Address Water Code 
10635(b) (DWR Table 7-5) 

2024 Total 
Total Water Use  5,528 

Total Supplies  5,528 
Surplus/Shortfall w/o WSCP Action 0  

Planned WSCP Actions (use reduction and supply augmentation) 
WSCP - supply augmentation benefit   
WSCP - use reduction savings benefit   

Revised Surplus/(shortfall) 0  
Resulting % Use Reduction from WSCP action 0%  

  
2025 Total 

Total Water Use  5,552 
Total Supplies  5,552 

Surplus/Shortfall w/o WSCP Action 0  
Planned WSCP Actions (use reduction and supply augmentation) 

WSCP - supply augmentation benefit   
WSCP - use reduction savings benefit   

Revised Surplus/(shortfall) 0  
Resulting % Use Reduction from WSCP action 0%  

NOTES: 
(a) Volumes are in units of AF. 
(b) Total water use based on interpolation of water use between 2020 through 
projected water use in 2025.  
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8. WATER SHORTAGE CONTINGENCY PLANNING 

 
This section presents the City of Galt’s (also referred to herein as the “City”) Water Shortage Contingency 
Plan (WSCP), which has been developed to serve as a flexible framework of planned response measures 
to mitigate future water supply shortages. This WSCP builds upon and supersedes the WSCP that was 
presented in the 2015 Urban Water Management Plan (UWMP). The WSCP includes the stages of 
response to a water shortage caused by drought or by supply interruptions caused by infrastructure 
failure, regulatory mandate, or catastrophic human-caused or natural events. The primary objective of 
the WSCP is to ensure that the City has in place the necessary resources and management responses 
needed to protect health and human safety, minimize economic disruption, and preserve environmental 
and community assets during water supply shortages and interruptions. The WSCP also includes 
procedures to conduct an annual assessment of water supply and demand in order to determine whether 
water shortage conditions are likely to exist in the forthcoming year, and to proactively begin the process 
of implementing WSCP stages of action, as appropriate.  

The City has authority within Chapter 13.10 – Water Conservation of the City of Galt Municipal Code to 
require water rationing and conservation and to enforce penalties11. 

 

 

 

 

 

 
11  The City of Galt’s Municipal Code Chapter 13.10, Water Conservation, can be accessed at 
https://www.ci.galt.ca.us/home/showpublisheddocument?id=196  

  CWC § 10640 

(a) Every urban water supplier required to prepare a plan pursuant to this part shall prepare its plan pursuant to 
Article 2 (commencing with Section 10630). The supplier shall likewise periodically review the plan as required by 
Section 10621, and any amendments or changes required as a result of that review shall be adopted pursuant to 
this article. 

(b) Every urban water supplier required to prepare a water shortage contingency plan shall prepare a water 
shortage contingency plan pursuant to Section 10632. The supplier shall likewise periodically review the water 
shortage contingency plan as required by paragraph (10) of subdivision (a) of Section 10632 and any amendments 
or changes required as a result of that review shall be adopted pursuant to this article. 

https://www.ci.galt.ca.us/home/showpublisheddocument?id=196
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8.1 Water Supply Reliability Analysis 

 
This section provides a summary of the water supply reliability analysis in Chapter 7 of the City’s 2020 
UWMP, recognizing that the WSCP is intended to be a standalone document that can be adopted and 
amended independently.  

The City overlies the Cosumnes Subbasin of the San Joaquin Valley Basin which is ranked as medium 
priority basin12. The City is completely reliant on groundwater to meet it’s water demands and to date the 
reliability of the City’s water supply has largely been insulated from long periods of drought. Similarly, 
through implementation of the Cosumnes Groundwater Sustainability Plan (GSP), the City’s supply 
reliability is expected to be sufficient to meet all projected demands through the planning horizon of this 
UWMP (i.e., through 2045). The City also uses recycled water for non-potable uses. The recycled water 
supply is expected to be 100 percent reliable in all year types. 

The City is not anticipated to experience supply shortfall in either single dry years or multiple dry years by 
2045 based on past and projected reliability of groundwater supply even during drought years. 
Additionally, as part of the supply reliability analysis, the City has conducted a Drought Risk Assessment 
(DRA), which evaluates the effects on available water supply sources of an assumed five-year drought 
commencing the year after the assessment is completed (i.e., from 2021 through 2025). The City’s supply 
is expected to be sufficient to meet demands in all five years of the assumed drought (i.e., from 2021 
through 2025).  

The City has developed this WSCP to address water shortage conditions resulting from any cause (e.g., 
droughts, impacted distribution system infrastructure, regulatory-imposed shortage restrictions, etc.). 
The WSCP identifies a variety of actions that the City will implement to reduce demands and further 
ensure supply reliability at various levels of water shortage. 

8.2 Prior Drought Actions 

The City has historically developed different strategies for reducing water demand during water 
shortages. The City’s actions in response to the recent severe drought that occurred in California between 
2014 and 2017 are discussed below.  

On 1 April 2015, Governor Brown issued the fourth in a series of Executive Orders regarding actions 
necessary to address California’s severe drought conditions. Executive Order B-29-15 directed the State 
Water Resources Control Board (SWRCB) to impose the first ever mandatory restrictions on urban water 
suppliers to achieve a statewide 25 percent reduction in potable urban water usage through February 
2016. The Executive Order also required commercial, industrial, and institutional (CII) users to implement 

 

 
12  Basin prioritizations and break down up priority points are available here: https://gis.water.ca.gov/app/bp-
dashboard/final/ 

  CWC § 10632 (a) (1) The analysis of water supply reliability conducted pursuant to Section 10635. 

https://gis.water.ca.gov/app/bp-dashboard/final/
https://gis.water.ca.gov/app/bp-dashboard/final/
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water efficiency measures, prohibited irrigation with potable water of ornamental turf in public street 
medians, and prohibited irrigation with potable water outside newly constructed homes and buildings 
that is not delivered by drip or microspray systems, along with numerous other directives. 

On 5 May 2015, the SWRCB adopted Resolution 2015-0032 that mandated minimum actions by water 
suppliers and their customers to conserve water supplies into 2016 and assigned a mandatory water 
conservation savings goal to each water supplier based on their residential gallons per capita per day (R-
GPCD) water use. The Office of Administrative Law approved the regulations and modified the CWC on 18 
May 2015. On 2 February 2016, the SWRCB voted to extend the emergency regulations until October 2016 
with some modifications. On 9 May 2016, the Governor issued Executive Order B-37-16, which directed 
the SWRCB to extend the emergency regulations through the end of January 2017 as well as make certain 
water use restrictions permanent. On 18 May 2016, the SWRCB adopted Resolution 2016-0029 that 
adjusted the water conservation savings goal and replaced the February 2016 emergency regulation. The 
SWRCB is expected to take separate action to make some of the requirements of the regulations 
permanent in response to the Executive Order. 

The mandatory conservation standards included in CWC § 865(c) ranged from 8 percent for suppliers with 
an R-GPCD below 65 R-GPCD, up to 36 percent for suppliers with an R GPCD of greater than 215 GPCD. As 
with previous emergency drought regulations adopted by the SWRCB in 2014, the new water conservation 
regulation was primarily intended to reduce outdoor urban water use. Between June 2015 and February 
2016, based on their R-GPCD, the City was required to reduce water use by 32 percent relative to its 2013 
water use. In March 2016, the SWRCB voted to extend the reduction targets through October 2016 with 
some modifications whereby the City’s target was reduced to 29 percent.  

In May 2015 the City declared a Stage 3 Water Warning in order to meet the 32 percent reduction in total 
water usage. Stage 3 reduced the number of irrigation days from to two days per week, prohibited against 
irrigating landscapes during and within 48 hours following a rainfall event, prohibited against serving 
drinking water in eating or drinking establishments, unless requested by customer. 

On 7 April 2017, Governor Brown issued Executive Order B-40-17, which lifted the drought emergency in 
most of California while maintaining prohibitions on wasteful practices and water reporting requirements. 
As of April 2017, the City had achieved a cumulative water conservation savings of 32.2 percent relative 
to its 2013 water use, exceeding its mandatory conservation standard by 3 percent. In July 2016, the City 
adopted its 2015 UWMP and associated WSCP update. 
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8.3 Annual Water Supply and Demand Assessment Procedures 

 
On an annual basis, the City will conduct a Supply-Demand Assessment (Annual Assessment) to identify 
whether there is likely to be a water shortage condition in the following year. For purposes of this 
assessment, a water shortage condition is defined as an anticipated supply shortfall of 40 percent, 
corresponding to Water Shortage Level 4. Each element of the Annual Assessment is described below, 
along with the key data inputs and methodologies for determining these elements. 

  CWC § 10632 (a) (2) 

The procedures used in conducting an annual water supply and demand assessment that include, at a minimum, 
both of the following: 

(A) The written decision-making process that an urban water supplier will use each year to determine its water 
supply reliability. 

(B) The key data inputs and assessment methodology used to evaluate the urban water supplier’s water supply 
reliability for the current year and one dry year, including all of the following: 

(i) Current year unconstrained demand, considering weather, growth, and other influencing factors, such as 
policies to manage current supplies to meet demand objectives in future years, as applicable. 

(ii) Current year available supply, considering hydrological and regulatory conditions in the current year and one 
dry year. The annual supply and demand assessment may consider more than one dry year solely at the discretion 
of the urban water supplier. 

(iii) Existing infrastructure capabilities and plausible constraints. 

(iv) A defined set of locally applicable evaluation criteria that are consistently relied upon for each annual water 
supply and demand assessment. 

(v) A description and quantification of each source of water supply. 

  CWC § 10632.1 

An urban water supplier shall conduct an annual water supply and demand assessment pursuant to subdivision 
(a) of Section 10632 and, on or before July 1 of each year, submit an annual water shortage assessment report to 
the department with information for anticipated shortage, triggered shortage response actions, compliance and 
enforcement actions, and communication actions consistent with the supplier’s water shortage contingency plan. 
An urban water supplier that relies on imported water from the State Water Project or the Bureau of Reclamation 
shall submit its annual water supply and demand assessment within 14 days of receiving its final allocations, or 
by July 1 of each year, whichever is later. 

  CWC § 10632.2  

An urban water supplier shall follow, where feasible and appropriate, the prescribed procedures and implement 
determined shortage response actions in its water shortage contingency plan, as identified in subdivision (a) of 
Section 10632, or reasonable alternative actions, provided that descriptions of the alternative actions are 
submitted with the annual water shortage assessment report pursuant to Section 10632.1. Nothing in this section 
prohibits an urban water supplier from taking actions not specified in its water shortage contingency plan, if 
needed, without having to formally amend its urban water management plan or water shortage contingency 
plan.  
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1. Evaluation Criteria 
The evaluation criteria that will be used to identify whether the City is likely to experience a water 
shortage in the coming year include:  

a. Groundwater Supply – A comparison of groundwater level elevations to well operational 
depths to identify any constraints on accessing the groundwater supply (e.g., dropping 
water levels due to limited rainfall/runoff) and to identify any potential needs to (1) lower 
pump depths, (2) deepen existing wells, or (3) site and drill additional supply wells. 
 

b. Local Regulatory Conditions – Evaluation of (1) any new Groundwater Sustainability 
Agency (GSA) policies (e.g., pumping allocations) or sustainability criteria that could 
trigger a change in groundwater volume available for pumping, and (2) any new 
limitations on well permitting that could limit the ability to deepen existing supply wells 
or drill new supply wells.  

c. State Regulatory Conditions - Evaluation of any state-mandated drought or water use 
restrictions known during preparation of the Annual Assessment.  

These criteria will be assessed by City staff with detailed knowledge of City operations. The data 
used to support these assessments may include, but are not limited to, groundwater level 
elevations of City wells, groundwater conditions as described in the Cosumnes Subbasin GSP and 
associated groundwater modeling, and system demand. 

2. Water Supply 

On the basis of the evaluation criteria above and available supporting data, the City will quantify 
the projected available supply over the forthcoming year. This quantification will likely be a range, 
and subject to revision as new data are available and as conditions evolve.  

3. Unconstrained Customer Demand 

Unconstrained customer demands (i.e., the expected water use in the absence of shortage-caused 
reductions in water use) will be evaluated and estimated for the forthcoming year based on: 

• A comparison of monthly customer demands relative to prior years (e.g., last 3 years),  

• Evaluation of current and anticipated weather conditions, 

• New demands anticipated during the coming year (e.g., new accounts coming online), and 

• Any other potentially pertinent factors identified by the City (e.g., pandemic-related stay-
at-home orders). 

4. Planned Water Use for Current Year Considering Dry Subsequent Year 

The City will compare the estimated unconstrained demands to the anticipated supplies for the 
current year, assuming that the following year will be dry using the Evaluation Criteria identified 
above.  
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5. Infrastructure Considerations  

The City will evaluate how infrastructure capabilities and constraints may affect its ability to 
deliver supplies to meet expected customer water demands in the coming year. The constraints 
and capabilities are expected to include, among other things: 

• Anticipated capital projects and upgrades, 

• Anticipated maintenance and repairs, 

• Development of the existing Industrial Test Well, 

• The City currently has replacement pump shaft and bearing on hand for quick pump 
replacement. 

6. Team Members and Decision Makers  

• Mark A. Clarkson, P.E., Deputy Public Works Director  

• Reb Bisnett, Utilities Manager 

7. Timeline  

Table 8-1 shows the timeline for preparing the Annual Assessment.  
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Table 8-1 Annual Assessment Procedures Decision-Making Timeline 

Decision - Making Step Start Date End Date 

Convening Team members March 1 April 1 
Determining water supplies by source for the current 
year March 1 April 1 

Calculating the water supply reliability using 
spreadsheet, computer model, or other method March 1 May 1 

Determining shortages and response actions March 1 May 1 
Preparing and presenting preliminary report to city 
Board April 15 May 15 

Updating assessment based on final water supplies April 15 May 15 
Using the WSCP to activate the appropriate protocols As needed -- 
Preparing annual water shortage assessment report As needed -- 
Preparing decision-making documents for approval June 1 June 1 
Implementing WSCP actions as approved June 1 June 1 
Sending final annual water shortage assessment report 
to the State July 1 July 1(a) 

NOTES: 
(a) No later than July 1st of each year, beginning in 2022 
(b) All actions listed above are under the responsibility of the City Utilities Manager, Reb 
Bisnett.  

Consistent with California Water Code (CWC) § 10632.1, the City will perform and submit an Annual 
Assessment to DWR by July 1st of each year, beginning in 2022. 

8.4 Water Shortage Levels 

 
Consistent with the requirements of CWC § 10632(a)(3), this WSCP is based on the six water shortage 
levels (also referred to as “stages”) shown in Table 8-2. The previous WSCP categories are cross referenced 
to the existing six standard categories as follows: 2015 WSCP Stage 1 = 2020 WSCP Level 1; 2015 WSCP 

  CWC § 10632 (a) (3) 

(A) Six standard water shortage levels corresponding to progressive ranges of up to 10, 20, 30, 40, and 50 percent 
shortages and greater than 50 percent shortage. Urban water suppliers shall define these shortage levels based 
on the suppliers’ water supply conditions, including percentage reductions in water supply, changes in 
groundwater levels, changes in surface elevation or level of subsidence, or other changes in hydrological or other 
local conditions indicative of the water supply available for use. Shortage levels shall also apply to catastrophic 
interruption of water supplies, including, but not limited to, a regional power outage, an earthquake, and other 
potential emergency events. 

(B) An urban water supplier with an existing water shortage contingency plan that uses different water shortage 
levels may comply with the requirement in subparagraph (A) by developing and including a cross-reference 
relating its existing categories to the six standard water shortage levels. 
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Stage 2 = 2020 WSCP Level 3; 2015 WSCP Stage 3 = 2020 WSCP Level 4; and 2015 WSCP Stage 4 = 2020 
WSCP Level 6. The six water shortage stages are intended to address shortage caused by any condition, 
including the catastrophic interruption of water supplies. Table 8-2 summarizes the water supply 
reductions and supply conditions associated with each stage of action. 

Table 8-2 describes the customer restrictions and prohibitions and consumption reduction methods 
(i.e., the actions to be taken by City staff) associated with each stage of action. Specific prohibitions and 
consumption reduction methods are discussed in more detail below. The monthly and cumulative 
annual water savings impacts associated with each restriction, prohibition and consumption reduction 
method were quantitatively estimated using the Drought Response Tool (DRT) for each stage of action. 
The DRT is a spreadsheet model used to identify water saving opportunities by customer sector and 
major end-use and to quantify and compare potential water saving benefits of implementing various 
suites of drought response actions. More detail regarding the DRT model is provided in Section 8.5.6. 
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Table 8-2 Water Shortage Contingency Plan Levels (DWR Table 8-1) 

Shortage 
Level  

Percent 
Shortage Range Shortage Response Actions 

1 Up to 10% 

In addition to mandatory prohibitions in force at all 
times, declaration by Galt City Council in accordance 
with Chapter 13.10 of the Galt Municipal Code or 
another governing authority (e.g., the SWRCB) has 
required a voluntary or mandatory reduction in water 
use of up to 10 percent due to water supply shortages 
or an emergency. 

2  Up to 20% 

Declaration by Galt City Council in accordance with 
Chapter 13.10 of the Galt Municipal Code or another 
governing authority (e.g., the SWRCB) has required a 
voluntary or mandatory reduction in water use from 10 
percent to 20 percent due to water supply shortages or 
emergency.  

3  Up to 30% 

Declaration by Galt City Council in accordance with 
Chapter 13.10 of the Galt Municipal Code or another 
governing authority (e.g., the SWRCB) has required a 
voluntary or mandatory reduction in water use from 20 
percent to 30 percent due to water supply shortages or 
emergency. 

4  Up to 40% 

Declaration by Galt City Council in accordance with 
Chapter 13.10 of the Galt Municipal Code or another 
governing authority (e.g., the SWRCB) has required a 
voluntary or mandatory reduction in water use from 30 
percent to 40 percent due to water supply shortages or 
emergency. 

5  Up to 50% 

Declaration by Galt City Council in accordance with 
Chapter 13.10 of the Galt Municipal Code or another 
governing authority (e.g., the SWRCB) has required a 
voluntary or mandatory reduction in water use from 40 
percent to 50 percent due to water supply shortages or 
emergency. 

6  >50% 

 Declaration by Galt City Council in accordance with 
Chapter 13.10 of the Galt Municipal Code or another 
governing authority (e.g., the SWRCB) has required a 
voluntary or mandatory reduction in water use greater 
than 50 percent due to water supply shortages or 
emergency. 

NOTES: 
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8.5 Shortage Response Actions 

 
This section describes the response actions the City will take to deal with the shortages associated with 
each of the six stages enumerated in Section 8.4. Demand reduction measures, supply augmentation, and 
other actions are discussed below and in  Table 8-3 and Table 8-4. The monthly and cumulative annual 
water savings impacts associated with each restriction, prohibition and consumption reduction method 
were quantitatively estimated using the DRT for each stage of action described further in Section 8.5.6 
and included in Appendix F. 

8.5.1 Demand Reduction 

Consumption reduction methods are actions that are taken by the City to reduce water demand within 
the service area. As shown in Table 8-3 below, the WSCP lists the demand reduction actions that the City 
will implement during each stage of action, to reduce the City’s own water consumption and encourage 
reduction in water use by its customers. A main focus of the City’s planned demand reduction measures 
is to increase public outreach and keep customers informed of the water shortage emergency and actions 
they can take to reduce consumption. The public outreach efforts that the City will implement to respond 
to a water shortage are described in Section 8.7. 

8.5.2 Supply Augmentation 

The City relies exclusively on groundwater to meet its water needs and does not have access to surface 
water or water supply augmentation through other means. Existing wells could be modified or new wells 
could be drilled to increase pumping capacity. Recycled water is available at the City’s wastewater 
treatment plant and can be considered for non-potable applications. However, there is currently no 

  CWC § 10632 (a) (4)  

Shortage response actions that align with the defined shortage levels and include, at a minimum, all of the 
following: 

(A) Locally appropriate supply augmentation actions. 

(B) Locally appropriate demand reduction actions to adequately respond to shortages. 

(C) Locally appropriate operational changes. 

(D) Additional, mandatory prohibitions against specific water use practices that are in addition to state-mandated 
prohibitions and appropriate to the local conditions. 

(E) For each action, an estimate of the extent to which the gap between supplies and demand will be reduced by 
implementation of the action. 

  CWC § 10632 (b) 

For purposes of developing the water shortage contingency plan pursuant to subdivision (a), an urban water 
supplier shall analyze and define water features that are artificially supplied with water, including ponds, lakes, 
waterfalls, and fountains, separately from swimming pools and spas, as defined in subdivision (a) of Section 
115921 of the Health and Safety Code. 
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infrastructure nor permit in place to support the use of recycled water for other purposes within the City’s 
service area.  

8.5.3 Prohibitions on End Uses 

The City has the authority to restrict or prohibit specific water use practices during water shortages 
(Municipal Code Section 13.10). Restrictions and prohibitions associated with each stage of action are 
presented in Table 8-3. As discussed above, these responses focus on the reduction of non-essential water 
uses such as ornamental landscape irrigation, and preserve water uses that are essential to the health, 
safety, welfare, and economic vitality of the City’s customers.  

In addition, several mandatory prohibitions are enforced at all times as part of the Non-Drought Stage to 
eliminate water waste, which include each of the prohibitions on end uses that are anticipated to be 
mandated by the SWRCB in response to Executive Order B-37-16. Prohibitions in subsequent stages go 
beyond the SWRCB requirements and become increasingly restrictive. Should mandatory State 
regulations overlap or conflict with City Municipal Code Chapter 13.10, the more stringent regulations will 
be enforced. 

8.5.4 Operational Changes 

The WSCP lists the operational changes that the City will implement during each stage of action including 
measures to: (1) reduce system losses through a reduction in line flushing and fire training exercises, (2) 
increase enforcement and patrols, (3) develop water budgets, and in certain conditions, (4) implement a 
moratorium on new services. Other potential operations’ response actions the City plans to take for a 
non-catastrophic water shortage include, but are not limited to:  

• Improved monitoring, analysis, and tracking of customer water usage rates  

• Alterations in maintenance cycles and plans in order to expedite infrastructure repairs and 
improve system efficiency 

• Reduce fire flow testing and use more modeling  

• Reduce system flushing  
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Table 8-3 Demand Reduction Actions (DWR Table 8-2) 

Shortage 
Level  

Demand 
Reduction 

Actions 

How much is this 
going to reduce the 

shortage gap? (a) 

Additional Explanation or Reference 
(optional) 

Penalty, Charge, 
or Other 

Enforcement? 

Non-
Drought  Other -- 

1. Hoses must be equipped with a shut-off valve for 
washing vehicles, sidewalks, walkways, or buildings. 

2. Ornamental fountains shall use only re-circulated or recycled 
water. 

3. Potable water shall not be applied in any manner to 
any driveway, sidewalk, or other hard surface except 
when necessary to address  immediate health or safety 
concerns. 

4. Potable water shall not be used to water outdoor landscapes 
in a manner that causes more than incidental runoff onto non-
irrigated areas, walkways, roadways, parking lots, or other 
hard surfaces. 

5. Potable water cannot be applied to outdoor landscapes 
during and up to 48 hours after measurable rainfall. 

6. Potable water shall not be used to irrigate ornamental 
turf on public street medians. 

7. Hotels and motels shall provide guests an option whether to 
launder towels and linens daily. Hotels and motels shall 
prominently display notice of this option in each bathroom 
using clear and easily understood language. 

8. Restaurants and other food service operations shall serve 
water to customers only upon request during a period for 
which the Governor has issued a proclamation of a state of 
emergency. 

9. Broken or defective plumbing and irrigation systems must be 
repaired or replaced within a reasonable period. 

10. Recreational water features shall be covered when not in use. 
11. Single-pass cooling systems on new construction shall not be 

allowed. 

Yes  
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Shortage 
Level  

Demand 
Reduction 

Actions 

How much is this 
going to reduce the 

shortage gap? (a) 

Additional Explanation or Reference 
(optional) 

Penalty, Charge, 
or Other 

Enforcement? 
12. Other measures as may be approved by the State Water 

Resources Control Board or City Council Resolution. 

1 Other 5% 

1. Continue with “no drought” restrictions and prohibitions 
except where superseded by more stringent requirements.  

2. Require repair of all leaks within 24 hours. 
3. Require covers for all recreational water features such as pools.  
4. Prohibit Commercial vehicle washing except with use of 

recycled water. 

Yes  

 2 Other 15% 

1. Continue with Stage 1 restrictions and prohibitions except 
where superseded by more stringent requirements.  

2. Audit and reduce system water losses.  
3. Limit irrigation to 2 days/week, 15 minutes/day, between 9PM 

and 6AM for Dedicated Irrigation, Residential users, and 
Commercial users.  

4. Prohibit single-pass cooling systems.  
5. Other measures may be approved by City Council Resolution. 

Yes  

 3 Other 25% 

1. Continue with Stage 2 restrictions and prohibitions 
except where  superseded by more stringent 
requirements. 

2. Conduct account surveys for Dedicated Irrigation accounts, 
high water using Commercial users, and high water using 
Residential users.  

3. Prohibit Residential washing of vehicles except with use of 
recycled water.  

4. Other measures as may be approved by City Council 
Resolution. 

 Yes 

 4 Other 35% 

1.  Continue with Stage 3 restrictions and prohibitions 
except where  superseded by more stringent 
requirements. 

2. Decrease frequency and length of line flushing. 

 Yes 
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Shortage 
Level  

Demand 
Reduction 

Actions 

How much is this 
going to reduce the 

shortage gap? (a) 

Additional Explanation or Reference 
(optional) 

Penalty, Charge, 
or Other 

Enforcement? 
3. Limit irrigation to 1 days/week, 10 minutes/day, between 9PM 

and 6AM for Dedicated Irrigation accounts, Residential users, 
and Commercial users. 

4. Other measures as may be approved by City Council 
Resolution. 

  5  Other 45% 

1. Continue with Stage 4 restrictions and prohibitions 
except where  superseded by more stringent 
requirements. 

2. Moratorium on new connections. 
3. Establish water budget with  50% reduction for Dedicated 

Irrigation accounts, 10% reductions for Residential and 
Commercial Users. 

4. Other measures as may be approved by City Council 
Resolution. 

Yes  

        6 Other 55% 

1. Continue with Stage 5 restrictions and prohibitions 
except where  superseded by more stringent 
requirements. 

2. Establish water budget with 100% reduction for Dedicated 
Irrigation accounts, 30% reductions for Commercial Users, and 
25% reductions for Residential users. 

3. Other measures as may be approved by City Council 
Resolution. 

Yes  

NOTES: 
(a) The percentages listed in this table are the cumulative savings for each shortage level with implementation of corresponding supply augmentation 
and other agency actions in Table 8-4. Detailed saving estimates based on end use, response action, and implementation rates can be found in 
Appendix F. 
(b) Table 8-3 lists each demand reduction action as “other” because they represent a suite of demand reduction actions for each shortage level that 
include multiple categories of demand reduction actions provided in the DWR drop down menu. 
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Table 8-4 Supply Augmentation and Other Actions (DWR Table 8-3) 

Shortage 
Level 

Supply Augmentation 
Methods and Other 

Actions by Water 
Supplier 

How much is this 
going to reduce 

the shortage gap? 
(a) 

Additional Explanation or Reference  
(optional) 

 1 Other 5% 
1. Initiate public outreach to inform customers that there is a water shortage 

emergency.  
2. Include informational inserts in water bills. 

2  Other 15% 

1. Continue with actions and measures from Stage 1. 
2. Increase public outreach for added restrictions and prohibitions, and to provide 

information regarding fines or penalties for non-compliance. 
3. Use home or mobile water use reports.  
4. Establish a drought hotline. 
5. Promote water conservation and implement rebate programs.  
6. Train City staff and billing contractor customer service representatives how to 

respond to customer calls, reports and complaints. 
7. Evaluate options to capture water during routine flushing of water mains.  

3 Other 25% 

1. Continue with actions and measures from Stage 2. 
2. Increase public outreach for added restrictions and prohibitions, and to provide 

information how to report water waste to the City. 
3. Increase water waste patrol and enforcement.  
4. Conduct water efficiency workshops and hold public events.  
5. Increase public outreach to the top 10% water users in each customer category. 
6. Coordinate with Police code enforcement to investigate water waste reports. 

4 Other 35% 

1. Continue with actions and measures from Stage 3. 
2. Increase public outreach for added restrictions and prohibitions. 
3. Increase public outreach to the top 20% water users in each customer category. 
4. Evaluate staff resources. May include hiring temporary staff or training additional 

City staff to assist with customer service and enforcement. 
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Shortage 
Level 

Supply Augmentation 
Methods and Other 

Actions by Water 
Supplier 

How much is this 
going to reduce 

the shortage gap? 
(a) 

Additional Explanation or Reference  
(optional) 

5. Reevaluate routine flushing of water mains except when necessary to address 
immediate health or safety concerns. 

6. Consider increasing fines for multiple violations. 

5 Other 45% 

1. Continue with actions and measures from Stage 4. 
2. Increase public outreach for added restrictions and prohibitions. 
3. Increase public outreach to the top 30% water users in each customer category. 
4. Implement water waste patrols and increase enforcement. 
5. Halt installations of new potable water meters (temporary or permanent) or 

meter upgrades except if a valid, unexpired building permit has been issued for 
the project; or the project is necessary to protect the public’s health, safety, and 
welfare. 

6. Halt issuing statements of immediate ability to serve or provide potable water 
service. 

7. Consider increasing fines for multiple violations. 
8. Develop water budgets for all accounts. 

6 Other 55% 

1. Continue with actions and measures from Stage 5. 
2. Increase public outreach for added restrictions and prohibitions. 
3. Increase public outreach to the top 40% water users in each customer category. 
4. Halt installations of new potable water meters (temporary or permanent) even if 

a valid, unexpired building permit has been issued for the project. 
5. Consider increasing fines for multiple violations. 
6. Increase water budget reduction requirements. 

NOTES: 
(a) The percentages listed in this table are the cumulative savings for each shortage level with implementation of corresponding demand reduction 
actions in Table 8-3. Detailed saving estimates based on end use, response action, and implementation rates can be found in Appendix F. 
(b) Table 8-4 lists each supply augmentation method or other actions by water supplier action as “other” because they represent a suite of actions by 
the water supplier for each shortage level that include multiple categories of actions provided in the DWR drop down menu. 
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8.5.5 Defining Water Features 

 
As required by CWC § 10632, the City distinguishes between “decorative water features” such as ponds, 
lakes, and fountains that are artificially supplied with water and “recreational water features” such as 
swimming pools and spas. Prohibitions on water use for decorative water features are listed separately 
from those for recreational water features (see Table 8-3).  

8.5.6 Shortage Response Action Effectiveness 

In order to evaluate and ensure that effective actions will be implemented with the proper level of 
intensity, the City employed the DRT, an Excel spreadsheet model developed by EKI Environment and 
Water, Inc. The DRT model calculates monthly savings anticipated by implementing each stage of action 
as detailed below. 

 Water Use Profile 

Using the DRT, the City developed a baseline water use profile that reflected usage patterns within its 
service area by major water use sector between 2016 and 2020 (selected as a representative period) and 
was used to guide development of the WSCP. Key findings from this analysis are presented below. 

Residential Per Capita Demand 

The City’s baseline R-GPCD between 2016 and 2020 was approximately 161 R-GPCD. As shown in Table 
8-5 and its associated chart, this R-GPCD is significantly greater than the statewide average of 85 R-GPCD. 

Estimated Proportion of Outdoor Water Use 

As shown on Table 8-6, outdoor water use, which can generally be considered as a “discretionary water 
use”, was estimated to be approximately 47 percent of the City’s potable consumption during this pre-
drought time period. Dedicated irrigation meters for potable water accounted for 100 percent of the total 
potable irrigation demand. 

The proportion of outdoor water use within both residential and commercial sectors (48 percent and 52 
percent, respectively) indicates that there is a potential to achieve significant potable water savings across 
these sectors, simply by focusing on outdoor uses. As further shown in Table 8-6, the seasonal variation 
in baseline potable water use reflects increased irrigation demands during the summer and fall months. 
Therefore, the greatest potential for reductions in non-essential water use are expected during these 
months. 

  CWC § 10632 (b) 

For purposes of developing the water shortage contingency plan pursuant to subdivision (a), an urban water 
supplier shall analyze and define water features that are artificially supplied with water, including ponds, lakes, 
waterfalls, and fountains, separately from swimming pools and spas, as defined in subdivision (a) of Section 
115921 of the Health and Safety Code. 
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Table 8-5 Baseline Residential Per Capita Water Demand 

  
Baseline Residential Per Capita 

Water Demand 
(R-GPCD) 

City of Galt (a) 161 

Statewide Average (b) 85 
NOTES: 
(a) City of Galt R-GPCD calculated using the average of 2016 to 
2020 production data. 
(b) State-wide R-GPCD for 2019 obtained from data provided 
at California State Water Resources Control Board Water 
Conservation Portal - Conservation Reporting, 
http://www.waterboards.ca.gov/water_issues/programs/cons
ervation_portal/conservation_reporting.shtml, accessed 
March 2021. 
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Table 8-6 Baseline Water Use Profile 

Sector  End-Use 

Baseline (2016-2020) Water Use Annual 
% of 
Total 

by 
Sector Ja
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M
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Residential 
Indoor 23 26 29 33 51 62 73 60 58 48 32 26 522 36% 
Outdoor 21 24 26 31 47 57 68 55 54 45 30 24 482  33% 

Subtotal Residential 44 50 55 64 98 119 141 116 112 93 62 50  1,004 69% 

CII 
Indoor 5 5 5 7 12 15 17 17 15 12 9 6  125 9% 
Outdoor 6 5 6 8 13 16 18 19 16 13 10 6  135 9% 

Subtotal CII 11 10 11 15 26 30 35 36 30 25 20 12  260 18% 
Dedicated Irrigation Outdoor 1 1 1 2 9 12 7 14 12 9 3 1 71 5% 
Non-Revenue Non-Revenue 14 7 7 8 8 8 11 21 8 10 11 9  122 8% 

Total 

Indoor 32 31 33 40 64 76 87 84 73 61 43 32 656 45% 
Outdoor 33 32 35 42 66 80 91 88 76 64 45 34  685 47% 
Non-Revenue 6 5 6 7 11 14 16 15 13 11 8 6  117 8% 

Total 70 68 74 89 141 169 194 187 162 136 95 72  1,457 100% 
NOTES: 
(a) Volumes are in units of MG. 
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 Shortage Response Action Effectiveness 

The DRT provides a quantitative framework that allows the City to systematically estimate the monthly 
and cumulative annual demand reductions expected to result from particular combinations of drought 
response actions and associated implementation rates. Data inputs to the DRT include total production, 
class-specific water use, population, and assumptions regarding the split between indoor and outdoor 
water use for each customer class. 

For each drought response action, the user specifies:  

• The customer class(es) and end use(s) that are affected;  

• The percent savings for that end use for each account that implements the action. These are based 
on evaluations reported in the literature, or where such studies are not available, on best 
estimates based on Galt’s experience; and  

• The percentage of accounts assumed to implement the action, which is presumed to be the result 
of the intensity level of Galt’s program implementation, including but not limited to, marketing 
and enforcement activities. 

An additional critical DRT user input is a set of constraints on demand reductions to ensure that usage 
levels do not endanger health and safety or result in unacceptable economic impacts. The DRT will not 
permit estimated usage reductions to violate these constraints, regardless of the demand reduction 
actions selected. The constraints are: 

• A minimum residential indoor per capita daily usage of 40 gallons, 

• A maximum residential outdoor usage reduction of 100 percent, 

• A maximum Commercial, industrial, and institutional (CII) indoor usage reduction of 35 percent, 
and 

• A maximum CII outdoor usage reduction of 100 percent. 

Based on the foregoing data, the DRT model calculates the resulting monthly savings. The City adjusted 
the combination of actions and implementation levels to achieve the targeted savings levels at each of 
the six stages of action.  

For each of the stages of action, the modeling targeted the mid-range of the required demand reduction 
range, ergo: 

• 5% for Stage 1, 

• 15% for Stage 2, 

• 25% for Stage 3, 

• 35% for Stage 4, 

• 45% for Stage 5, and 

• 55% for Stage 6.
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The City’s shortage response actions are summarized in Table 8-3 and Table 8-4. Key inputs and outputs 
for each of the stages of action are reproduced in Appendix F including the water shortage reduction 
actions, savings assumptions, and implementation rates that are required for the City to achieve the 
required annual demand reductions for each of the six stages of action. At each stage there are two types 
of demand-reduction actions identified: 

• Restrictions on customer water usage; and 

• Consumption reduction actions by the City to encourage decreased water usage. 

Many actions are implemented across a number of stages, some at increasing implementation levels. 
Therefore, the actions are listed as a row under the first stage at which they are implemented, and the 
implementation rate is listed under each stage column heading at the right. The unit savings represent a 
percentage savings of the end uses indicated in the table. 

8.5.7 Catastrophic Supply Interruption 

Catastrophic supply interruptions may be caused by a regional power outage, an earthquake, or other 
disaster. The City of Galt’s 2005 Emergency Operations Plan (EOP) guides the response to unpredicted 
catastrophic events that might impact water delivery including regional power outages, earthquakes, and 
other disasters. The EOP outlines standard operating procedures for all levels of emergency, from minor 
accidents to major disasters. In the case of a catastrophic supply interruptions, standard EOP procedure 
is:  

• Inventory the status of essential City services, including the City water system. 

• Issue advisories and/or instructions for life saving/health preservation including location of 
potable water. 

• Provide emergency water and, if necessary, coordinate with the private sector (i.e. bottled water 
companies, beverage distributors, milk distributors, etc.). 

• Determine mass-care needs, including food and water. Request necessary food supplies, 
equipment, and other supplies to operated mass-care facilities with the coordination of the Red 
Cross. 

• Determine if the water system is functional for firefighting.  

• Ensure an adequate supply of water for firefighting operations. 
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8.6 Seismic Risk Assessment 

 
Per the CWC§ 10632.5, suppliers are required include a seismic risk assessment and mitigation plan as 
part of their WSCP. The City is located within Sacramento County, which is in a limited seismic risk area 
per the 2016 Sacramento Countywide Local Hazard Mitigation Plan Update (LHMP). 13 The City is at 
minimal risk of an earthquake per the LHMP; as such, no actions are planned to mitigate such an event.  

 

 

 

 

 

 

 

 
13 The Sacramento County LHMP could be found on the County’s Water Resources website: 
https://waterresources.saccounty.net/Local%20Hazard%20Mitigation%20Plan%202017/Executive%20Summary.p
df  

  CWC § 10632.5 

(a) In addition to the requirements of paragraph (3) of subdivision (a) of Section 10632, beginning January 1, 
2020, the plan shall include a seismic risk assessment and mitigation plan to assess the vulnerability of each of 
the various facilities of a water system and mitigate those vulnerabilities. 

(b) An urban water supplier shall update the seismic risk assessment and mitigation plan when updating its urban 
water management plan as required by Section 10621. 

(c) An urban water supplier may comply with this section by submitting, pursuant to Section 10644, a copy of the 
most recent adopted local hazard mitigation plan or multihazard mitigation plan under the federal Disaster 
Mitigation Act of 2000 (Public Law 106-390) if the local hazard mitigation plan or multihazard mitigation plan 
addresses seismic risk. 

https://waterresources.saccounty.net/Local%20Hazard%20Mitigation%20Plan%202017/Executive%20Summary.pdf
https://waterresources.saccounty.net/Local%20Hazard%20Mitigation%20Plan%202017/Executive%20Summary.pdf
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8.7 Communication Protocols 

 
The City Manager will notify city residents of any upgrade or downgrade in water use policy stage. Under 
the City of Galt Municipal Code Chapter 13.10, notification of changes to the water use policy stage may 
be done either through newspaper, public notice, mailings, utility billings or any reasonable method 
determined by the City Manager.  

8.7.1 Water Shortage Declaration and Termination Procedures 

The provisions of each water shortage stage of action are triggered upon the Galt City Council’s 
determination that a Governing Authority has required the City to achieve a voluntary or mandatory 
reduction in water use because of water shortage conditions. 

The stage of action will become effective after the City Council declares a particular stage of action 
and Galt has published notice of this determination. Once effective, the provisions of a water 
shortage stage of action will stay in effect until: (1) a different stage of action is declared; or (2) the 
City Council determines that the water shortfall condition no longer exists and Galt has published 
notice of this determination. 

After the termination of the water shortage conditions, Galt will oversee any remaining termination 
and WSCP review activities. These activities could include:  

• Publicize gratitude for the community’s cooperation.  

• Restore water utility operations, organization, and services to pre‐event levels.  

• Document the event and response and compile applicable records for future reference.  

• Collect cost accounting information, assess revenue losses and financial impact, and review 
deferred projects or programs.  

• Debrief staff to review effectiveness of actions, to identify the lessons learned, and to 
enhance response and recovery efforts in the future.  

• Update the WSCP, as needed. 

  CWC § 10632 (a) (5) 

Communication protocols and procedures to inform customers, the public, interested parties, and local, regional, 
and state governments, regarding, at a minimum, all of the following: 

(A) Any current or predicted shortages as determined by the annual water supply and demand assessment 
described pursuant to Section 10632.1. 

(B) Any shortage response actions triggered or anticipated to be triggered by the annual water supply and 
demand assessment described pursuant to Section 10632.1. 

(C) Any other relevant communications. 
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8.8 Compliance and Enforcement 

 
The City is authorized under the City Municipal Code Chapter 13.10 to enforce the requirements of the 
WSCP. Enforcement of the City’s water use restrictions and prohibitions is focused on soliciting 
cooperation from water customers who are unaware of the restrictions or have failed to comply with the 
provisions of the WSCP.  

The following section discusses penalties associated with excessive water use. The penalties discussed 
herein do not repeal any power granted under state law, federal law, or municipal ordinances. The 
following penalties discussed in Table 8-7 shall be issued along with written notification to the occupant 
of the site, or to any person in control of said site, or posted at the site in an easily visible location. Each 
day the violation is delinquent shall result in a separate offense and fully punishable.  

Table 8-7 Procedure for Imposing Administrative Fees 

Offense Fee (Stages 1-3) Fee (Stage 4) 

First   No Fee No Fee 
Second $25 to water bill $100 to water bill 
Third $50 to water bill $200 to water bill 

Fourth $100 add to water bill Instillation of flow restrictor; 
$200 reconnection fee 

Fifth Installation of water meter at customer’s 
expense; $100 reconnection fee.  

See Below 

Additional Offenses $100 added to water bill; installation of 
flow restrictors at customer’s expense 

$200 added to water bill; 
installation of flow restrictor 

at customer’s expense 
NOTES:  

The City Manager, or their appointed representative, may issue waivers pursuant to the requirements of 
the WSCP on the basis of hardship, health and safety matters, unjustifiable repair costs, overall benefit to 
the public, protection of sensitive or endangered plant species or habitats, or compliance with other state, 
federal or local laws.  

  CWC § 10632 (a) (6) For an urban retail water supplier, customer compliance, enforcement, appeal, and 
exemption procedures for triggered shortage response actions as determined pursuant to Section 10632.2. 
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8.9 Legal Authorities 

 
As discussed above, the City has authority under Chapter 13.10 of the City of Galt Municipal Code to 
require water rationing and conservation and to enforce penalties. As the City Manager is the one to 
notify city residents of any upgrade or downgrade in water use policy stages, the City Manager will also 
be the one to declare a water shortage emergency. The City’s Deputy Public Works Director and/or 
Utilities Manager are legally authorized to enforce the WSCP. Appropriate City staff will also coordinate 
with Sacramento County and appropriate agencies (e.g., Groundwater Sustainability Agencies in the 
Cosumnes Subbasin) about any possible proclamation of a local emergency. Relevant code sections and 
an adopted Water Shortage Contingency Plan Resolution are included as Appendix G of this UWMP.  

The City’s WSCP update was adopted on 15 June 2021. The adoption is included as Appendix G of this 
UWMP.  

8.10 Financial Consequences of WSCP 

 
In the event of a drought, if the City anticipates significant loss in revenue due to decreased consumption, 
the City may increase its water rates so that customers are charged for the actual cost of providing water 

  CWC § 10632 (a) (7)  

(A) A description of the legal authorities that empower the urban water supplier to implement and enforce its 
shortage response actions specified in paragraph (4) that may include, but are not limited to, statutory 
authorities, ordinances, resolutions, and contract provisions. 

(B) A statement that an urban water supplier shall declare a water shortage emergency in accordance with 
Chapter 3 (commencing with Section 350) of Division 1. 

(C) A statement that an urban water supplier shall coordinate with any city or county within which it provides 
water supply services for the possible proclamation of a local emergency, as defined in Section 8558 of the 
Government Code. 

  CWC § 10632.3 

It is the intent of the Legislature that, upon proclamation by the Governor of a state of emergency under the 
California Emergency Services Act (Chapter 7 (commencing with Section 8550) of Division 1 of Title 2 of the 
Government Code) based on drought conditions, the board defer to implementation of locally adopted water 
shortage contingency plans to the extent practicable. 

  CWC § 10632 (a) (8)  

A description of the financial consequences of, and responses for, drought conditions, including, but not limited 
to, all of the following: 

(A) A description of potential revenue reductions and expense increases associated with activated shortage 
response actions described in paragraph (4). 

(B) A description of mitigation actions needed to address revenue reductions and expense increases associated 
with activated shortage response actions described in paragraph (4). 

(C) A description of the cost of compliance with Chapter 3.3 (commencing with Section 365) of Division 1. 
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during a shortage. Customers are currently billed based on volume of water used; however, fixed charges, 
such as those associated with operation of wells (chemicals, power, etc.), are independent of well 
operation and are included in the current rate structure. These fixed charges generally account for 60 
percent of total revenue while the remaining 40 percent is from commodity charges. Additional detail on 
the City’s rate structure can be found on the City’s website14 and below in Table 8-8. 

Increased rates will be levied on all usage temporarily until the City determines that water supply 
conditions have returned to normal and drought-related expenditures and lost revenue have been 
recovered. In addition, the City manages an emergency reserve fund to address the potential financial 
impacts of a severe drought. The City may also defer expense on capital improvement projects during a 
severe drought. 

Table 8-8 Current Monthly Water Rate Structure 

Meter Size Unit Current Rate 

Monthly Base Charges 
1’’ meter Per month $21.29 

1.5’’ meter Per month $35.44 
2’’ meter Per month $52.41 
3’’ meter Per month $106.16 
4’’ meter Per month $185.37 
6’’ meter Per month $374.89 
8’’ meter Per month $799.23 

>  8’’ meter Per month (a) 
Water Usage Charges 

Residential Per 100 cu.ft $0.97 

Non-Residential Per 100 cu.ft $0.97 

Irrigation Per 100 cu.ft $1.15 

NOTES: 
(a) City Engineer calculates the rate for meters greater 
than 8 inches.  
(b) Rates are current as of March 2021. 

 

 

 
14 Current Water Rates accessed on 17 May 2021: https://www.ci.galt.ca.us/city-departments/public-works/fee-
schedule  

https://www.ci.galt.ca.us/city-departments/public-works/fee-schedule
https://www.ci.galt.ca.us/city-departments/public-works/fee-schedule


Water Shortage Contingency Planning 
2020 Urban Water Management Plan   
City of Galt 

June 2021                                                                                        115 

  EKI Environment & Water, Inc. 

8.11 Monitoring and Reporting 

 
The City monitors water use through production data at each well and customer meter readings. Each 
customer account is metered. Some non-residential and multi-family customers also have separate 
irrigation meters to monitor water use for landscape irrigation separately from indoor uses.  

Pursuant to California Code of Regulations (CCR) Title 23 §991, the City reports monthly water use and 
production to the SWRCB15. Additionally, some of the City’s wells are included in the water level and water 
quality representative monitoring networks of the Cosumnes Subbasin GSP and are monitored at least 
semiannually as part of the GSP monitoring plan. Effective October 1, 2020, during a governor declared 
drought emergency or when an urban water supplier invokes a water shortage level to respond to a 
drought greater than 10 percent, each supplier is required to submit an expanded report that contains 
the supplier’s actions and statistics in achieving planning reductions. During a supply shortage, the City 
will continue to monitor water use on this schedule to determine the effectiveness of the customer 
response to the implementation of the WSCP. Actual water savings achieved by implementing the WSCP 
will be determined by comparing water consumption records while the WSCP is in place with an 
appropriate baseline consumption. 

8.12 WSCP Refinement Procedures 

 
As part of the Annual Assessment, the City’s team members will review the results of prior monitoring 
and reporting to determine the effectiveness of the WSCP. If modifications to shortage response actions 
are needed, the City team will present the proposed modifications to the City Council and request changes 
to the WSCP by resolution.  

The WSCP is implemented as an adaptive management plan. The City will evaluate the need to revise its 
WSCP every year after performing its Annual Assessment. The evaluation will consider effectiveness of 
WSCP actions and any anticipated water supply shortages assessed by the Annual Assessment. If the WSCP 
is revised, the City Council will adopt a new resolution adopting the revised WSCP, and if necessary, 
declare a water shortage level to implement. 

 

 
15 Water supplier monthly reports can be accessed at  
https://www.waterboards.ca.gov/water_issues/programs/conservation_portal/conservation_reporting.html  

  CWC § 10632 (a) (9) For an urban retail water supplier, monitoring and reporting requirements and procedures 
that ensure appropriate data is collected, tracked, and analyzed for purposes of monitoring customer compliance 
and to meet state reporting requirements. 

  CWC § 10632 (a) (10) Reevaluation and improvement procedures for systematically monitoring and evaluating 
the functionality of the water shortage contingency plan in order to ensure shortage risk tolerance is adequate 
and appropriate water shortage mitigation strategies are implemented as needed. 

https://www.waterboards.ca.gov/water_issues/programs/conservation_portal/conservation_reporting.html
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8.13 Plan Adoption, Submittal, and Availability 

 
As described in Section 10, the City informed the public and the appropriate agencies of: (1) its intent to 
prepare a WSCP, (2) where the WSCP was available for public review, and (3) when the public hearing 
regarding the WSCP would be held. All notifications were completed in compliance with the stipulations 
of Section 6066 of the Government Code. 

A copy of the adopted 2020 WSCP including any amendments will be provided to the Department of 
Water Resources (DWR), and the California State Library within 30 days of the adoption (Appendix G). An 
electronic copy of the adopted 2020 WSCP will be submitted to the DWR using the DWR online submittal 
tool. 

A copy of the adopted 2020 WSCP will be available for public review in the Galt City Hall during normal 
business hours and on the City of Galt website within 30 days after filing the plan with DWR. 

 

  CWC § 10632 (c) The urban water supplier shall make available the water shortage contingency plan prepared 
pursuant to this article to its customers and any city or county within which it provides water supplies no later 
than 30 days after adoption of the water shortage contingency plan. 
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9. DEMAND MANAGEMENT MEASURES 

 
This section provides an overview of the City of Galt’s (the City's) current and planned demand 
management measures (DMMs), which include specific types and groupings of water conservation 
measures typically implemented by water suppliers; the DMMs are closely aligned with the California 
Urban Water Conservation Council (CUWCC) Best Management Practices. The City is committed to water 
conservation and has implemented or plans to implement several policies and on-going programs that 
promote and encourage water conservation. 

9.1 Agency Water Conservation 

 

  CWC § 10631 (e)  

Provide a description of the supplier’s water demand management measures. This description shall include all of 
the following: 

(1) (A) For an urban retail water supplier, as defined in Section 10608.12, a narrative description that addresses 
the nature and extent of each water demand management measure implemented over the past five years. The 
narrative shall describe the water demand management measures that the supplier plans to implement to 
achieve its water use targets pursuant to Section 10608.20. 

(B) The narrative pursuant to this paragraph shall include descriptions of the following water demand 
management measures: 

(i) Water waste prevention ordinances. 

(ii) Metering. 

(iii) Conservation pricing. 

(iv) Public education and outreach. 

(v) Programs to assess and manage distribution system real loss. 

(vi) Water conservation program coordination and staffing support. 

(vii) Other demand management measures that have a significant impact on water use as measured in gallons 
per capita per day, including innovative measures, if implemented. 

  CWC § 10631 (e)  

Provide a description of the supplier’s water demand management measures. This description shall include all of 
the following: 

(1) (A) For an urban retail water supplier, as defined in Section 10608.12, a narrative description that addresses 
the nature and extent of each water demand management measure implemented over the past five years. 
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The City implements all of the DMM’s, as described below.  

9.1.1 DMM 1 – Water Waster Prevention Ordinances 

The City of Galt’s Code Chapter 13.10 prohibits water waste by customers. Specifically, it states that “The 
waste of water is an unreasonable and nonbeneficial use of water and is a detriment to the maintenance 
of the necessary supply of water necessary for public health, welfare and safety”. The updated Water 
Shortage Contingency Plan (WSCP) included in Chapter 8 of this Plan further describes the City’s current 
WSCP stages and water waste prohibitions.  

As discussed in the City’s WSCP, the City has the authority within Chapter 13.10 to require water rationing 
and conservation and to enforce penalties. In addition, on 9 May 2016, Governor Brown issued Executive 
Order B-37-16 that directed the SWRCB to make permanent the mandatory restrictions that were 
imposed previously as part of the 2014 and 2015 emergency drought regulations. Prohibitions to prevent 
water waste are included as the Non-Drought Stage of the City’s WSCP, and remain in place at all times, 
irrespective of water supply conditions. The Non-Drought Stage includes the following water waste 
prohibitions:  

• Hoses must be equipped with a shut-off nozzle for washing vehicles, sidewalks, walkways, or 
buildings. 

• Ornamental fountains shall use only re-circulated or recycled water. 

• Potable water shall not be applied in any manner to any driveway, sidewalk, or other hard 
surface except when necessary to address immediate health or safety concerns. 

• Potable water shall not be used to water outdoor landscapes in a manner that causes more 
than incidental runoff onto non-irrigated areas, walkways, roadways, parking lots, or other 
hard surfaces. 

• Potable water shall not be applied to outdoor landscapes during and up to 48 hours after 
measurable rainfall. 

• Potable water shall not be used to irrigate ornamental turf on public street medians.  

• Hotels and motels shall provide guests an option whether to launder towels and linens daily. 
Hotels and motels shall prominently display notice of this option in each bathroom using 
clear and easily understood language. 

• Restaurants and other food service operations shall serve water to customers only upon 
request during a period for which the Governor has issued a proclamation of a state of 
emergency. 

• Broken or defective plumbing and irrigation systems must be repaired or replaced within a 
reasonable period as determined by the City Engineer. 

• Recreational water features, such as pools, spas, and the like, shall be covered when not in 
use. 

• Single-pass cooling systems on new construction shall not be allowed. 
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In subsequent stages of the WSCP, the water waste prohibitions become increasingly restrictive to 
respond to water shortages.  

Violators of the above water wasting activities are reported by City staff who patrol the service area for 
violators and respond to water wasting complaints. City residents are encouraged to file complaints with 
the City’s Public Works Department:  

 Email: publicworks@cityofgalt.org 

 Phone: (209) 366-7260  

In 2020, the City recorded 36 violators. The City provides outreach with one-on-one contact to those 
people who appear to be wasting water. Repeat water wasting has not been an issue. The City will monitor 
any future water wasting citations and develop additional outreach if needed.  

9.1.2 DMM 2 – Metering 

 
As of 2015, the City has installed water meters on each water service connection with Advanced Metering 
Infrastructure (AMI) and Automatic Meter Reading (AMR). The implementation of AMI meters allows the 
City to automate meter reading and provide real-time water use data to City staff and customers that can 
be used to aggressively target leaks and atypically high water use during normal years and periods of 
water shortage. 

In 2015, the City provided a comparison of cost per metered volume and flat rate cost on all bills. After 
2016, bills were transitioned to metered rates. Metered data is used to establish baseline water use while 
current water use per capita is compared to historic data to evaluate effectiveness of conservation pricing.  

9.1.3 DMM 3 – Conservation Pricing 

The City’s current water rate structure for all customers includes a monthly fixed meter charge based on 
meter size and rate per 100 cubic feet based on total usage. Both residential and non-residential accounts 
are billed using the same consumption rates. Between March 2017 and December 2020, approved rates 
have been subject to annual inflationary adjustments. These adjustments were made using the percent 

  CWC § 526 (a)  

Notwithstanding any other provision of law, an urban water supplier that, on or after January 1, 2004, receives 
water from the federal Central Valley Project under a water service contract or subcontract … shall do both of the 
following: 

(1) On or before January 1, 2013, install water meters on all service connections to residential and nonagricultural 
commercial buildings constructed prior to January 1, 1992, located within its service area. 

(2) On and after March 1, 2013, or according to the terms of the Central Valley Project water contract in operation, 
charge customers for water based on the actual volume of deliveries, as measured by a water meter. 

  CWC § 527 (a)  

(a) An urban water supplier that is not subject to Section 526 shall do both of the following: 

(1)  Install water meters on all municipal and industrial service connections located within its service area on or 
before January 1, 2025. 
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change in the Consumer Price Index 16. Under proposition 218, conservation pricing is not possible; 
however, water use has dropped dramatically since the implementation of the metered rates from flat 
rates deeming conservation pricing unnecessary as described in the City’s 2016 wastewater cost of service 
study.  

In 2016, the City completed a wastewater cost of service study which evaluated the switch from a flat rate 
structure to a commodity rate-based structure based on water consumption (Raftelis Financial 
Consultants, Inc., 2017). The study found decrease in influent flows as compared to pre-metering. Rates 
were adopted based on 2017 influent flows and organic demand. The rate study was adopted in late 2017 
and rate increases approved for the next 5 years (through 2022). 

9.1.4 DMM 4 – Public Education and Outreach 

The City implements a number of public education and outreach initiatives. Budget for conservation is 
imbedded in the overall budget of the City. Specific initiatives include: 

• Programs Promoting Water Conservation: Educate public on water regulations and water 
conservation education via website, social media and billing inserts.  

• Informative website, online tools, or social media: The City maintains pages on its website 
(www.ci.galt.ca.us ) that are dedicated to its water conservation program. The website provides 
information regarding water regulations and conservation tips. The City additionally uses social 
media accounts promoting water conservation. The City also plans to utilize these platforms to 
inform the public of pending worsening drought conditions.  

• Media campaigns and other outreach: The City encourages water conservation with speakers for 
the media and community groups, in the quarterly Galt Connections residential newsletter and 
on all water billing inserts. Additionally, the City provides weekly, monthly, quarterly, and annual 
updates on water conservation related issues on a routine basis through City Manager reports, 
City Council updates, newsletters, and the Consumer Confidence Reports (CCRs).  

The full extent of public outreach that the City has conducted between 2016 and 2020 is discussed in 
Section 9.3.  

9.1.5 DMM 5 – Programs to Assess and Manage Distribution System Real Loss 

As discussed in Section 4.1.3, distribution system water loss was estimated to be approximately 8 percent 
of total water demand between 2015 and 2018. As of 2015, all City meters are equipped with AMI meters. 
AMI meters are more accurate and capable of reporting unusual consumption patterns instantaneously. 
DMMs to assess and manage distribution system real losses include:  

 

 
16 According to the United States Bureau of Labor Statistics the Consumer Price Index is “a measure of the average 
change over time in the prices paid by urban consumers for a market basket of consumer goods and services”. 
Accessed on 8 April 2021: https://www.bls.gov/cpi/  

http://www.ci.galt.ca.us/
https://www.bls.gov/cpi/
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• Leak detection reports: Every week the City runs a leak detection report for residential accounts. 
Additionally, via letter, the City notifies residents with water use that may indicate a possible leak.  

• Water Main Replacement: The City has been monitoring ongoing water main repairs and leaks to 
determine which, if any, mains need future replacement. The City has budgeted $100,000 per 
year to continue maintaining the City distribution system. Main replacement is not expected in 
the next several years due to the existing, aggressive maintenance program.  

9.1.6 DMM 6 – Water Conservation Program Coordination and Staffing Support 

The City’s conservation programs are centrally administered by City’s Public Works Deputy Director and 
City Engineer who is also the City’s Water Conservation Coordinator (WCC). Coordination of water 
conservation needs are directed by the WCC with help from a full-time employee who responds to any 
related water conservation issue and works directly with the customers as needed (Senior Engineering 
Technician). This position has been responsible to train the WCC. The WCC additionally receives assistance 
from the Utilities, Facilities, and Administrative staff as needed and between May and August the City has 
a part-time temporary position for assistance.  

Contact information for the City’s WCC is listed below:  

Phone: (209) 366-7260 

Email: telce@cityofgalt.org 

The City’s water conservation program is funded through Public Works. The City’s total water 
conservation program is effectively budgeted within the water fund and was approximately $20,000 for 
2020.  

9.1.7 DMM 7 – Other DMMs 

At this time, the City does not foresee future implementation of additional DMMs. Table 9-1 and the 
associated charts summarize the DMMs implemented by the City and the extent of implementation (e.g., 
violators cited, leaks repaired) for each of the programs each year between 2016 and 2020. Through 
implementation of the DMMs, the City has been able to considerably reduce water demands in its service 
area and help its customers to achieve water and cost savings.  

9.2 Planned Implementation to Achieve Water Use Years 

 
The City implemented all of the DMMs described in Section 9.2 to achieve its Senate Bill (SB) X7-7 water 
use targets. As shown in Chapter 5, the City’s water use in 2020 was 164 gallons per capital per day (GPCD), 
which is substantially lower than its SBx7-7 water use target of 177 GPCD. 

  CWC § 10631 (e)  

Provide a description of the supplier’s water demand management measures. This description shall include all of 
the following: 

(1) (A) … The narrative shall describe the water demand management measures that the supplier plans to 
implement to achieve its water use targets pursuant to Section 10608.20. 
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9.3 Urban Water Use Objectives (Future Requirement)  

Beginning in 2023, urban water retailers will be required to report on “annual water use objectives” by 
November 1 of each year and to achieve these objectives by 1 January 2027 (per CWC § 10609). The 
annual water use objectives will be calculated based on standards for indoor residential water use, 
outdoor residential water use, and distribution system water loss. Additionally, it is anticipated that 
performance-based standards for the commercial, industrial, and institutional sectors, separate from the 
annual water use objectives, will also be developed by DWR and implemented in the future. However, the 
specific standards that will be used to determine a retailer’s annual urban water use objectives are 
currently under development by DWR, and thus, the annual urban water use objectives for the City cannot 
be calculated or estimated. Therefore, the City intends to continue implementing DMMs and will evaluate 
potential adjustments needed to these programs as the annual water use objective standard 
methodologies are developed in the coming years.  

Until such regulations are issued, the City does not anticipate the necessity of implementing other DMMs. 
Furthermore, as required the City will comply with any future regulations and develop internal processes 
as needed.  
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Table 9-1 Summary of DMMs and Implementation over the Past Five Years (2016-2020) 

DMM 
Category 

Program or 
Activity 

Target 
Sector Nature of Implementation Extent of Implementation 

1 
Water Waste 

Prevention 
Ordinances 

SFR, MFR, 
CII And IRR 

Prohibition of water uses to prevent water waste included under Stage 1 
of the WSCP are in place at all times, irrespective of water supply condition.  

Stage 1 water waste prohibitions have been in place 
since adoption of the 2014 WSCP. The 2016 WSCP 
adds additional prohibitions. 

1 Water Waste 
Violation 

SFR, MFR, 
CII And IRR 

Violators are reported by City staff who canvas the service area for water 
wasting offenders as well as respond to water wasting complaints 

2016: 102 violators 
2017: 81 violators 
2018: 55 violators 
2019: 44 violators 
2020: 36violators 

2 Metering SFR, MFR, 
CII And IRR 

All water service connections are metered.  All accounts are metered and read on a monthly 
basis. 

4 Other Public 
Outreach 

SFR, MFR, 
CII 

And IRR 

The City encourages water conservation with speakers for the media and 
community groups, in the quarterly Galt Connections residential 
newsletter and on all water billing inserts. 

 

5 Leak Detection 
Reports SFR, MFR 

The City prepares weekly leak detection reports for residential accounts. 
Additionally, via letter, the City notifies residents with water use that may 
indicate a possible leak 

2016: 36 leaks repaired 
2017: 41 leaks repaired 
2018: 33 leaks repaired 
2019: 19 leaks repaired 
2020: 16 leaks repaired 

5 Water Main 
Replacement 

SFR, MFR, 
CII, And 

IRR 

The City plans to replace the water lines. 2016: 0 pipes replaced 
2017: 0pipes replaced 
2018: 0 pipes replaced 
2019: 0 pipes replaced 
2020: 0 pipes replaced 
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DMM 
Category 

Program or 
Activity 

Target 
Sector Nature of Implementation Extent of Implementation 

6 

Conservation 
Program 

Coordination 
and Staff 

SFR, MFR, 
CII 

And IRR 

City employs coordination staff and funds the water conservation program. The city employs a WCC, one full time position, and 
one part-time seasonal staff member to administer 
the City’s water conservation programs with as 
needed support from Utilities, Facilities, and 
Administrative staff.  
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10. PLAN ADOPTION AND SUBMITTAL 

This chapter provides information on a public hearing, the adoption process for the Urban Water 
Management Plan (UWMP) and Water Shortage Contingency Plan (WSCP), the adopted UWMP and WSCP 
submittal process, plan implementation, and the process for amending the adopted UWMP or WSCP. 

10.1 Notification of UWMP Preparation 

 
On 5 February 2021, the City of Galt (the City) sent a letter to 7 recipients, including the Cosumnes 
Subbasin Groundwater Sustainability Agencies (GSAs), Sacramento County, and other local agencies 
informing them that City was in the process of updating its UWMP and WSCP and soliciting their input in 
the update process. A listing of the entities contacted is provided in Table 2-4 and Appendix B. The letter 
was sent more than 60 days before the public hearing as required by code. A sample outreach letter is 
included in Appendix B. 

10.2 Notification of Public Hearing 

 

10.2.1 Notice to Cities and Counties 

On 19 May 2021, the City sent a letter to each of the above-mentioned entities informing them of the 
locations the Public Review Draft 2020 UWMP and the updated WSCP would be available for review and 
welcoming their input and comments on the document. The Public Review Draft 2020 UWMP and the 

  CWC § 10621 (b)  

Every urban water supplier required to prepare a plan pursuant to this part shall, at least 60 days before the 
public hearing on the plan required by Section 10642, notify any city or county within which the supplier provides 
water supplies that the urban water supplier will be reviewing the plan and considering amendments or changes 
to the plan. The urban water supplier may consult with, and obtain comments from, any city or county that 
receives notice pursuant to this subdivision. 

  CWC § 10642 

Each urban water supplier shall encourage the active involvement of diverse social, cultural, and economic 
elements of the population within the service area prior to and during the preparation of both the plan and the 
water shortage contingency plan. Prior to adopting either, the urban water supplier shall make both the plan and 
the water shortage contingency plan available for public inspection and shall hold a public hearing or hearings 
thereon. Prior to any of these hearings, notice of the time and place of the hearing shall be published within the 
jurisdiction of the publicly owned water supplier pursuant to Section 6066 of the Government Code. The urban 
water supplier shall provide notice of the time and place of a hearing to any city or county within which the 
supplier provides water supplies. Notices by a local public agency pursuant to this section shall be provided 
pursuant to Chapter 17.5 (commencing with Section 7290) of Division 7 of Title 1 of the Government Code. A 
privately owned water supplier shall provide an equivalent notice within its service area. After the hearing or 
hearings, the plan or water shortage contingency plan shall be adopted as prepared or as modified after the 
hearing or hearings. 
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WSCP was available for public review on the City’s website. The letter also informed the agencies that the 
UWMP and WSCP public hearing would be occurring via teleconference on 15 June 2021. A sample copy 
of the notification letters is included in Appendix B. 

10.2.2 Notice to the Public 

The City issued public notifications soliciting public input during the preparation of 2020 UWMP and the 
WSCP.  

On 23 May 2021 and 02 June 2021, the City published a notice in the Galt Herald newspaper informing 
the public that the 2020 UWMP and the WSCP would be available for public review on the City’s website, 
consistent with requirements of California Government Code 6066. The notice also informed the public 
that the 2020 UWMP and WSCP public hearing would be held at City Hall on 15 June 2021. Copies of the 
newspaper announcements are included in Appendix C. 

10.3 Public Hearing and Adoption 

 
As described above, the City informed the public and the appropriate agencies of (1) its intent to prepare 
a UWMP and the associated WSCP, (2) where the UWMP and WSCP were available for public review, and 
(3) when the public hearing regarding the UWMP and WSCP would be held. All notifications were 
completed in compliance with the stipulations of Section 6066 of the Government Code. 

Pursuant to CWC § 10608.26(a), as part of the public hearing, the City provided the audience with 
information on compliance with the Senate Bill (SB) X7-7, including its baseline daily per capita water use, 
water use targets, implementation plan, and 2020 compliance. 

This UWMP was adopted by Resolution No. 2021-44 by the City Council during its 15 June 2021 City 
Council meeting. The WSCP was adopted by Resolution No. 2021-45 during the same meeting. Copies of 
the resolutions are included in Appendix G and Appendix H.  

  CWC § 10608.26 

(a) In complying with this part, an urban retail water supplier shall conduct at least one public hearing to 
accomplish all of the following: 

(1) Allow community input regarding the urban retail water supplier’s implementation plan for complying with 
this part. 

(2) Consider the economic impacts of the urban retail water supplier’s implementation plan for complying with 
this part. 

(3) Adopt a method, pursuant to subdivision (b) of Section 10608.20, for determining its urban water use target. 
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10.4 Plan Submittal 

 
A copy of the adopted 2020 UWMP and associated WSCP will be provided to the Department of Water 
Resources (DWR), the California State Library and Sacramento County within 30 days of the adoption. An 
electronic copy of the adopted 2020 UWMP will be submitted to the DWR using the DWR online submittal 
tool by 1 July 2021.  

10.5 Public Availability 

 
A copy of the adopted 2020 UWMP and associated WSCP will be available for public review in the City 
Hall during normal business hours and on the City’s website (https://www.ci.galt.ca.us/) within 30 days of 
filing the plan with DWR. 

  CWC § 10621 

(f) (1) Each urban water supplier shall update and submit its 2020 plan to the department by July 1, 2021. 

  CWC § 10635 (c) 

The urban water supplier shall provide that portion of its urban water management plan prepared pursuant to 
this article to any city or county within which it provides water supplies no later than 60 days after the submission 
of its urban water management plan. 

  CWC § 10644 

(a) (1) An urban water supplier shall submit to the department, the California State Library, and any city or county 
within which the supplier provides water supplies a copy of its plan no later than 30 days after adoption. Copies 
of amendments or changes to the plans shall be submitted to the department, the California State Library, and 
any city or county within which the supplier provides water supplies within 30 days after adoption. 

(2) The plan, or amendments to the plan, submitted to the department pursuant to paragraph (1) shall be 
submitted electronically and shall include any standardized forms, tables, or displays specified by the department. 

(b) If an urban water supplier revises its water shortage contingency plan, the supplier shall submit to the 
department a copy of its water shortage contingency plan prepared pursuant to subdivision (a) of Section 10632 
no later than 30 days after adoption, in accordance with protocols for submission and using electronic reporting 
tools developed by the department. 

  CWC § 10645 

(a) Not later than 30 days after filing a copy of its plan with the department, the urban water supplier and the 
department shall make the plan available for public review during normal business hours. 

(b) Not later than 30 days after filing a copy of its water shortage contingency plan with the department, the 
urban water supplier and the department shall make the plan available for public review during normal business 
hours. 

https://www.ci.galt.ca.us/
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10.6 Amending an Adopted UWMP or Water Shortage Contingency Plan 

 
If the Plan is amended, each of the steps for notification, public hearing, adoption, and submittal will also 
be followed for the amended document within 30 days of adoption. 

  CWC § 10644 (b) 

If an urban water supplier revises its water shortage contingency plan, the supplier shall submit to the department 
a copy of its water shortage contingency plan prepared pursuant to subdivision (a) of Section 10632 no later than 
30 days after adoption, in accordance with protocols for submission and using electronic reporting tools 
developed by the department. 
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Retail Wholesale 
2020 

Guidebook 
Location 

Water Code 
Section Summary as Applies to UWMP Subject 2020 UWMP 

Location  

x x Chapter 1 10615 

A plan shall describe and evaluate sources of 
supply, reasonable and practical efficient 
uses, reclamation and demand management 
activities. 

Introduction 
and Overview 

Section 1 and 
Section 1.6 

x x Chapter 1 10630.5 

Each plan shall include a simple description of 
the supplier’s plan including water availability, 
future requirements, a strategy for meeting 
needs, and other pertinent information. 
Additionally, a supplier may also choose to 
include a simple description at the beginning 
of each chapter. 

Summary Section 1.6 

x x Section 2.2 10620(b) 

Every person that becomes an urban water 
supplier shall adopt an urban water 
management plan within one year after it has 
become an urban water supplier. 

Plan 
Preparation 

Section 2.1 and 
Table 2-1 

x x Section 2.6 10620(d)(2) 

Coordinate the preparation of its plan with 
other appropriate agencies in the area, 
including other water suppliers that share a 
common source, water management 
agencies, and relevant public agencies, to the 
extent practicable. 

Plan 
Preparation 

Section 1.3, 
Section 2.2.2, 
and Table 2-4 
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Retail Wholesale 
2020 

Guidebook 
Location 

Water Code 
Section Summary as Applies to UWMP Subject 2020 UWMP 

Location  

x x Section 2.6.2 10642 

Provide supporting documentation that the 
water supplier has encouraged active 
involvement of diverse social, cultural, and 
economic elements of the population within 
the service area prior to and during the 
preparation of the plan and contingency plan. 

Plan 
Preparation 

Section 1.3 and 
Section 2.2.3 

x   Section 2.6, 
Section 6.1 10631(h) 

Retail suppliers will include documentation 
that they have provided their wholesale 
supplier(s) - if any - with water use projections 
from that source. 

System Supplies Section 2.2.1 
and Table 2-3 

  x Section 2.6 10631(h) 

Wholesale suppliers will include 
documentation that they have provided their 
urban water suppliers with identification and 
quantification of the existing and planned 
sources of water available from the wholesale 
to the urban supplier during various water 
year types. 

System Supplies N/A 

x x Section 3.1 10631(a) Describe the water supplier service area. System 
Description Chapter 3 

x x Section 3.3 10631(a) Describe the climate of the service area of the 
supplier. 

System 
Description Section 3.3 

x x Section 3.4 10631(a) Provide population projections for 2025, 
2030, 2035, 2040 and optionally 2045. 

System 
Description 

Section 3.1.1 
and Table 3-1 
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Retail Wholesale 
2020 

Guidebook 
Location 

Water Code 
Section Summary as Applies to UWMP Subject 2020 UWMP 

Location  

x x Section 3.4.2 10631(a) 
Describe other social, economic, and 
demographic factors affecting the supplier’s 
water management planning. 

System 
Description 

Section 3.1.2, 
Section 3.1.3, 
Table 3-2, and 

Table 3-3 

x x Sections 3.4 
and 5.4 10631(a) Indicate the current population of the service 

area. 

System 
Description and 
Baselines and 
Targets 

Section 3.1, 
Section 5.1, and 

Table 3-1 

x x Section 3.5 10631(a) Describe the land uses within the service area. System 
Description Section 3.4 

x x Section 4.2 10631(d)(1) 
Quantify past, current, and projected water 
use, identifying the uses among water use 
sectors. 

System Water 
Use 

Chapter 4, Table 
4-1, Table 4-1, 
and Table 4-8 

x x Section 4.2.4 10631(d)(3)(C) Retail suppliers shall provide data to show the 
distribution loss standards were met. 

System Water 
Use 

Section 4.1.3 
and Table 4-3 

x x Section 4.2.6 10631(d)(4)(A) 
In projected water use, include estimates of 
water savings from adopted codes, plans, and 
other policies or laws. 

System Water 
Use 

Section 4.2.5 
and Table 4-11 

x x Section 4.2.6 10631(d)(4)(B) 
Provide citations of codes, standards, 
ordinances, or plans used to make water use 
projections. 

System Water 
Use Section 4.2.5 

x optional Section 4.3.2.4 10631(d)(3)(A) Report the distribution system water loss for 
each of the 5 years preceding the plan update. 

System Water 
Use 

Section 4.1.3 
and Table 4-3 
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Retail Wholesale 
2020 

Guidebook 
Location 

Water Code 
Section Summary as Applies to UWMP Subject 2020 UWMP 

Location  

x optional Section 4.4 10631.1(a) 
Include projected water use needed for lower 
income housing projected in the service area 
of the supplier. 

System Water 
Use 

Section 4.2.4 
and Table 4-10 

x x Section 4.5 10635(b) 
Demands under climate change 
considerations must be included as part of the 
drought risk assessment. 

System Water 
Use Section 4.4 

x   Chapter 5 10608.20(e) 

Retail suppliers shall provide baseline daily 
per capita water use, urban water use target, 
interim urban water use target, and 
compliance daily per capita water use, along 
with the bases for determining those 
estimates, including references to supporting 
data. 

Baselines and 
Targets Chapter 5 

x   Chapter 5 10608.24(a) Retail suppliers shall meet their water use 
target by December 31, 2020. 

Baselines and 
Targets 

Section 5.4 and 
Table 5-2 

  x Section 5.1 10608.36 

Wholesale suppliers shall include an 
assessment of present and proposed future 
measures, programs, and policies to help their 
retail water suppliers achieve targeted water 
use reductions. 

Baselines and 
Targets N/A 

x   Section 5.2 10608.24(d)(2) 

If the retail supplier adjusts its compliance 
GPCD using weather normalization, economic 
adjustment, or extraordinary events, it shall 
provide the basis for, and data supporting the 
adjustment. 

Baselines and 
Targets 

Section 5.4 and 
Table 5-2 
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Retail Wholesale 
2020 

Guidebook 
Location 

Water Code 
Section Summary as Applies to UWMP Subject 2020 UWMP 

Location  

x   Section 5.5 10608.22 

Retail suppliers’ per capita daily water use 
reduction shall be no less than 5 percent of 
base daily per capita water use of the 5-year 
baseline. This does not apply if the suppliers 
base GPCD is at or below 100. 

Baselines and 
Targets Section 5.3 

x   Section 5.5 and 
Appendix E 10608.4 

Retail suppliers shall report on their 
compliance in meeting their water use 
targets. The data shall be reported using a 
standardized form in the SBX7-7 2020 
Compliance Form. 

Baselines and 
Targets Appendix E 

x x Sections 6.1 
and 6.2 10631(b)(1) 

Provide a discussion of anticipated supply 
availability under a normal, single dry year, 
and a drought lasting five years, as well as 
more frequent and severe periods of drought. 

System Supplies Section 7.2 and 
Section 7.3 

x x Sections 6.1 10631(b)(1) 

Provide a discussion of anticipated supply 
availability under a normal, single dry year, 
and a drought lasting five years, as well as 
more frequent and severe periods of drought, 
including changes in supply due to climate 
change. 

System Supplies Section 6.10.1 
and Section 7.2 

x x Section 6.1 10631(b)(2) 

When multiple sources of water supply are 
identified, describe the management of each 
supply in relationship to other identified 
supplies.  

System Supplies Chapter 6 
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Retail Wholesale 
2020 

Guidebook 
Location 

Water Code 
Section Summary as Applies to UWMP Subject 2020 UWMP 

Location  

x x Section 6.1.1 10631(b)(3) Describe measures taken to acquire and 
develop planned sources of water. System Supplies Section 6.8 

x x Section 6.2.8 10631(b) 
Identify and quantify the existing and planned 
sources of water available for 2020, 2025, 
2030, 2035, 2040 and optionally 2045. 

System Supplies Section 6.9 and 
Table 6-10 

x x Section 6.2 10631(b) 
Indicate whether groundwater is an existing 
or planned source of water available to the 
supplier. 

System Supplies Section 6.2 

x x Section 6.2.2 10631(b)(4)(A) 

Indicate whether a groundwater sustainability 
plan or groundwater management plan has 
been adopted by the water supplier or if there 
is any other specific authorization for 
groundwater management. Include a copy of 
the plan or authorization. 

System Supplies 
Section 6.2.2 
and Section 

6.2.3 

x x Section 6.2.2 10631(b)(4)(B) Describe the groundwater basin. System Supplies Section 6.2.1 

x x Section 6.2.2 10631(b)(4)(B) 

Indicate if the basin has been adjudicated and 
include a copy of the court order or decree 
and a description of the amount of water the 
supplier has the legal right to pump. 

System Supplies Section 6.2.1 
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Retail Wholesale 
2020 

Guidebook 
Location 

Water Code 
Section Summary as Applies to UWMP Subject 2020 UWMP 

Location  

x x Section 6.2.2.1 10631(b)(4)(B) 

For unadjudicated basins, indicate whether or 
not the department has identified the basin as 
a high or medium priority. Describe efforts by 
the supplier to coordinate with sustainability 
or groundwater agencies to achieve 
sustainable groundwater conditions. 

System Supplies Section 6.2.1 

x x Section 6.2.2.4 10631(b)(4)(C) 

Provide a detailed description and analysis of 
the location, amount, and sufficiency of 
groundwater pumped by the urban water 
supplier for the past five years 

System Supplies Section 6.2.4.2 
and Table 6-2 

x x Section 6.2.2 10631(b)(4)(D) 
Provide a detailed description and analysis of 
the amount and location of groundwater that 
is projected to be pumped. 

System Supplies Section 6.2.4.3 
and Table 6-10 

x x Section 6.2.7 10631(c) 
Describe the opportunities for exchanges or 
transfers of water on a short-term or long- 
term basis. 

System Supplies Section 6.7 

x x Section 6.2.5 10633(b) 

Describe the quantity of treated wastewater 
that meets recycled water standards, is being 
discharged, and is otherwise available for use 
in a recycled water project. 

System Supplies 
(Recycled 
Water) 

Section 6.5.1 
and Table 6-4 

x x Section 6.2.5 10633(c) Describe the recycled water currently being 
used in the supplier's service area. 

System Supplies 
(Recycled 
Water) 

Section 6.5.2 
and Table 6-5 
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Retail Wholesale 
2020 

Guidebook 
Location 

Water Code 
Section Summary as Applies to UWMP Subject 2020 UWMP 

Location  

x x Section 6.2.5 10633(d) 

Describe and quantify the potential uses of 
recycled water and provide a determination of 
the technical and economic feasibility of those 
uses. 

System Supplies 
(Recycled 
Water) 

Section 6.5.2 
and Table 6-5 

x x Section 6.2.5 10633(e) 

Describe the projected use of recycled water 
within the supplier's service area at the end of 
5, 10, 15, and 20 years, and a description of 
the actual use of recycled water in 
comparison to uses previously projected. 

System Supplies 
(Recycled 
Water) 

Section 6.5.2, 
Section 6.5.3, 
Table 6-5, and 

Table 6-6 

x x Section 6.2.5 10633(f) 

Describe the actions which may be taken to 
encourage the use of recycled water and the 
projected results of these actions in terms of 
acre-feet of recycled water used per year. 

System Supplies 
(Recycled 
Water) 

Section 6.5.4 
and Table 6-7 

x x Section 6.2.5 10633(g) Provide a plan for optimizing the use of 
recycled water in the supplier's service area. 

System Supplies 
(Recycled 
Water) 

Section 6.5.4 

x x Section 6.2.6 10631(g) Describe desalinated water project 
opportunities for long-term supply. System Supplies Section 6.6 

x x Section 6.2.5 10633(a) 

Describe the wastewater collection and 
treatment systems in the supplier’s service 
area with quantified amount of collection and 
treatment and the disposal methods. 

System Supplies 
(Recycled 
Water) 

Section 6.5.1, 
Table 6-3, and 

Table 6-4 
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Retail Wholesale 
2020 

Guidebook 
Location 

Water Code 
Section Summary as Applies to UWMP Subject 2020 UWMP 

Location  

x x Section 6.2.8, 
Section 6.3.7 10631(f) 

Describe the expected future water supply 
projects and programs that may be 
undertaken by the water supplier to address 
water supply reliability in average, single-dry, 
and for a period of drought lasting 5 
consecutive water years. 

System Supplies Section 6.8 and 
Table 6-8 

x x Section 6.4 and 
Appendix O 10631.2(a) 

The UWMP must include energy information, 
as stated in the code, that a supplier can 
readily obtain. 

System 
Suppliers, 
Energy Intensity 

Section 6.11 
and Table 6-11 

x x Section 7.2 10634 

Provide information on the quality of existing 
sources of water available to the supplier and 
the manner in which water quality affects 
water management strategies and supply 
reliability 

Water Supply 
Reliability 
Assessment 

Section 7.1.2 

x x Section 7.2.4 10620(f) 
Describe water management tools and 
options to maximize resources and minimize 
the need to import water from other regions. 

Water Supply 
Reliability 
Assessment 

Section 7.4 

x x Section 7.3 10635(a) 

Service Reliability Assessment: Assess the 
water supply reliability during normal, dry, 
and a drought lasting five consecutive water 
years by comparing the total water supply 
sources available to the water supplier with 
the total projected water use over the next 20 
years. 

Water Supply 
Reliability 
Assessment 

Section 7.3 
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Retail Wholesale 
2020 

Guidebook 
Location 

Water Code 
Section Summary as Applies to UWMP Subject 2020 UWMP 

Location  

x x Section 7.3 10635(b) 

Provide a drought risk assessment as part of 
information considered in developing the 
demand management measures and water 
supply projects. 

Water Supply 
Reliability 
Assessment 

Section 7.5 

x x Section 7.3 10635(b)(1) 

Include a description of the data, 
methodology, and basis for one or more 
supply shortage conditions that are necessary 
to conduct a drought risk assessment for a 
drought period that lasts 5 consecutive years. 

Water Supply 
Reliability 
Assessment 

Section 7.5.1 

x x Section 7.3 10635(b)(2) 
Include a determination of the reliability of 
each source of supply under a variety of water 
shortage conditions. 

Water Supply 
Reliability 
Assessment 

Section 7.5.2, 
Table 7-2, Table 
7-3, and Table 

7-4 

x x Section 7.3 10635(b)(3) 

Include a comparison of the total water 
supply sources available to the water supplier 
with the total projected water use for the 
drought period. 

Water Supply 
Reliability 
Assessment 

Section 7.5.2, 
Table 7-2, and 

Table 7-4 

x x Section 7.3 10635(b)(4) 

Include considerations of the historical 
drought hydrology, plausible changes on 
projected supplies and demands under 
climate change conditions, anticipated 
regulatory changes, and other locally 
applicable criteria. 

Water Supply 
Reliability 
Assessment 

Section 6.10.1, 
Section 7.5.1, 
and Section 

7.5.2 

x x Chapter 8 10632(a) Provide a water shortage contingency plan 
(WSCP) with specified elements below. 

Water Shortage 
Contingency 
Planning 

Chapter 8 
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Retail Wholesale 
2020 

Guidebook 
Location 

Water Code 
Section Summary as Applies to UWMP Subject 2020 UWMP 

Location  

x x Chapter 8 10632(a)(1) Provide the analysis of water supply reliability 
(from Chapter 7 of Guidebook) in the WSCP 

Water Shortage 
Contingency 
Planning 

Section 8.1 

x x Section 8.10 10632(a)(10) 

Describe reevaluation and improvement 
procedures for monitoring and evaluation the 
water shortage contingency plan to ensure 
risk tolerance is adequate and appropriate 
water shortage mitigation strategies are 
implemented. 

Water Shortage 
Contingency 
Planning 

Section 8.12 

x x Section 8.2 10632(a)(2)(A) 
Provide the written decision- making process 
and other methods that the supplier will use 
each year to determine its water reliability. 

Water Shortage 
Contingency 
Planning 

Section 8.3 

x x Section 8.2 10632(a)(2)(B) 

Provide data and methodology to evaluate 
the supplier’s water reliability for the current 
year and one dry year pursuant to factors in 
the code. 

Water Shortage 
Contingency 
Planning 

Section 8.3 

x x Section 8.3 10632(a)(3)(A) 

Define six standard water shortage levels of 
10, 20, 30, 40, 50 percent shortage and 
greater than 50 percent shortage. These levels 
shall be based on supply conditions, including 
percent reductions in supply, changes in 
groundwater levels, changes in surface 
elevation, or other conditions. The shortage 
levels shall also apply to a catastrophic 
interruption of supply. 

Water Shortage 
Contingency 
Planning 

Section 8.4 
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Retail Wholesale 
2020 

Guidebook 
Location 

Water Code 
Section Summary as Applies to UWMP Subject 2020 UWMP 

Location  

x x Section 8.3 10632(a)(3)(B) 

Suppliers with an existing water shortage 
contingency plan that uses different water 
shortage levels must cross reference their 
categories with the six standard categories. 

Water Shortage 
Contingency 
Planning 

Section 8.4 

x x Section 8.4 10632(a)(4)(A) 

Suppliers with water shortage contingency 
plans that align with the defined shortage 
levels must specify locally appropriate supply 
augmentation actions. 

Water Shortage 
Contingency 
Planning 

Section 8.5.2 
and Table 8-4 

x x Section 8.4 10632(a)(4)(B) Specify locally appropriate demand reduction 
actions to adequately respond to shortages. 

Water Shortage 
Contingency 
Planning 

Section 8.5.1 
and Table 8-3 

x x Section 8.4 10632(a)(4)(C) Specify locally appropriate operational 
changes. 

Water Shortage 
Contingency 
Planning 

Section 8.5.4 

x x Section 8.4 10632(a)(4)(D) 

Specify additional mandatory prohibitions 
against specific water use practices that are in 
addition to state-mandated prohibitions are 
appropriate to local conditions. 

Water Shortage 
Contingency 
Planning 

Section 8.5.3 
and Table 8-3 

x x Section 8.4 10632(a)(4)(E) 
Estimate the extent to which the gap between 
supplies and demand will be reduced by 
implementation of the action. 

Water Shortage 
Contingency 
Planning 

Section 8.5.6, 
Table 8-3, and 

Table 8-4 

x x Section 8.4.6 10632.5 The plan shall include a seismic risk 
assessment and mitigation plan. 

Water Shortage 
Contingency 
Plan 

Section 8.6 
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Retail Wholesale 
2020 

Guidebook 
Location 

Water Code 
Section Summary as Applies to UWMP Subject 2020 UWMP 

Location  

x x Section 8.5 10632(a)(5)(A) 
Suppliers must describe that they will inform 
customers, the public and others regarding 
any current or predicted water shortages. 

Water Shortage 
Contingency 
Planning 

Section 8.7 

x x Section 8.5 and 
8.6 

10632(a)(5)(B) 
10632(a)(5)(C) 

Suppliers must describe that they will inform 
customers, the public and others regarding 
any shortage response actions triggered or 
anticipated to be triggered and other relevant 
communications. 

Water Shortage 
Contingency 
Planning 

Section 8.7.1 

x   Section 8.6 10632(a)(6) 
Retail supplier must describe how it will 
ensure compliance with and enforce 
provisions of the WSCP. 

Water Shortage 
Contingency 
Planning 

Section 8.8 

x x Section 8.7 10632(a)(7)(A) 
Describe the legal authority that empowers 
the supplier to enforce shortage response 
actions. 

Water Shortage 
Contingency 
Planning 

Section 8.9 

x x Section 8.7 10632(a)(7)(B) 
Provide a statement that the supplier will 
declare a water shortage emergency Water 
Code Chapter 3. 

Water Shortage 
Contingency 
Planning 

Section 8.9 

x x Section 8.7 10632(a)(7)(C) 

Provide a statement that the supplier will 
coordinate with any city or county within 
which it provides water for the possible 
proclamation of a local emergency. 

Water Shortage 
Contingency 
Planning 

Section 8.9 

x x Section 8.8 10632(a)(8)(A) 
Describe the potential revenue reductions and 
expense increases associated with activated 
shortage response actions. 

Water Shortage 
Contingency 
Planning 

Section 8.10 
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Retail Wholesale 
2020 

Guidebook 
Location 

Water Code 
Section Summary as Applies to UWMP Subject 2020 UWMP 

Location  

x x Section 8.8 10632(a)(8)(B) 

Provide a description of mitigation actions 
needed to address revenue reductions and 
expense increases associated with activated 
shortage response actions. 

Water Shortage 
Contingency 
Planning 

Section 8.10 

x   Section 8.8 10632(a)(8)(C) 

Retail suppliers must describe the cost of 
compliance with Water Code Chapter 3.3: 
Excessive Residential Water Use During 
Drought 

Water Shortage 
Contingency 
Planning 

Section 8.10 

x   Section 8.9 10632(a)(9) 

Retail suppliers must describe the monitoring 
and reporting requirements and procedures 
that ensure appropriate data is collected, 
tracked, and analyzed for purposes of 
monitoring customer compliance. 

Water Shortage 
Contingency 
Planning 

Section 8.11 

x   Section 8.11 10632(b) 

Analyze and define water features that are 
artificially supplied with water, including 
ponds, lakes, waterfalls, and fountains, 
separately from swimming pools and spas. 

Water Shortage 
Contingency 
Planning 

Section 8.5.5 

x x Sections 8.12 
and 10.4 10635(c) 

Provide supporting documentation that Water 
Shortage Contingency Plan has been, or will 
be, provided to any city or county within 
which it provides water, no later than 30 days 
after the submission of the plan to DWR. 

Plan Adoption, 
Submittal, and 
Implementation 

Section 8.13 
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Retail Wholesale 
2020 

Guidebook 
Location 

Water Code 
Section Summary as Applies to UWMP Subject 2020 UWMP 

Location  

x x Section 8.14 10632(c) 

Make available the Water Shortage 
Contingency Plan to customers and any city or 
county where it provides water within 30 after 
adopted the plan. 

Water Shortage 
Contingency 
Planning 

Section 8.13 

  x Sections 9.1 
and 9.3 10631(e)(2) 

Wholesale suppliers shall describe specific 
demand management measures listed in 
code, their distribution system asset 
management program, and supplier 
assistance program. 

Demand 
Management 
Measures 

N/A 

x   Sections 9.2 
and 9.3 10631(e)(1) 

Retail suppliers shall provide a description of 
the nature and extent of each demand 
management measure implemented over the 
past five years. The description will address 
specific measures listed in code. 

Demand 
Management 
Measures 

Section 9.1, 
Section 9.2, 

Section 9.3, and 
Table 9-10 

x   Chapter 10 10608.26(a) 

Retail suppliers shall conduct a public hearing 
to discuss adoption, implementation, and 
economic impact of water use targets 
(recommended to discuss compliance). 

Plan Adoption, 
Submittal, and 
Implementation 

Section 10.3 

x x Section 10.2.1 10621(b) 

Notify, at least 60 days prior to the public 
hearing, any city or county within which the 
supplier provides water that the urban water 
supplier will be reviewing the plan and 
considering amendments or changes to the 
plan. Reported in Table 10-1. 

Plan Adoption, 
Submittal, and 
Implementation 

Section 10.1 
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Retail Wholesale 
2020 

Guidebook 
Location 

Water Code 
Section Summary as Applies to UWMP Subject 2020 UWMP 

Location  

x x Section 10.4 10621(f) 
Each urban water supplier shall update and 
submit its 2020 plan to the department by 
July 1, 2021. 

Plan Adoption, 
Submittal, and 
Implementation 

Section 10.4 

x x 
Sections 

10.2.2, 10.3, 
and 10.5 

10642 

Provide supporting documentation that the 
urban water supplier made the plan and 
contingency plan available for public 
inspection, published notice of the public 
hearing, and held a public hearing about the 
plan and contingency plan. 

Plan Adoption, 
Submittal, and 
Implementation 

Section 10.5 

x x Section 10.2.2 10642 
The water supplier is to provide the time and 
place of the hearing to any city or county 
within which the supplier provides water. 

Plan Adoption, 
Submittal, and 
Implementation 

Section 10.2.1 

x x Section 10.3.2 10642 
Provide supporting documentation that the 
plan and contingency plan has been adopted 
as prepared or modified. 

Plan Adoption, 
Submittal, and 
Implementation 

Section 10.3 

x x Section 10.4 10644(a) 
Provide supporting documentation that the 
urban water supplier has submitted this 
UWMP to the California State Library. 

Plan Adoption, 
Submittal, and 
Implementation 

Section 10.4 

x x Section 10.4 10644(a)(1) 

Provide supporting documentation that the 
urban water supplier has submitted this 
UWMP to any city or county within which the 
supplier provides water no later than 30 days 
after adoption. 

Plan Adoption, 
Submittal, and 
Implementation 

Section 10.4 
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Retail Wholesale 
2020 

Guidebook 
Location 

Water Code 
Section Summary as Applies to UWMP Subject 2020 UWMP 

Location  

x x Sections 10.4.1 
and 10.4.2 10644(a)(2) 

The plan, or amendments to the plan, 
submitted to the department shall be 
submitted electronically. 

Plan Adoption, 
Submittal, and 
Implementation 

Section 10.4 

x x Section 10.5 10645(a) 

Provide supporting documentation that, not 
later than 30 days after filing a copy of its plan 
with the department, the supplier has or will 
make the plan available for public review 
during normal business hours. 

Plan Adoption, 
Submittal, and 
Implementation 

Section 10.4 

x x Section 10.5 10645(b) 

Provide supporting documentation that, not 
later than 30 days after filing a copy of its 
water shortage contingency plan with the 
department, the supplier has or will make the 
plan available for public review during normal 
business hours. 

Plan Adoption, 
Submittal, and 
Implementation 

Section 10.5 

x x Section 10.6 10621(c) 
If supplier is regulated by the Public Utilities 
Commission, include its plan and contingency 
plan as part of its general rate case filings. 

Plan Adoption, 
Submittal, and 
Implementation 

N/A 

x x Section 10.7.2 10644(b) 
If revised, submit a copy of the water shortage 
contingency plan to DWR within 30 days of 
adoption. 

Plan Adoption, 
Submittal, and 
Implementation 

Section 8.13 
and Section 

10.4 
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Notification Distribution List 

Amador County Groundwater Management Authority 

Clay Water District 

Galt Irrigation District 

Omochumne-Hartnell Water District 

Sacramento County  

Sloughhouse Resource Conservation District 



  
  

 
495 Industrial Galt, CA  95632 

(209) 366-7260     Fax:  (209) 745-0811 
www.ci.galt.ca.us 

 
 
 
 
 
 
 
 

 
February 5, 2021 
 
Clay Water District 
12716 Herald Road 
Herald, CA 95638 
 
Re: Notice of Preparation of Urban Water Management Plan and Water Shortage 
Contingency Plan – 2020 Update 
 
The Urban Water Management Planning Act (California Water Code §10608-10656) requires 
the City of Galt (“City”) to update its Urban Water Management Plan (UWMP) and associated 
Water Shortage Contingency Plan (WSCP) every 5 years.  The City is currently reviewing its 
existing UWMP and associated WSCP, which were updated in 2015, and considering revisions 
to the documents.  The updated UWMP and WSCP are due by July 1, 2021.  We invite your 
agency’s participation in this revision process. 
 
A draft of the UWMP and WSCP will be made available for public review and a public hearing 
will be scheduled in June 2021.  In the meantime, if you would like more information regarding 
the City’s 2015 UWMP and WSCP and the schedule for updating these documents, or if you 
would like to participate in the preparation of the 2020 UWMP and WSCP, please contact 
Alejandra Ricci at: 
 

City of Galt 
495 Industrial Drive 
Galt, CA 95632 
Phone: (209) 366-7273 
ARicci@cityofgalt.org  
 

 
Sincerely, 
  
 
 
Michael Selling, P.E. 
Public Works Director 

Public Works Department 

 



 
 
 
 

495 Industrial Galt, CA  95632 
(209) 366-7260     Fax:  (209) 745-0811 

www.ci.galt.ca.us 
 

 
 
 
 
 
 

 

May 18, 2021 

Public Works Department 

Re: Notice of Public Hearing Urban Water Management Plan and Water Shortage Contingency 
Plan – 2020 Update 

 
The Urban Water Management Planning Act (California Water Code §10608–10656) requires the City 
of Galt (City) to update its Urban Water Management Plan (UWMP) and associated Water Shortage 
Contingency Plan (WSCP) every 5 years. The City must also make the draft documents available for 
public review and hold a public hearing before adopting its UWMP and associated WSCP.  
 
This is to notify you that the City will hold a public hearing on June 15, 2021 at 6:00 p.m. by virtual 
meeting to consider proposed revisions and updates to the 2020 UWMP and associated WSCP. We 
invite your agency’s participation in the process. In conjunction with the update to the UWMP, the 
public may also provide input on the urban water use target included in the UWMP, any impacts to the 
local economy, and the City’s method of determining its urban water use target. 
 
The UWMP and associated WSCP will be made available for public review by June 1, 2021 at 
http://www.ci.galt.ca.us. Visit https://www.ci.galt.ca.us/i-want-to/city-meetings for the City Council 
meeting agenda and for links to the virtual public hearing. 
 
If you have any questions about the 2020 UWMP or WSCP or the process for updating these 
documents, please contact Alejandra Ricci at: 

 
City of Galt 
495 Industrial Drive 
Galt, CA 95632 
Phone: (209) 366-7273 
ARicci@cityofgalt.org  

 
 
Sincerely, 
 
 
 
Michael Selling, P.E. 
Public Works Director 
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Water Audit Report for:
Reporting Year:

All volumes to be entered as: ACRE-FEET PER YEAR

Master Meter and Supply Error Adjustments
WATER SUPPLIED Pcnt: Value:

Volume from own sources: 8 4,163.000 acre-ft/yr 9 -1.25% acre-ft/yr
Water imported: n/a 0.000 acre-ft/yr n/a acre-ft/yr
Water exported: n/a 0.000 acre-ft/yr n/a acre-ft/yr

Enter negative % or value for under-registration
WATER SUPPLIED: 4,215.696 acre-ft/yr Enter positive % or value for over-registration

.
AUTHORIZED CONSUMPTION

Billed metered: 9 1,020.000 acre-ft/yr
Billed unmetered: 10 2,855.000 acre-ft/yr
Unbilled metered: 9 80.000 acre-ft/yr Pcnt: Value:

Unbilled unmetered: 8 52.696 acre-ft/yr 1.25% acre-ft/yr

AUTHORIZED CONSUMPTION: 4,007.696 acre-ft/yr

WATER LOSSES (Water Supplied - Authorized Consumption) 208.000 acre-ft/yr

Apparent Losses Pcnt: Value:
Unauthorized consumption: 7 10.539 acre-ft/yr 0.25% acre-ft/yr

Customer metering inaccuracies: 10 0.000 acre-ft/yr 0.00% acre-ft/yr
Systematic data handling errors: 7 2.550 acre-ft/yr 0.25% acre-ft/yr

Apparent Losses: 13.089 acre-ft/yr

Real Losses (Current Annual Real Losses or CARL)
Real Losses = Water Losses - Apparent Losses: 194.911 acre-ft/yr

WATER LOSSES: 208.000 acre-ft/yr

NON-REVENUE WATER
NON-REVENUE WATER: 340.696 acre-ft/yr

= Water Losses + Unbilled Metered + Unbilled Unmetered
SYSTEM DATA

Length of mains: 6 99.0 miles
Number of active AND inactive service connections: 8 7,565

Service connection density: 76 conn./mile main

Yes
Average length of customer service line: 8 ft

Average operating pressure: 9 55.0 psi

COST DATA

Total annual cost of operating water system: 10 $2,505,240 $/Year
Customer retail unit cost (applied to Apparent Losses): 10 $0.78

Variable production cost (applied to Real Losses): 7 $/acre-ft

 WATER AUDIT DATA VALIDITY SCORE:

 PRIORITY AREAS FOR ATTENTION:

     1: Volume from own sources
     2: Unauthorized consumption
     3: Systematic data handling errors

 Based on the information provided, audit accuracy can be improved by addressing the following components:

$/100 cubic feet (ccf)

              <----------- Enter grading in column 'E' and 'J' ---------->

                Default option selected for unauthorized consumption - a grading of 5 is applied but not displayed                

*** YOUR SCORE IS: 83 out of 100 ***

A weighted scale for the components of consumption and water loss is included in the calculation of the Water Audit Data Validity Score

120.000

                   Default option selected for Systematic data handling errors - a grading of 5 is applied but not displayed

Average length of customer service line has been set to zero and a data grading score of 10 has been applied

Are customer meters typically located at the curbstop or property line? 

 AWWA Free Water Audit Software:
 Reporting Worksheet

       Default option selected for Unbilled unmetered - a grading of 5 is applied but not displayed
208.000

2015 1/2015 - 12/2015
City of Galt Public Works Department

?
?

?

?

?

? Click to access definition

?
?

?

?

?

?

Please enter data in the white cells below. Where available, metered values should be used; if metered values are unavailable please estimate a value. Indicate your confidence in the accuracy of the 

?

?
?

?

?
?

(length of service line, beyond the property boundary, 
that is the responsibility of the utility)

Use buttons to select
percentage of water supplied

OR
value

?Click here: 
for help using option 

?

?

?

?

+

+ Click to add a comment

WAS v5.0

+
+

+
+

+
+

American Water Works Association.

?
?
?

+

+
+

+

+

+

+
+

+

+

+
+
+ Use Customer Retail Unit Cost to value real losses

?

To select the correct data grading for each input, determine the highest grade where 
the utility meets or exceeds all criteria for that grade and all grades below it.
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Water Audit Report for:
Reporting Year:

All volumes to be entered as: MILLION GALLONS (US) PER YEAR

Master Meter and Supply Error Adjustments
WATER SUPPLIED Pcnt: Value:

Volume from own sources: 6 1,385.000 MG/Yr 2 MG/Yr
Water imported: n/a 0.000 MG/Yr MG/Yr
Water exported: n/a 0.000 MG/Yr MG/Yr

Enter negative % or value for under-registration
WATER SUPPLIED: 1,385.000 MG/Yr Enter positive % or value for over-registration

.
AUTHORIZED CONSUMPTION

Billed metered: 8 1,303.000 MG/Yr
Billed unmetered: n/a MG/Yr
Unbilled metered: n/a MG/Yr Pcnt: Value:

Unbilled unmetered: 5 3.463 MG/Yr 1.25% MG/Yr

AUTHORIZED CONSUMPTION: 1,306.463 MG/Yr

WATER LOSSES (Water Supplied - Authorized Consumption) 78.537 MG/Yr

Apparent Losses Pcnt: Value:
Unauthorized consumption: 5 3.463 MG/Yr 0.25% MG/Yr

Customer metering inaccuracies: 5 6.548 MG/Yr 0.50% MG/Yr
Systematic data handling errors: 3.258 MG/Yr 0.25% MG/Yr

Apparent Losses: 13.268 MG/Yr

Real Losses (Current Annual Real Losses or CARL)
Real Losses = Water Losses - Apparent Losses: 65.270 MG/Yr

WATER LOSSES: 78.537 MG/Yr

NON-REVENUE WATER
NON-REVENUE WATER: 82.000 MG/Yr

= Water Losses + Unbilled Metered + Unbilled Unmetered
SYSTEM DATA

Length of mains: 5 100.5 miles
Number of active AND inactive service connections: 9 7,565

Service connection density: 75 conn./mile main

Yes
Average length of customer service line: ft

Average operating pressure: 5 50.0 psi

COST DATA

Total annual cost of operating water system: 10 $1,852,534 $/Year
Customer retail unit cost (applied to Apparent Losses): 5 $0.89

Variable production cost (applied to Real Losses): 6 $408.39 $/Million gallons

 WATER AUDIT DATA VALIDITY SCORE:

 PRIORITY AREAS FOR ATTENTION:

     1: Volume from own sources
     2: Customer metering inaccuracies
     3: Customer retail unit cost (applied to Apparent Losses)

 Based on the information provided, audit accuracy can be improved by addressing the following components:

$/100 cubic feet (ccf)

                Default option selected for unauthorized consumption - a grading of 5 is applied but not displayed                

*** YOUR SCORE IS: 63 out of 100 ***

A weighted scale for the components of consumption and water loss is included in the calculation of the Water Audit Data Validity Score

0.100

                   Default option selected for Systematic data handling errors - a grading of 5 is applied but not displayed

Average length of customer service line has been set to zero and a data grading score of 10 has been applied

Are customer meters typically located at the curbstop or property line? 

 AWWA Free Water Audit Software:
 Reporting Worksheet

3.463

2017 7/2016 - 6/2017
City of Galt  (772)

              <----------- Enter grading in column 'E' and 'J' ---------->

?
?

?

?

?

? Click to access definition

?
?

?

?

?

?

Please enter data in the white cells below. Where available, metered values should be used; if metered values are unavailable please estimate a value. Indicate your confidence in the accuracy of the 

?

?
?

?

?
?

(length of service line, beyond the property 
boundary, that is the responsibility of the utility)

Use buttons to select
percentage of water 

supplied
OR

value

?Click here: 
for help using option 
buttons below

?

?

?

?

+

+ Click to add a comment

WAS v5.0

+
+

+
+

+

+

American Water Works Association.

?
?
?

+

+
+

+

+

+

+
+

+

+

+
+
+

?

To select the correct data grading for each input, determine the highest grade where 
the utility meets or exceeds all criteria for that grade and all grades below it.

Use Customer Retail Unit Cost to value real losses
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Water Audit Report for:
Reporting Year:

All volumes to be entered as: MILLION GALLONS (US) PER YEAR

Master Meter and Supply Error Adjustments
WATER SUPPLIED Pcnt: Value:

Volume from own sources: 7 1,502.816 MG/Yr 3 -0.16% MG/Yr
Water imported: n/a 0.000 MG/Yr MG/Yr
Water exported: n/a 0.000 MG/Yr MG/Yr

Enter negative % or value for under-registration
WATER SUPPLIED: 1,505.224 MG/Yr Enter positive % or value for over-registration

.
AUTHORIZED CONSUMPTION

Billed metered: 7 1,343.935 MG/Yr
Billed unmetered: 8 42.064 MG/Yr
Unbilled metered: 6 10.253 MG/Yr Pcnt: Value:

Unbilled unmetered: 18.815 MG/Yr 1.25% MG/Yr

AUTHORIZED CONSUMPTION: 1,415.067 MG/Yr

WATER LOSSES (Water Supplied - Authorized Consumption) 90.157 MG/Yr

Apparent Losses Pcnt: Value:
Unauthorized consumption: 3.763 MG/Yr 0.25% MG/Yr

Customer metering inaccuracies: 7 13.679 MG/Yr 1.00% MG/Yr
Systematic data handling errors: 3.360 MG/Yr 0.25% MG/Yr

Apparent Losses: 20.802 MG/Yr

Real Losses (Current Annual Real Losses or CARL)
Real Losses = Water Losses - Apparent Losses: 69.355 MG/Yr

WATER LOSSES: 90.157 MG/Yr

NON-REVENUE WATER
NON-REVENUE WATER: 119.225 MG/Yr

= Water Losses + Unbilled Metered + Unbilled Unmetered
SYSTEM DATA

Length of mains: 6 100.9 miles
Number of active AND inactive service connections: 5 7,565

Service connection density: 75 conn./mile main

Yes
Average length of customer service line: ft

Average operating pressure: 7 50.0 psi

COST DATA

Total annual cost of operating water system: 10 $1,802,288 $/Year
Customer retail unit cost (applied to Apparent Losses): 10 $0.89

Variable production cost (applied to Real Losses): 10 $308.26 $/Million gallons

 WATER AUDIT DATA VALIDITY SCORE:

 PRIORITY AREAS FOR ATTENTION:

     1: Volume from own sources
     2: Billed metered
     3: Unbilled metered

 Based on the information provided, audit accuracy can be improved by addressing the following components:

$/100 cubic feet (ccf)

                Default option selected for unauthorized consumption - a grading of 5 is applied but not displayed                

*** YOUR SCORE IS: 74 out of 100 ***

A weighted scale for the components of consumption and water loss is included in the calculation of the Water Audit Data Validity Score

0.100

                   Default option selected for Systematic data handling errors - a grading of 5 is applied but not displayed

Average length of customer service line has been set to zero and a data grading score of 10 has been applied

Are customer meters typically located at the curbstop or property line? 

 AWWA Free Water Audit Software:
 Reporting Worksheet

       Default option selected for Unbilled unmetered - a grading of 5 is applied but not displayed

2018 7/2017 - 6/2018
City of Galt  (772)

              <----------- Enter grading in column 'E' and 'J' ---------->

?
?

?

?

?

? Click to access definition

?
?

?

?

?

?

Please enter data in the white cells below. Where available, metered values should be used; if metered values are unavailable please estimate a value. Indicate your confidence in the accuracy of the 

?

?
?

?

?
?

(length of service line, beyond the property 
boundary, that is the responsibility of the utility)

Use buttons to select
percentage of water 

supplied
OR

value

?Click here: 
for help using option 
buttons below

?

?

?

?

+

+ Click to add a comment

WAS v5.0

+
+

+
+

+

+

American Water Works Association.

?
?
?

+

+
+

+

+

+

+
+

+

+

+
+
+ Use Customer Retail Unit Cost to value real losses

?

To select the correct data grading for each input, determine the highest grade where 
the utility meets or exceeds all criteria for that grade and all grades below it.
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Water Audit Report for:
Reporting Year:

All volumes to be entered as: MILLION GALLONS (US) PER YEAR

Master Meter and Supply Error Adjustments
WATER SUPPLIED Pcnt: Value:

Volume from own sources: 7 1,381.659 MG/Yr 3 -0.16% MG/Yr
Water imported: n/a 0.000 MG/Yr MG/Yr
Water exported: n/a 0.000 MG/Yr MG/Yr

Enter negative % or value for under-registration
WATER SUPPLIED: 1,383.873 MG/Yr Enter positive % or value for over-registration

.
AUTHORIZED CONSUMPTION

Billed metered: 7 1,319.056 MG/Yr
Billed unmetered: 8 1.647 MG/Yr
Unbilled metered: 6 11.578 MG/Yr Pcnt: Value:

Unbilled unmetered: 17.298 MG/Yr 1.25% MG/Yr

AUTHORIZED CONSUMPTION: 1,349.579 MG/Yr

WATER LOSSES (Water Supplied - Authorized Consumption) 34.294 MG/Yr

Apparent Losses Pcnt: Value:
Unauthorized consumption: 3.460 MG/Yr 0.25% MG/Yr

Customer metering inaccuracies: 7 13.441 MG/Yr 1.00% MG/Yr
Systematic data handling errors: 3.298 MG/Yr 0.25% MG/Yr

Apparent Losses: 20.198 MG/Yr

Real Losses (Current Annual Real Losses or CARL)
Real Losses = Water Losses - Apparent Losses: 14.096 MG/Yr

WATER LOSSES: 34.294 MG/Yr

NON-REVENUE WATER
NON-REVENUE WATER: 63.170 MG/Yr

= Water Losses + Unbilled Metered + Unbilled Unmetered
SYSTEM DATA

Length of mains: 6 100.9 miles
Number of active AND inactive service connections: 5 7,243

Service connection density: 72 conn./mile main

Yes
Average length of customer service line: ft

Average operating pressure: 7 50.0 psi

COST DATA

Total annual cost of operating water system: 10 $1,814,651 $/Year
Customer retail unit cost (applied to Apparent Losses): 10 $0.94

Variable production cost (applied to Real Losses): 10 $305.06 $/Million gallons

 WATER AUDIT DATA VALIDITY SCORE:

 PRIORITY AREAS FOR ATTENTION:

     1: Volume from own sources
     2: Billed metered
     3: Unbilled metered

                   Default option selected for Systematic data handling errors - a grading of 5 is applied but not displayed

Average length of customer service line has been set to zero and a data grading score of 10 has been applied

Are customer meters typically located at the curbstop or property line? 

 AWWA Free Water Audit Software:
 Reporting Worksheet

       Default option selected for Unbilled unmetered - a grading of 5 is applied but not displayed

2019 7/2018 - 6/2019
City of Galt  (772)

              <----------- Enter grading in column 'E' and 'J' ---------->

 Based on the information provided, audit accuracy can be improved by addressing the following components:

$/100 cubic feet (ccf)

                Default option selected for unauthorized consumption - a grading of 5 is applied but not displayed                

*** YOUR SCORE IS: 74 out of 100 ***

A weighted scale for the components of consumption and water loss is included in the calculation of the Water Audit Data Validity Score

0.100

?
?

?

?

?

? Click to access definition

?
?

?

?

?

?

Please enter data in the white cells below. Where available, metered values should be used; if metered values are unavailable please estimate a value. Indicate your confidence in the accuracy of the 

?

?
?

?

?
?

(length of service line, beyond the property 
boundary, that is the responsibility of the utility)

Use buttons to select
percentage of water 

supplied
OR

value

?Click here: 
for help using option 
buttons below

?

?

?

?

+

+ Click to add a comment

WAS v5.0

+
+

+
+

+

+

American Water Works Association.

?
?
?

+

+
+

+

+

+

+
+

+

+

+
+
+ Use Customer Retail Unit Cost to value real losses

?

To select the correct data grading for each input, determine the highest grade where 
the utility meets or exceeds all criteria for that grade and all grades below it.
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APPENDIX E  
SBX7-7 COMPLIANCE TABLES 

 

  



SB X7-7 Table 0: Units of Measure Used in 2020 UWMP*           
(select one from the drop down list)                 

Acre Feet

*The unit of measure must be consistent throughout the UWMP, as 
reported in Submittal Table 2-3.

NOTES:  



NOTES:

SB X7-7 Table 2:  Method for 2020 Population Estimate

Method Used to Determine 2020 Population
(may check more than one)

1. Department of Finance  (DOF) or                                   
American Community Survey (ACS) 

3. DWR Population Tool

4. Other
DWR recommends pre-review

2. Persons-per-Connection Method



                                           26,006 2020

SB X7-7 Table 3: 2020 Service Area Population

2020 Compliance Year Population

NOTES:



Exported 
Water *

Change in 
Dist. System 

Storage*
(+/-) 

Indirect 
Recycled 

Water
This column will 

remain blank 
until SB X7-7 
Table 4-B is 
completed.           

 Water 
Delivered 

for 
Agricultural 

Use* 

Process Water
This column will 

remain blank 
until SB X7-7  
Table 4-D is 
completed. 

                 4,781 -           -                                     -   -                                       -                           4,781 

NOTES:

SB X7-7 Table 4: 2020 Gross Water Use 

2020 Volume 
Into 

Distribution 
System

This column will 
remain blank until 
SB X7-7 Table 4-A 

is completed.             

2020 Gross Water 
Use 

2020 Deductions

*  Units of measure (AF, MG , or CCF) must remain consistent throughout the UWMP,  as reported in SB X7-7 Table 0 and 
Submittal Table 2-3.

Compliance 
Year 2020



2020 Gross Water               
Fm SB X7-7 Table 4

2020 Population Fm 
SB X7-7 Table 3

2020 GPCD

4,781                       26,006                       164                          

SB X7-7 Table 5: 2020 Gallons Per Capita Per Day 
(GPCD)

NOTES:



Extraordinary 
Events1

Weather 
Normalization1

Economic 
Adjustment1

164                         -                              -                         -   -                   164                  177 YES

NOTES: 

1  All values are reported in GPCD                                                                                                                                                                                       
2  2020 Confirmed Target GPCD is taken from the Supplier's SB X7-7 Verification Form Table SB X7-7, 7-F.

SB X7-7 Table 9: 2020 Compliance

Optional Adjustments to 2020 GPCD
Did Supplier 

Achieve 
Targeted 

Reduction for 
2020?

Actual 2020 
GPCD1

2020  Confirmed 
Target GPCD 1, 2TOTAL 

Adjustments1

Adjusted 2020 
GPCD 1 

(Adjusted if 
applicable)

Enter "0" if Adjustment Not Used



Supporting Documentation

Method 1 SB X7-7 Table 7A

Method 2 SB X7-7 Tables 7B, 7C, and 7D 
Contact DWR for these tables

Method 3 SB X7-7 Table 7-E

Method 4 Method 4 Calculator

SB X7-7 Table 7: 2020 Target Method
Select Only One

Target Method

NOTES:



10-15 Year Baseline                              
GPCD

  2020 Target 
GPCD

221 177

SB X7-7 Table 7-A: Target Method 1
20% Reduction

NOTES: Units are gallons per capita per day (GPCD). 



SB X7-7 Table 7-B: Target Method 2                                                                                                                                                                   Target Landscape 
Water Use

Tables for Target Method 2 (SB X7-7 Tables 7-B, 7-C, and 7-D) are not included in the SB X7-7 Verification Form, but are still required for water suppliers 
using Target Method 2. These water suppliers should contact Gwen Huff at (916) 651-9672 or gwen.huff@water.ca.gov



SB X7-7 Table 7-C: Target Method 2
Target CII Water Use

Tables for Target Method 2 (SB X7-7 Tables 7-B, 7-C, and 7-D) are not included in the SB X7-7 Verification Form, but are still required for water 
suppliers using Target Method 2. These water suppliers should contact Gwen Huff at (916) 651-9672 or gwen.huff@water.ca.gov



SB X7-7 Table 7-D: Target Method 2 Summary

Tables for Target Method 2 (SB X7-7 Tables 7-B, 7-C, and 7-D) are not included in the SB X7-7 Verification Form, but are still required for water 
suppliers using Target Method 2. These water suppliers should contact Gwen Huff at (916) 651-9672 or gwen.huff@water.ca.gov



Agency May 
Select More 
Than One as 
Applicable

Percentage of 
Service Area 

in This 
Hydrological 

Region

Hydrologic Region
"2020 Plan" 

Regional 
Targets

Method 3 
Regional 
Targets 
(95%)

North Coast 137 130

North Lahontan 173 164

Sacramento River 176 167

San Francisco Bay 131 124

100% San Joaquin River 174 165

Central Coast 123 117

Tulare Lake 188 179

South Lahontan 170 162

South Coast 149 142

Colorado River 211 200

165

SB X7-7 Table 7-E: Target Method 3 

Target
(If more than one region is selected, this value is calculated.)

NOTES: Units are gallons per capita per day (GPCD). 



5 Year
Baseline GPCD
From SB X7-7           

Table 5

Maximum 2020 
Target1

Calculated
2020 Target2

Confirmed 
2020 Target

218 207 177                              177

SB X7-7 Table 7-F: Confirm Minimum Reduction for 2020 Target

1 Maximum 2020 Target is 95% of the 5 Year Baseline GPCD                                          2 2020 
Target is calculated based on the selected Target Method, see SB X7-7 Table 7 and 
corresponding tables for agency's calculated target.     

NOTES: Units are gallons per capita per day (GPCD). 
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APPENDIX F  
DROUGHT RESPONSE TOOL QUANTITATIVE ASSESSMENT 

  



Agency Name City of Galt
Total Population Served 26,006

Number of Residential Accounts 7,366
Number of Commercial, Industrial, and 

Institutional (CII) Accounts 275

Number of Dedicated Irrigation Accounts 0
Baseline Year(s) 2016-2020

Percentage of Residential Indoor Use 
During Minimum Month (%) 100%

Percentage of CII Indoor Use 
During Minimum Month (%) 100%

Comments

Enter Agency Information

City of Galt
1 - Home 

Track production and water savings against the conservation 
target. 

Navigation
Download and read the guide before using this Tool
Enter agency information

Enter Baseline Year production and use

Review and confirm entered information

Select Drought Response Actions and input estimated water 
savings and implementation rates.  

Review estimated water production and compare estimated 
savings to conservation target. 

Drought Response Tool

Home
Input Baseline 

Year Water 
Use

Baseline Year 
Water Use 

Profile

Drought 
Response 

Actions
Estimated 

Water Savings
Drought 

Response 
Tracking

1 - HOME

2 - INPUT BASELINE
YEAR WATER USE 

3 - BASELINE YEAR 
WATER USE 
PROFILE

4 - DROUGHT
RESPONSE ACTIONS 

5 - ESTIMATED
WATER SAVINGS

6 - DROUGHT 
RESPONSE TRACKING

USER'S GUIDE

Worksheet 1 - Home
Page 1 of 5
Date Printed: 5/20/2021

Drought Response Tool
© EKI Environment Water, Inc.



City of Galt
1 - Home 

Drought Response Tool

Home
Input Baseline 

Year Water 
Use

Baseline Year 
Water Use 

Profile

Drought 
Response 

Actions
Estimated 

Water Savings
Drought 

Response 
Tracking

For questions about this tool or for additional information, contact:

Anona Dutton, P.G., C.Hg.
adutton@ekiconsult.com 

(650) 292-9100

Disclaimer:  This electronic file is being provided by EKI Environment & Water Inc. (EKI; fomerly Erler & 
Kalinowski, Inc.) at the request of (CLIENT).  The Drought Response Tool was transmitted to CLIENT in 
electronic format, on a CD dated [DATE] (Original Document).  Only the Original Document, provided to, and 
for the sole benefit of, CLIENT constitutes EKI’s professional work product.  An electronic copy of the Drought 
Response Tool is provided to CLIENT’s Customer Agencies, for use only by CLIENT-designated Customer 
Agencies.  The Drought Response Tool is copyrighted by EKI.  All rights are reserved by EKI, and content may 
not be reproduced, downloaded, disseminated, published, or transferred in any form or by any means, except 
with the prior written permission of EKI.  Customer Agencies may use the Drought Response Tool for reviewing 
potential drought response alternatives. The delivery to, or use by, Customer Agencies of the Drought 
Response Tool does not provide rights of reliance by Client Agencies or other third parties without the express 
written consent of EKI and subject to the execution of an agreement between such Customer Agency or other 
third party and EKI. EKI makes no warranties, either express or implied, of the electronic media or regarding its 
merchantability, applicability, compatibility with the recipients’ computer equipment or software; of the fitness 
for any particular purpose; or that the electronic media contains no defect or is virus free.  Use of EKI’s Drought 
Response Tool, other electronic media, or other work product by Client Agency or others shall be at the party’s 
sole risk.  Further, by use of this electronic media, the user agrees, to the fullest extent permitted by law, to 
defend, indemnify and hold harmless EKI, CLIENT, and their officers, directors, employees, and 
subconsultants against all damages, liabilities or costs, including reasonable attorneys’ fees and defense costs, 
arising from any use, modification or changes made to the electronic files by anyone other than EKI or from 
any unauthorized distribution or reuse of the electronic files without the prior written consent of EKI.

© 2015 Erler & Kalinowski, Inc.

Worksheet 1 - Home
Page 2 of 5
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Units: (gal)

Date
Total Production

(gal)

Residential 
Water Use

(gal)
CII Water Use

(gal)

Dedicated 
Irrigation Water 

Use
(gal)

Non-Revenue 
Water Use

(gal) Total R-GPCD Comments
January 70,119,300 44,417,278 10,696,089 1,266,647 13,739,286 55
February 67,866,686 50,340,439 9,809,016 1,140,740 6,576,491 69
March 74,104,957 55,060,658 11,231,043 883,478 6,929,777 68
April 88,742,205 64,173,294 14,876,213 1,618,712 8,073,986 82
May 141,310,603 97,895,008 25,919,681 9,049,406 8,446,508 121
June 169,194,742 118,651,633 30,363,652 12,406,728 7,772,728 152
July 193,818,658 141,249,365 34,694,617 6,789,528 11,085,147 175
August 186,601,380 115,573,191 35,915,156 13,783,281 21,329,751 143
September 162,043,440 112,161,531 30,400,946 11,666,801 7,814,161 144
October 136,391,063 93,006,502 24,694,240 8,589,401 10,100,921 115
November 95,240,191 62,087,345 19,661,393 2,859,296 10,632,157 80
December 72,045,089 49,844,740 12,073,881 648,087 9,478,381 62

Select the units to input monthly production and use data. Enter the total monthly potable water production for the Baseline Year. Next, enter monthly water use data by sector for the Baseline Year. If you bill on a bi-monthly 
basis, divide your billing data between the months that the billing cycle includes.  If your single-family and multi-family accounts are tracked separately, enter the combined water use for both sectors in the Residential Water 
Use column.  If your commercial, industrial, and institutional (CII) accounts are tracked separately, enter the combined water use for each sector in the CII Water Use column. Your non-revenue water use is calculated by 
subtracting your monthly residential, CII, and dedicated irrigation water uses from your monthly production. Your monthly residential gallons per capita per day (R-GPCD) is calculated by dividing your monthly residential 
water use by your population entered in Worksheet 1 - Home.

2 - Input Baseline Year (2016-2020) Water Use

Input Baseline Year (2016-2020) Production and Water Use

City of Galt

Drought Response Tool

Home Input Baseline Year 
Water Use

Baseline Year Water 
Use Profile

Drought Response 
Actions

Estimated Water 
Savings

Drought Response 
Tracking

Worksheet 2 - Input Baseline Year Water Use
Page 3 of 5
Date Printed: 5/20/2021
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Units: (gal)

Residential CII Dedicated Irrigation Non-Revenue
Total 1,457,478,314 1,004,460,983 260,335,928 70,702,106 121,979,295

Total Indoor 648,915,446 522,977,628 125,937,819 -- --
Total Outdoor 686,583,571 481,483,356 134,398,110 70,702,106 --

Total Non-Revenue 121,979,295 -- -- -- 121,979,295
Total Indoor % 45% 52% 48% 0% --

Total Outdoor % 47% 48% 52% 100% --
Total Non-Revenue % 8% -- -- -- 100%

3 - Baseline Year (2016-2020) Water Use Profile
City of Galt

Baseline Year (2016-2020) Annual Water Use Summary

Water Use (gal)
Water Use Comments

A summary of your Baseline Year water use by sector and major end use category is shown below.  Select the units in which your production and use data are displayed. 

Total Production 
(gal)

Residential
69%

CII
18%

Dedicated 
Irrigation

5%

Non-Revenue
8%

Baseline Year (2016-2020) Percent Annual 
Water Use by Sector

Residential CII Dedicated Irrigation Non-Revenue

52%

48%

45%

48%

52%

100%

47%

100%

8%

0

200,000,000

400,000,000

600,000,000

800,000,000

1,000,000,000

1,200,000,000

1,400,000,000

1,600,000,000

Residential CII Dedicated Irrigation Non-Revenue Total
(g

al
)

Baseline Year (2016-2020) Annual Water Use by Sector and End 
Use

Indoor Outdoor Non-Revenue

An
nu

al
W

at
er

Drought Response Tool

Home Input Baseline Year 
Water Use

Baseline Year 
Water Use Profile

Drought Response 
Actions

Estimated Water 
Savings

Drought Response 
Tracking

Worksheet 3 - Baseline Year Water Use Profile
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3 - Baseline Year (2016-2020) Water Use Profile
City of Galt

Drought Response Tool

Home Input Baseline Year 
Water Use

Baseline Year 
Water Use Profile

Drought Response 
Actions

Estimated Water 
Savings

Drought Response 
Tracking
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Minimum Residential Indoor GPCD 50 R-GPCD
Maximum Residential Outdoor Savings 50% of Baseline Residential Outdoor Water Use
Maximum CII Indoor Savings 35% of Baseline CII Indoor Water Use
Maximum CII Outdoor Savings 50% of Baseline CII Outdoor Water Use
Maximum Dedicated Irrigation Account Savings 60% of Baseline Dedicated Irrigation Water Use
Maximum Non-Revenue Water Savings 25% of Baseline Non-Revenue Water Use

Resulting Total Maximum Annual Savings Potential 32% of Total Baseline Production

4 - Drought Response Actions - Stage 1
City of Galt

Maximum Savings Potential
Use the default values or enter your own criteria for the maximum savings potential. Estimated water savings within each sector will not exceed the maximum savings criteria.

Drought Response Tool

Home
Input Baseline Year 

Water Use
Baseline Year 

Water Use Profile
Drought Response 

Actions
Estimated Water 

Savings
Drought Response 

Tracking

Toilets
20%

Faucets & 
Dishwash

er 20%

Clothes 
Washers

18%

Showers/ 
Baths 22%

Leaks/ 
Other 20%

Residential Indoor 

Fixtures & 
Appliances

31%

Process
26%

Cooling
23%

Leaks/ Other
20%

CII Indoor 

Irrigation 84%

Misc. 
Outdoor

11%

External 
Leaks 5%

Outdoor 

Assumed Proportion of Water Use by End Uses and Sector

Worksheet 4 - Drought Response Actions
Page 1 of 6
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4 - Drought Response Actions - Stage 1
City of Galt

Drought Response Tool

Home
Input Baseline Year 

Water Use
Baseline Year 

Water Use Profile
Drought Response 

Actions
Estimated Water 

Savings
Drought Response 

Tracking

►  Possible Mandatory Prohibitions All Outdoor 14% 50% -- --

Prohibit Irrigation with Potable Water Outside of Newly Constructed Homes 
and Buildings that is not Delivered by Drip or Microspray Systems Irrigation -- --

Require Shut-Off Nozzles on Hoses for Vehicle Washing Misc. Outdoor 17% 50% --

Prohibit Use of Potable Water to Wash Sidewalks and Driveways Misc. Outdoor 17% 50% --

Prohibit the Use of Potable Water for Street Washing Misc. Outdoor 17% 50% --

Prohibit Irrigation with Potable Water in a Manner that causes Runoff Irrigation 3% 50% DeOreo et al., 2011 --

Prohibit Irrigation with Potable Water within 48 Hours following Measurable 
Rainfall Irrigation -- --

Prohibit Irrigation of Ornamental Turf with Potable Water on Street Medians Irrigation -- --

Prohibit Potable Water Use for Decorative Water Features that do not 
Recirculate Water Misc. Outdoor 50% 50% EBMUD, 2008 --

Provide Linen Service Opt Out Options Fixtures & Appliances 0.5% 50% EBMUD, 2011 --

Prohibit Serving Drinking Water other than upon Request in Eating or Drinking 
Establishments

Fixtures & Appliances 0.5% 50% EBMUD, 2011 --

Source of Default 
Implementation Rate

Implementation 
Rate

Source of Default 
Savings Estimate

End Use 
Savings (%)

Select the Drought Response Actions you would like to include in your estimated savings calculations. For each selected action, use the default end use savings estimates and implementation rates or input your own values.  The "End Use Savings" 
estimates the percent water use reduction that could occur at a particular end use as a result of a specific action. The "Implementation Rate" refers to the estimated percentage of accounts that will implement a specific action. The water savings potential at 
each end use is capped based on the assumed distribution of end use water demands shown in the pie charts above. A dash (--) indicates that professional judgement was used to establish the default value, or that savings are expected to be accounted for 
as part of a Public Information Program; additional basis for the default values are included in the User Manual.

Drought Response Actions

Action Description
Implement 
ProgramEnd Use(s)

See Appendix D of the DRP

Worksheet 4 - Drought Response Actions
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4 - Drought Response Actions - Stage 1
City of Galt

Drought Response Tool

Home
Input Baseline Year 

Water Use
Baseline Year 

Water Use Profile
Drought Response 

Actions
Estimated Water 

Savings
Drought Response 

Tracking

►  Agency Drought Actions / Restrictions

►  Agency Actions
Media Campaign, Newspaper Articles, Website All 0.5% 50% EBMUD, 2011 --

Promote Water Conservation / Rebate Programs All 50% -- --

Water Efficiency Workshops, Public Events All 0.5% 25% EBMUD, 2011 --

Water Bill Inserts All 0.5% 100% EBMUD, 2011 --

Promote / Expand Use of Recycled Water Irrigation 100% -- --

Home or Mobile Water Use Reports All 5% 10% WaterSmart Software, 2015 --

Decrease Frequency and Length of Line Flushing Non Revenue Water 25% 50% See Appendix D of the DRP Reduced flushing by 50%.

Audit and Reduce System Water Loss Non Revenue Water 45% 50% DWR, 2015 Target 50% of leakage.

Implement Drought Rate Structure / Water Budgets All 1% 100% CUWCC, 2015 --

Establish Retrofit on Resale Ordinance All Residential Indoor 21% 6% SFPUC, 2004 First Tuesday, 2015

Require Net Zero Demand Increase on New Connections All -- --

Moratorium on New Connections All -- --

Move to Monthly Metering / Billing All 5% 10% See Appendix D of the DRP --

Increase Water Waste Patrols / Enforcement All -- --

Establish Drought Hotline All -- --

Reduce Distribution System Pressures Non Revenue Water 4.5% 100% CUWCC, 2010; DWR, 2015 --

►  Dedicated Irrigation
Conduct Irrigation Account Surveys Irrigation 30% 10% EBMUD, 2011 --

Limit Irrigation Days, Time and Duration (Select One)
Limit Irrigation to 2 Days/Week, 15 Minutes/Day,  
Between 9PM and 6AM

Irrigation 38% 50%
Limit Irrigation to 1 Day/Week, 10 Minutes/Day, 
Between 9PM and 6AM

Irrigation 79% 50%
Prohibit use of Potable Water for Irrigation Irrigation 100% 50%

Require Repair of all Leaks within 24 hours External Leaks 100% 5% -- --

Customer Water Budgets
Establish Water Budget - 25% Reduction Irrigation 25% 50% -- --

Establish Water Budget - 50% Reduction Irrigation 50% 50% -- --

Establish Water Budget - 75% Reduction Irrigation 75% 50% -- --

Source of Default 
Savings Estimate

Drought Response Actions

Action Description
Source of Default 

Implementation RateEnd Use(s)
Implement 
Program

End Use 
Savings (%)

Implementation 
Rate

UC IPM, 2014 --

Worksheet 4 - Drought Response Actions
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4 - Drought Response Actions - Stage 1
City of Galt

Drought Response Tool

Home
Input Baseline Year 

Water Use
Baseline Year 

Water Use Profile
Drought Response 

Actions
Estimated Water 

Savings
Drought Response 

Tracking

►  Agency Drought Actions / Restrictions

►  Residential
Conduct Water Use Surveys Targeting High Water Users All Residential Uses 10% 10% EBMUD, 2011 --

Limit Irrigation Days, Time and Duration (Select One)
Limit Irrigation to 2 Days/Week, 15 Minutes/Day, 
Between 9PM and 6AM

Irrigation 38% 50%
Limit Irrigation to 1 Day/Week, 10 Minutes/Day, 
Between 9PM and 6AM

Irrigation 79% 50%
Prohibit use of Potable Water for Irrigation Irrigation 100% 50%

Prohibit Vehicle Washing Except with Recycled Water Misc. Outdoor 50% 50% EBMUD, 2008 --

Require Repair of all Leaks within 24 hours Leaks 100% 5% -- --

Require Pool Covers Misc. Outdoor 28% 25% Maddaus & Mayer, 2001 --

Prohibit Filling of Pools Misc. Outdoor 55% 25% DeOreo et al., 2011 --

Customer Water Budgets
Establish Water Budget - 10% Reduction All Residential Uses 10% 50% -- --

Establish Water Budget - 20% Reduction All Residential Uses 20% 50% -- --

►  CII
Conduct CII Surveys Targeting High Water Users All CII uses 10% 10% EBMUD, 2011 --

Limit Irrigation Days, Time and Duration (Select One)
Limit Irrigation to 2 Days/Week, 15 Minutes/Day, 
Between 9PM and 6AM

Irrigation 38% 50%

Limit Irrigation to 1 Day/Week, 10 Minutes/Day, 
Between 9PM and 6AM

Irrigation 79% 50%

Prohibit Use of Potable Water for Construction and Dust Control Misc. Outdoor 100% -- --

Prohibit Single-Pass Cooling Systems Cooling 80% 1% Vickers, 2001 --

Require Repair of all Leaks within 24 hours Leaks 100% 5% -- --

Prohibit Vehicle Washing Except with Recycled Water Misc. Outdoor 50% 50% EBMUD, 2008 --

Require Water-Efficient Pre-Rinse Spray Valves Fixtures & Appliances 0.8% 50% EPA, 2015; Pacific Institute, 2003 --

Customer Water Budgets
Establish Water Budget - 10% Reduction All CII uses 10% 50% -- --

Establish Water Budget - 20% Reduction All CII uses 20% 50% -- --

Establish Water Budget - 30% Reduction All CII uses 30% 50% -- --

Action Description End Use(s)
Implement 
Program

End Use 
Savings (%)

Implementation 
Rate

Source of Default 
Savings Estimate

UC IPM, 2014 --

UC IPM, 2014 --

Drought Response Actions
Source of Default 

Implementation Rate
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4 - Drought Response Actions - Stage 1
City of Galt

Drought Response Tool

Home
Input Baseline Year 

Water Use
Baseline Year 

Water Use Profile
Drought Response 

Actions
Estimated Water 

Savings
Drought Response 

Tracking

►  Residential Customer Actions to Encourage
Install Bathroom Faucet Aerators Faucets and Dishwashers -- --

Install a Water-Efficient Showerhead Showers/Baths -- --

Turn Off Water when Brushing Teeth, Shaving, Washing Dishes, or Cooking
Faucets and Dishwashers

-- --

Fill the Bathtub Halfway Showers/Baths -- --

Wash Only Full Loads of Clothes Clothes Washers -- --

Install a High-Efficiency Toilet Toilets -- --

Take Shorter Showers Showers/Baths -- --

Run Dishwasher Only When Full Faucets and Dishwashers -- --

Reduce Outdoor Irrigation Irrigation -- --

Install Drip-Irrigation Irrigation -- --

Use Mulch Irrigation -- --

Plant Drought Resistant Trees and Plants Irrigation -- --

Use a Broom to Clean Outdoor Areas Misc. Outdoor -- --

Flush Less Frequently Toilets -- --

Re-Use Shower or Bath Water for Irrigation Irrigation -- --

Wash Car at Facility that Recycles the Water Misc. Outdoor -- --

Drought Response Actions
Source of Default 

Implementation Rate
Implementation 

RateAction Description End Use(s)
Implement 
Program

End Use 
Savings (%)

Source of Default 
Savings Estimate
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Units: (gal)

Month

 Baseline Year 
(2016-2020) 

Production (gal)

Estimated Drought 
Year Production 

(gal)
Estimated Potential 

Monthly Savings

Potential 
Cumulative 

Savings Conservation Goal Comments
January 70,119,300 68,973,477 2% 2% 5%
February 67,866,686 65,923,896 3% 2% 5%
March 74,104,957 72,031,768 3% 2% 5%
April 88,742,205 85,362,973 4% 3% 5%
May 141,310,603 133,264,595 6% 4% 5%
June 169,194,742 158,423,292 6% 4% 5%
July 193,818,658 181,556,611 6% 5% 5%
August 186,601,380 175,601,787 6% 5% 5%
September 162,043,440 151,932,529 6% 5% 5%
October 136,391,063 128,930,463 5% 5% 5%
November 95,240,191 91,502,908 4% 5% 5%
December 72,045,089 70,391,921 2% 5% 5%

City of Galt

Estimated Monthly Water Use and Savings Summary

5 - Estimated Water Savings - Stage 1

This provides a summary of the estimated production relative to Baseline Year production and potential water savings, assuming implementation of selected actions at the water savings and implementation rates 
indicated in the Drought Response Actions worksheet. Select the units that your production data are displayed in. 
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Baseline Year(s) Production vs. Estimated Production

 Baseline Year (2016-2020) Production (gal) Estimated Drought Year Production (gal)
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Drought Response Tool

Home Input Baseline Year 
Water Use

Baseline Year Water 
Use Profile

Drought Response 
Actions

Estimated Water 
Savings

Drought Response 
Tracking
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Minimum Residential Indoor GPCD 50 R-GPCD
Maximum Residential Outdoor Savings 50% of Baseline Residential Outdoor Water Use
Maximum CII Indoor Savings 35% of Baseline CII Indoor Water Use
Maximum CII Outdoor Savings 50% of Baseline CII Outdoor Water Use
Maximum Dedicated Irrigation Account Savings 60% of Baseline Dedicated Irrigation Water Use
Maximum Non-Revenue Water Savings 25% of Baseline Non-Revenue Water Use

Resulting Total Maximum Annual Savings Potential 32% of Total Baseline Production

4 - Drought Response Actions - Stage 2
City of Galt

Maximum Savings Potential
Use the default values or enter your own criteria for the maximum savings potential. Estimated water savings within each sector will not exceed the maximum savings criteria.

Drought Response Tool

Home
Input Baseline Year 

Water Use
Baseline Year 

Water Use Profile
Drought Response 

Actions
Estimated Water 

Savings
Drought Response 

Tracking

Toilets
20%

Faucets & 
Dishwash

er 20%

Clothes 
Washers

18%

Showers/ 
Baths 22%

Leaks/ 
Other 20%

Residential Indoor 

Fixtures & 
Appliances

31%

Process
26%

Cooling
23%

Leaks/ Other
20%

CII Indoor 

Irrigation 84%

Misc. 
Outdoor

11%

External 
Leaks 5%

Outdoor 

Assumed Proportion of Water Use by End Uses and Sector
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4 - Drought Response Actions - Stage 2
City of Galt

Drought Response Tool

Home
Input Baseline Year 

Water Use
Baseline Year 

Water Use Profile
Drought Response 

Actions
Estimated Water 

Savings
Drought Response 

Tracking

►  Possible Mandatory Prohibitions All Outdoor 14% 50% -- --

Prohibit Irrigation with Potable Water Outside of Newly Constructed Homes 
and Buildings that is not Delivered by Drip or Microspray Systems Irrigation -- --

Require Shut-Off Nozzles on Hoses for Vehicle Washing Misc. Outdoor 17% 50% --

Prohibit Use of Potable Water to Wash Sidewalks and Driveways Misc. Outdoor 17% 50% --

Prohibit the Use of Potable Water for Street Washing Misc. Outdoor 17% 50% --

Prohibit Irrigation with Potable Water in a Manner that causes Runoff Irrigation 3% 50% DeOreo et al., 2011 --

Prohibit Irrigation with Potable Water within 48 Hours following Measurable 
Rainfall Irrigation -- --

Prohibit Irrigation of Ornamental Turf with Potable Water on Street Medians Irrigation -- --

Prohibit Potable Water Use for Decorative Water Features that do not 
Recirculate Water Misc. Outdoor 50% 50% EBMUD, 2008 --

Provide Linen Service Opt Out Options Fixtures & Appliances 0.5% 50% EBMUD, 2011 --

Prohibit Serving Drinking Water other than upon Request in Eating or Drinking 
Establishments

Fixtures & Appliances 0.5% 50% EBMUD, 2011 --

Source of Default 
Implementation Rate

Implementation 
Rate

Source of Default 
Savings Estimate

End Use 
Savings (%)

Select the Drought Response Actions you would like to include in your estimated savings calculations. For each selected action, use the default end use savings estimates and implementation rates or input your own values.  The "End Use Savings" 
estimates the percent water use reduction that could occur at a particular end use as a result of a specific action. The "Implementation Rate" refers to the estimated percentage of accounts that will implement a specific action. The water savings potential at 
each end use is capped based on the assumed distribution of end use water demands shown in the pie charts above. A dash (--) indicates that professional judgement was used to establish the default value, or that savings are expected to be accounted for 
as part of a Public Information Program; additional basis for the default values are included in the User Manual.

Drought Response Actions

Action Description
Implement 
ProgramEnd Use(s)

See Appendix D of the DRP
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4 - Drought Response Actions - Stage 2
City of Galt

Drought Response Tool

Home
Input Baseline Year 

Water Use
Baseline Year 

Water Use Profile
Drought Response 

Actions
Estimated Water 

Savings
Drought Response 

Tracking

►  Agency Drought Actions / Restrictions

►  Agency Actions
Media Campaign, Newspaper Articles, Website All 0.5% 55% EBMUD, 2011 --

Promote Water Conservation / Rebate Programs All 50% -- --

Water Efficiency Workshops, Public Events All 0.5% 25% EBMUD, 2011 --

Water Bill Inserts All 0.5% 100% EBMUD, 2011 --

Promote / Expand Use of Recycled Water Irrigation 100% -- --

Home or Mobile Water Use Reports All 5% 10% WaterSmart Software, 2015 --

Decrease Frequency and Length of Line Flushing Non Revenue Water 25% 50% See Appendix D of the DRP Reduced flushing by 50%.

Audit and Reduce System Water Loss Non Revenue Water 45% 30% DWR, 2015 Target 30% of leakage.

Implement Drought Rate Structure / Water Budgets All 2% 100% CUWCC, 2015 --

Establish Retrofit on Resale Ordinance All Residential Indoor 21% 6% SFPUC, 2004 First Tuesday, 2015

Require Net Zero Demand Increase on New Connections All -- --

Moratorium on New Connections All -- --

Move to Monthly Metering / Billing All 5% 10% See Appendix D of the DRP --

Increase Water Waste Patrols / Enforcement All -- --

Establish Drought Hotline All -- --

Reduce Distribution System Pressures Non Revenue Water 4.5% 100% CUWCC, 2010; DWR, 2015 --

►  Dedicated Irrigation
Conduct Irrigation Account Surveys Irrigation 30% 10% EBMUD, 2011 --

Limit Irrigation Days, Time and Duration (Select One)
Limit Irrigation to 2 Days/Week, 15 Minutes/Day,  
Between 9PM and 6AM

Irrigation 38% 75%
Limit Irrigation to 1 Day/Week, 10 Minutes/Day, 
Between 9PM and 6AM

Irrigation 79% 50%
Prohibit use of Potable Water for Irrigation Irrigation 100% 50%

Require Repair of all Leaks within 24 hours External Leaks 100% 5% -- --

Customer Water Budgets
Establish Water Budget - 25% Reduction Irrigation 25% 50% -- --

Establish Water Budget - 50% Reduction Irrigation 50% 50% -- --

Establish Water Budget - 75% Reduction Irrigation 75% 50% -- --

Source of Default 
Savings Estimate

Drought Response Actions

Action Description
Source of Default 

Implementation RateEnd Use(s)
Implement 
Program

End Use 
Savings (%)

Implementation 
Rate

UC IPM, 2014 --

Worksheet 4 - Drought Response Actions
Page 3 of 6
Date Printed: 5/20/2021

Drought Response Tool
© EKI Environment Water, Inc.



4 - Drought Response Actions - Stage 2
City of Galt

Drought Response Tool

Home
Input Baseline Year 

Water Use
Baseline Year 

Water Use Profile
Drought Response 

Actions
Estimated Water 

Savings
Drought Response 

Tracking

►  Agency Drought Actions / Restrictions

►  Residential
Conduct Water Use Surveys Targeting High Water Users All Residential Uses 10% 10% EBMUD, 2011 --

Limit Irrigation Days, Time and Duration (Select One)
Limit Irrigation to 2 Days/Week, 15 Minutes/Day, 
Between 9PM and 6AM

Irrigation 38% 55%
Limit Irrigation to 1 Day/Week, 10 Minutes/Day, 
Between 9PM and 6AM

Irrigation 79% 50%
Prohibit use of Potable Water for Irrigation Irrigation 100% 50%

Prohibit Vehicle Washing Except with Recycled Water Misc. Outdoor 50% 50% EBMUD, 2008 --

Require Repair of all Leaks within 24 hours Leaks 100% 5% -- --

Require Pool Covers Misc. Outdoor 28% 25% Maddaus & Mayer, 2001 --

Prohibit Filling of Pools Misc. Outdoor 55% 25% DeOreo et al., 2011 --

Customer Water Budgets
Establish Water Budget - 10% Reduction All Residential Uses 10% 50% -- --

Establish Water Budget - 20% Reduction All Residential Uses 20% 50% -- --

►  CII
Conduct CII Surveys Targeting High Water Users All CII uses 10% 10% EBMUD, 2011 --

Limit Irrigation Days, Time and Duration (Select One)
Limit Irrigation to 2 Days/Week, 15 Minutes/Day, 
Between 9PM and 6AM

Irrigation 38% 55%

Limit Irrigation to 1 Day/Week, 10 Minutes/Day, 
Between 9PM and 6AM

Irrigation 79% 50%

Prohibit Use of Potable Water for Construction and Dust Control Misc. Outdoor 100% -- --

Prohibit Single-Pass Cooling Systems Cooling 80% 1% Vickers, 2001 --

Require Repair of all Leaks within 24 hours Leaks 100% 5% -- --

Prohibit Vehicle Washing Except with Recycled Water Misc. Outdoor 50% 50% EBMUD, 2008 --

Require Water-Efficient Pre-Rinse Spray Valves Fixtures & Appliances 0.8% 50% EPA, 2015; Pacific Institute, 2003 --

Customer Water Budgets
Establish Water Budget - 10% Reduction All CII uses 10% 50% -- --

Establish Water Budget - 20% Reduction All CII uses 20% 50% -- --

Establish Water Budget - 30% Reduction All CII uses 30% 50% -- --

Action Description End Use(s)
Implement 
Program

End Use 
Savings (%)

Implementation 
Rate

Source of Default 
Savings Estimate

UC IPM, 2014 --

UC IPM, 2014 --

Drought Response Actions
Source of Default 

Implementation Rate
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4 - Drought Response Actions - Stage 2
City of Galt

Drought Response Tool

Home
Input Baseline Year 

Water Use
Baseline Year 

Water Use Profile
Drought Response 

Actions
Estimated Water 

Savings
Drought Response 

Tracking

►  Residential Customer Actions to Encourage
Install Bathroom Faucet Aerators Faucets and Dishwashers -- --

Install a Water-Efficient Showerhead Showers/Baths -- --

Turn Off Water when Brushing Teeth, Shaving, Washing Dishes, or Cooking
Faucets and Dishwashers

-- --

Fill the Bathtub Halfway Showers/Baths -- --

Wash Only Full Loads of Clothes Clothes Washers -- --

Install a High-Efficiency Toilet Toilets -- --

Take Shorter Showers Showers/Baths -- --

Run Dishwasher Only When Full Faucets and Dishwashers -- --

Reduce Outdoor Irrigation Irrigation -- --

Install Drip-Irrigation Irrigation -- --

Use Mulch Irrigation -- --

Plant Drought Resistant Trees and Plants Irrigation -- --

Use a Broom to Clean Outdoor Areas Misc. Outdoor -- --

Flush Less Frequently Toilets -- --

Re-Use Shower or Bath Water for Irrigation Irrigation -- --

Wash Car at Facility that Recycles the Water Misc. Outdoor -- --

Drought Response Actions
Source of Default 

Implementation Rate
Implementation 

RateAction Description End Use(s)
Implement 
Program

End Use 
Savings (%)

Source of Default 
Savings Estimate
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Units: (gal)

Month

 Baseline Year 
(2016-2020) 

Production (gal)

Estimated Drought 
Year Production 

(gal)
Estimated Potential 

Monthly Savings

Potential 
Cumulative 

Savings Conservation Goal Comments
January 70,119,300 66,466,322 5% 5% 15%
February 67,866,686 62,596,822 8% 6% 15%
March 74,104,957 68,558,341 7% 7% 15%
April 88,742,205 78,939,157 11% 8% 15%
May 141,310,603 116,979,018 17% 11% 15%
June 169,194,742 136,460,487 19% 13% 15%
July 193,818,658 156,257,194 19% 15% 15%
August 186,601,380 151,280,969 19% 16% 15%
September 162,043,440 131,327,946 19% 16% 15%
October 136,391,063 113,644,671 17% 16% 15%
November 95,240,191 83,896,498 12% 16% 15%
December 72,045,089 67,422,467 6% 15% 15%

City of Galt

Estimated Monthly Water Use and Savings Summary

5 - Estimated Water Savings - Stage 2

This provides a summary of the estimated production relative to Baseline Year production and potential water savings, assuming implementation of selected actions at the water savings and implementation rates 
indicated in the Drought Response Actions worksheet. Select the units that your production data are displayed in. 
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Baseline Year(s) Production vs. Estimated Production

 Baseline Year (2016-2020) Production (gal) Estimated Drought Year Production (gal)
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Home Input Baseline Year 
Water Use

Baseline Year Water 
Use Profile

Drought Response 
Actions

Estimated Water 
Savings

Drought Response 
Tracking
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Minimum Residential Indoor GPCD 50 R-GPCD
Maximum Residential Outdoor Savings 65% of Baseline Residential Outdoor Water Use
Maximum CII Indoor Savings 35% of Baseline CII Indoor Water Use
Maximum CII Outdoor Savings 65% of Baseline CII Outdoor Water Use
Maximum Dedicated Irrigation Account Savings 85% of Baseline Dedicated Irrigation Water Use
Maximum Non-Revenue Water Savings 50% of Baseline Non-Revenue Water Use

Resulting Total Maximum Annual Savings Potential 42% of Total Baseline Production

4 - Drought Response Actions - Stage 3
City of Galt

Maximum Savings Potential
Use the default values or enter your own criteria for the maximum savings potential. Estimated water savings within each sector will not exceed the maximum savings criteria.

Drought Response Tool

Home
Input Baseline Year 

Water Use
Baseline Year 

Water Use Profile
Drought Response 

Actions
Estimated Water 

Savings
Drought Response 

Tracking

Toilets
20%

Faucets & 
Dishwash

er 20%

Clothes 
Washers

18%

Showers/ 
Baths 22%

Leaks/ 
Other 20%

Residential Indoor 

Fixtures & 
Appliances

31%

Process
26%

Cooling
23%

Leaks/ Other
20%

CII Indoor 

Irrigation 84%

Misc. 
Outdoor

11%

External 
Leaks 5%

Outdoor 

Assumed Proportion of Water Use by End Uses and Sector
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4 - Drought Response Actions - Stage 3
City of Galt

Drought Response Tool

Home
Input Baseline Year 

Water Use
Baseline Year 

Water Use Profile
Drought Response 

Actions
Estimated Water 

Savings
Drought Response 

Tracking

►  Possible Mandatory Prohibitions All Outdoor 14% 85% -- --

Prohibit Irrigation with Potable Water Outside of Newly Constructed Homes 
and Buildings that is not Delivered by Drip or Microspray Systems Irrigation -- --

Require Shut-Off Nozzles on Hoses for Vehicle Washing Misc. Outdoor 17% 50% --

Prohibit Use of Potable Water to Wash Sidewalks and Driveways Misc. Outdoor 17% 50% --

Prohibit the Use of Potable Water for Street Washing Misc. Outdoor 17% 50% --

Prohibit Irrigation with Potable Water in a Manner that causes Runoff Irrigation 3% 50% DeOreo et al., 2011 --

Prohibit Irrigation with Potable Water within 48 Hours following Measurable 
Rainfall Irrigation -- --

Prohibit Irrigation of Ornamental Turf with Potable Water on Street Medians Irrigation -- --

Prohibit Potable Water Use for Decorative Water Features that do not 
Recirculate Water Misc. Outdoor 50% 50% EBMUD, 2008 --

Provide Linen Service Opt Out Options Fixtures & Appliances 0.5% 50% EBMUD, 2011 --

Prohibit Serving Drinking Water other than upon Request in Eating or Drinking 
Establishments

Fixtures & Appliances 0.5% 50% EBMUD, 2011 --

End Use 
Savings (%)

Select the Drought Response Actions you would like to include in your estimated savings calculations. For each selected action, use the default end use savings estimates and implementation rates or input your own values.  The "End Use Savings" 
estimates the percent water use reduction that could occur at a particular end use as a result of a specific action. The "Implementation Rate" refers to the estimated percentage of accounts that will implement a specific action. The water savings potential at 
each end use is capped based on the assumed distribution of end use water demands shown in the pie charts above. A dash (--) indicates that professional judgement was used to establish the default value, or that savings are expected to be accounted for 
as part of a Public Information Program; additional basis for the default values are included in the User Manual.

Drought Response Actions

Action Description
Implement 
ProgramEnd Use(s)

See Appendix D of the DRP

Source of Default 
Implementation Rate

Implementation 
Rate

Source of Default 
Savings Estimate
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4 - Drought Response Actions - Stage 3
City of Galt

Drought Response Tool

Home
Input Baseline Year 

Water Use
Baseline Year 

Water Use Profile
Drought Response 

Actions
Estimated Water 

Savings
Drought Response 

Tracking

►  Agency Drought Actions / Restrictions

►  Agency Actions
Media Campaign, Newspaper Articles, Website All 0.5% 75% EBMUD, 2011 --

Promote Water Conservation / Rebate Programs All 50% -- --

Water Efficiency Workshops, Public Events All 0.5% 40% EBMUD, 2011 --

Water Bill Inserts All 0.5% 100% EBMUD, 2011 --

Promote / Expand Use of Recycled Water Irrigation 100% -- --

Home or Mobile Water Use Reports All 5% 10% WaterSmart Software, 2015 --

Decrease Frequency and Length of Line Flushing Non Revenue Water 25% 50% See Appendix D of the DRP Reduced flushing by 50%.

Audit and Reduce System Water Loss Non Revenue Water 45% 30% DWR, 2015 Target 30% of leakage.

Implement Drought Rate Structure / Water Budgets All 4% 100% CUWCC, 2015 --

Establish Retrofit on Resale Ordinance All Residential Indoor 21% 6% SFPUC, 2004 First Tuesday, 2015

Require Net Zero Demand Increase on New Connections All -- --

Moratorium on New Connections All -- --

Move to Monthly Metering / Billing All 5% 10% See Appendix D of the DRP --

Increase Water Waste Patrols / Enforcement All -- --

Establish Drought Hotline All -- --

Reduce Distribution System Pressures Non Revenue Water 4.5% 100% CUWCC, 2010; DWR, 2015 --

►  Dedicated Irrigation
Conduct Irrigation Account Surveys Irrigation 30% 10% EBMUD, 2011 --

Limit Irrigation Days, Time and Duration (Select One)
Limit Irrigation to 2 Days/Week, 15 Minutes/Day,  
Between 9PM and 6AM

Irrigation 38% 90%
Limit Irrigation to 1 Day/Week, 10 Minutes/Day, 
Between 9PM and 6AM

Irrigation 79% 50%
Prohibit use of Potable Water for Irrigation Irrigation 100% 50%

Require Repair of all Leaks within 24 hours External Leaks 100% 5% -- --

Customer Water Budgets
Establish Water Budget - 25% Reduction Irrigation 25% 50% -- --

Establish Water Budget - 50% Reduction Irrigation 50% 75% -- --

Establish Water Budget - 75% Reduction Irrigation 75% 50% -- --

--UC IPM, 2014

Drought Response Actions

Action Description
Source of Default 

Implementation RateEnd Use(s)
Implement 
Program

End Use 
Savings (%)

Implementation 
Rate

Source of Default 
Savings Estimate
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4 - Drought Response Actions - Stage 3
City of Galt

Drought Response Tool

Home
Input Baseline Year 

Water Use
Baseline Year 

Water Use Profile
Drought Response 

Actions
Estimated Water 

Savings
Drought Response 

Tracking

►  Agency Drought Actions / Restrictions

►  Residential
Conduct Water Use Surveys Targeting High Water Users All Residential Uses 10% 10% EBMUD, 2011 --

Limit Irrigation Days, Time and Duration (Select One)
Limit Irrigation to 2 Days/Week, 15 Minutes/Day, 
Between 9PM and 6AM

Irrigation 38% 85%
Limit Irrigation to 1 Day/Week, 10 Minutes/Day, 
Between 9PM and 6AM

Irrigation 79% 50%
Prohibit use of Potable Water for Irrigation Irrigation 100% 50%

Prohibit Vehicle Washing Except with Recycled Water Misc. Outdoor 50% 70% EBMUD, 2008 --

Require Repair of all Leaks within 24 hours Leaks 100% 5% -- --

Require Pool Covers Misc. Outdoor 28% 25% Maddaus & Mayer, 2001 --

Prohibit Filling of Pools Misc. Outdoor 55% 25% DeOreo et al., 2011 --

Customer Water Budgets
Establish Water Budget - 10% Reduction All Residential Uses 10% 50% -- --

Establish Water Budget - 20% Reduction All Residential Uses 20% 50% -- --

►  CII
Conduct CII Surveys Targeting High Water Users All CII uses 10% 10% EBMUD, 2011 --

Limit Irrigation Days, Time and Duration (Select One)
Limit Irrigation to 2 Days/Week, 15 Minutes/Day, 
Between 9PM and 6AM

Irrigation 38% 85%

Limit Irrigation to 1 Day/Week, 10 Minutes/Day, 
Between 9PM and 6AM

Irrigation 79% 50%

Prohibit Use of Potable Water for Construction and Dust Control Misc. Outdoor 100% -- --

Prohibit Single-Pass Cooling Systems Cooling 80% 1% Vickers, 2001 --

Require Repair of all Leaks within 24 hours Leaks 100% 5% -- --

Prohibit Vehicle Washing Except with Recycled Water Misc. Outdoor 50% 50% EBMUD, 2008 --

Require Water-Efficient Pre-Rinse Spray Valves Fixtures & Appliances 0.8% 50% EPA, 2015; Pacific Institute, 2003 --

Customer Water Budgets
Establish Water Budget - 10% Reduction All CII uses 10% 50% -- --

Establish Water Budget - 20% Reduction All CII uses 20% 50% -- --

Establish Water Budget - 30% Reduction All CII uses 30% 50% -- --

UC IPM, 2014 --

UC IPM, 2014 --

Drought Response Actions
Source of Default 

Implementation RateAction Description End Use(s)
Implement 
Program

End Use 
Savings (%)

Implementation 
Rate

Source of Default 
Savings Estimate
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4 - Drought Response Actions - Stage 3
City of Galt

Drought Response Tool

Home
Input Baseline Year 

Water Use
Baseline Year 

Water Use Profile
Drought Response 

Actions
Estimated Water 

Savings
Drought Response 

Tracking

►  Residential Customer Actions to Encourage
Install Bathroom Faucet Aerators Faucets and Dishwashers -- --

Install a Water-Efficient Showerhead Showers/Baths -- --

Turn Off Water when Brushing Teeth, Shaving, Washing Dishes, or Cooking
Faucets and Dishwashers

-- --

Fill the Bathtub Halfway Showers/Baths -- --

Wash Only Full Loads of Clothes Clothes Washers -- --

Install a High-Efficiency Toilet Toilets -- --

Take Shorter Showers Showers/Baths -- --

Run Dishwasher Only When Full Faucets and Dishwashers -- --

Reduce Outdoor Irrigation Irrigation -- --

Install Drip-Irrigation Irrigation -- --

Use Mulch Irrigation -- --

Plant Drought Resistant Trees and Plants Irrigation -- --

Use a Broom to Clean Outdoor Areas Misc. Outdoor -- --

Flush Less Frequently Toilets -- --

Re-Use Shower or Bath Water for Irrigation Irrigation -- --

Wash Car at Facility that Recycles the Water Misc. Outdoor -- --

Action Description End Use(s)
Implement 
Program

End Use 
Savings (%)

Source of Default 
Savings Estimate

Source of Default 
Implementation Rate

Implementation 
Rate

Drought Response Actions
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Units: (gal)

Month

 Baseline Year 
(2016-2020) 

Production (gal)

Estimated Drought 
Year Production 

(gal)
Estimated Potential 

Monthly Savings

Potential 
Cumulative 

Savings Conservation Goal Comments
January 70,119,300 65,574,456 6% 6% 25%
February 67,866,686 59,616,672 12% 9% 25%
March 74,104,957 65,384,576 12% 10% 25%
April 88,742,205 72,736,806 18% 12% 25%
May 141,310,603 100,973,036 29% 18% 25%
June 169,194,742 114,469,744 32% 22% 25%
July 193,818,658 129,839,219 33% 24% 25%
August 186,601,380 129,066,734 31% 26% 25%
September 162,043,440 110,796,368 32% 26% 25%
October 136,391,063 98,954,964 27% 27% 25%
November 95,240,191 77,080,474 19% 26% 25%
December 72,045,089 65,222,158 9% 25% 25%

City of Galt

Estimated Monthly Water Use and Savings Summary

5 - Estimated Water Savings - Stage 3

This provides a summary of the estimated production relative to Baseline Year production and potential water savings, assuming implementation of selected actions at the water savings and implementation rates 
indicated in the Drought Response Actions worksheet. Select the units that your production data are displayed in. 
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Baseline Year(s) Production vs. Estimated Production

 Baseline Year (2016-2020) Production (gal) Estimated Drought Year Production (gal)
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Drought Response Tool

Home Input Baseline Year 
Water Use

Baseline Year Water 
Use Profile

Drought Response 
Actions

Estimated Water 
Savings

Drought Response 
Tracking
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Minimum Residential Indoor GPCD 48 R-GPCD
Maximum Residential Outdoor Savings 65% of Baseline Residential Outdoor Water Use
Maximum CII Indoor Savings 35% of Baseline CII Indoor Water Use
Maximum CII Outdoor Savings 65% of Baseline CII Outdoor Water Use
Maximum Dedicated Irrigation Account Savings 85% of Baseline Dedicated Irrigation Water Use
Maximum Non-Revenue Water Savings 50% of Baseline Non-Revenue Water Use

Resulting Total Maximum Annual Savings Potential 43% of Total Baseline Production

4- Drought Response Actions - Stage 4
City of Galt

Maximum Savings Potential
Use the default values or enter your own criteria for the maximum savings potential. Estimated water savings within each sector will not exceed the maximum savings criteria.

Drought Response Tool

Home
Input Baseline Year 

Water Use
Baseline Year 

Water Use Profile
Drought Response 

Actions
Estimated Water 

Savings
Drought Response 

Tracking

Toilets
20%

Faucets & 
Dishwash

er 20%

Clothes 
Washers

18%

Showers/ 
Baths 22%

Leaks/ 
Other 20%

Residential Indoor 

Fixtures & 
Appliances

31%

Process
26%

Cooling
23%

Leaks/ Other
20%

CII Indoor 

Irrigation 84%

Misc. 
Outdoor

11%

External 
Leaks 5%

Outdoor 

Assumed Proportion of Water Use by End Uses and Sector
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4- Drought Response Actions - Stage 4
City of Galt

Drought Response Tool

Home
Input Baseline Year 

Water Use
Baseline Year 

Water Use Profile
Drought Response 

Actions
Estimated Water 

Savings
Drought Response 

Tracking

►  Possible Mandatory Prohibitions All Outdoor 14% 80% -- --

Prohibit Irrigation with Potable Water Outside of Newly Constructed Homes 
and Buildings that is not Delivered by Drip or Microspray Systems Irrigation -- --

Require Shut-Off Nozzles on Hoses for Vehicle Washing Misc. Outdoor 17% 50% --

Prohibit Use of Potable Water to Wash Sidewalks and Driveways Misc. Outdoor 17% 50% --

Prohibit the Use of Potable Water for Street Washing Misc. Outdoor 17% 50% --

Prohibit Irrigation with Potable Water in a Manner that causes Runoff Irrigation 3% 50% DeOreo et al., 2011 --

Prohibit Irrigation with Potable Water within 48 Hours following Measurable 
Rainfall Irrigation -- --

Prohibit Irrigation of Ornamental Turf with Potable Water on Street Medians Irrigation -- --

Prohibit Potable Water Use for Decorative Water Features that do not 
Recirculate Water Misc. Outdoor 50% 50% EBMUD, 2008 --

Provide Linen Service Opt Out Options Fixtures & Appliances 0.5% 50% EBMUD, 2011 --

Prohibit Serving Drinking Water other than upon Request in Eating or Drinking 
Establishments

Fixtures & Appliances 0.5% 50% EBMUD, 2011 --

Source of Default 
Implementation Rate

Implementation 
Rate

Source of Default 
Savings Estimate

End Use 
Savings (%)

Select the Drought Response Actions you would like to include in your estimated savings calculations. For each selected action, use the default end use savings estimates and implementation rates or input your own values.  The "End Use Savings" 
estimates the percent water use reduction that could occur at a particular end use as a result of a specific action. The "Implementation Rate" refers to the estimated percentage of accounts that will implement a specific action. The water savings potential at 
each end use is capped based on the assumed distribution of end use water demands shown in the pie charts above. A dash (--) indicates that professional judgement was used to establish the default value, or that savings are expected to be accounted for 
as part of a Public Information Program; additional basis for the default values are included in the User Manual.

Drought Response Actions

Action Description
Implement 
ProgramEnd Use(s)

See Appendix D of the DRP
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4- Drought Response Actions - Stage 4
City of Galt

Drought Response Tool

Home
Input Baseline Year 

Water Use
Baseline Year 

Water Use Profile
Drought Response 

Actions
Estimated Water 

Savings
Drought Response 

Tracking

►  Agency Drought Actions / Restrictions

►  Agency Actions
Media Campaign, Newspaper Articles, Website All 0.5% 65% EBMUD, 2011 --

Promote Water Conservation / Rebate Programs All 50% -- --

Water Efficiency Workshops, Public Events All 0.5% 30% EBMUD, 2011 --

Water Bill Inserts All 0.5% 100% EBMUD, 2011 --

Promote / Expand Use of Recycled Water Irrigation 100% -- --

Home or Mobile Water Use Reports All 5% 10% WaterSmart Software, 2015 --

Decrease Frequency and Length of Line Flushing Non Revenue Water 25% 50% See Appendix D of the DRP Reduced flushing by 50%.

Audit and Reduce System Water Loss Non Revenue Water 45% 30% DWR, 2015 Target 30% of leakage.

Implement Drought Rate Structure / Water Budgets All 5% 100% CUWCC, 2015 --

Establish Retrofit on Resale Ordinance All Residential Indoor 21% 6% SFPUC, 2004 First Tuesday, 2015

Require Net Zero Demand Increase on New Connections All -- --

Moratorium on New Connections All -- --

Move to Monthly Metering / Billing All 5% 10% See Appendix D of the DRP --

Increase Water Waste Patrols / Enforcement All -- --

Establish Drought Hotline All -- --

Reduce Distribution System Pressures Non Revenue Water 4.5% 100% CUWCC, 2010; DWR, 2015 --

►  Dedicated Irrigation
Conduct Irrigation Account Surveys Irrigation 30% 20% EBMUD, 2011 --

Limit Irrigation Days, Time and Duration (Select One)
Limit Irrigation to 2 Days/Week, 15 Minutes/Day,  
Between 9PM and 6AM

Irrigation 38% 60%
Limit Irrigation to 1 Day/Week, 10 Minutes/Day, 
Between 9PM and 6AM

Irrigation 79% 90%
Prohibit use of Potable Water for Irrigation Irrigation 100% 50%

Require Repair of all Leaks within 24 hours External Leaks 100% 5% -- --

Customer Water Budgets
Establish Water Budget - 25% Reduction Irrigation 25% 50% -- --

Establish Water Budget - 50% Reduction Irrigation 50% 50% -- --

Establish Water Budget - 75% Reduction Irrigation 75% 50% -- --

Source of Default 
Savings Estimate

Drought Response Actions

Action Description
Source of Default 

Implementation RateEnd Use(s)
Implement 
Program

End Use 
Savings (%)

Implementation 
Rate

UC IPM, 2014 --
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4- Drought Response Actions - Stage 4
City of Galt

Drought Response Tool

Home
Input Baseline Year 

Water Use
Baseline Year 

Water Use Profile
Drought Response 

Actions
Estimated Water 

Savings
Drought Response 

Tracking

►  Agency Drought Actions / Restrictions

►  Residential
Conduct Water Use Surveys Targeting High Water Users All Residential Uses 10% 20% EBMUD, 2011 --

Limit Irrigation Days, Time and Duration (Select One)
Limit Irrigation to 2 Days/Week, 15 Minutes/Day, 
Between 9PM and 6AM

Irrigation 38% 60%
Limit Irrigation to 1 Day/Week, 10 Minutes/Day, 
Between 9PM and 6AM

Irrigation 79% 65%
Prohibit use of Potable Water for Irrigation Irrigation 100% 50%

Prohibit Vehicle Washing Except with Recycled Water Misc. Outdoor 50% 50% EBMUD, 2008 --

Require Repair of all Leaks within 24 hours Leaks 100% 5% -- --

Require Pool Covers Misc. Outdoor 28% 25% Maddaus & Mayer, 2001 --

Prohibit Filling of Pools Misc. Outdoor 55% 25% DeOreo et al., 2011 --

Customer Water Budgets
Establish Water Budget - 10% Reduction All Residential Uses 10% 50% -- --

Establish Water Budget - 20% Reduction All Residential Uses 20% 50% -- --

►  CII
Conduct CII Surveys Targeting High Water Users All CII uses 10% 20% EBMUD, 2011 --

Limit Irrigation Days, Time and Duration (Select One)
Limit Irrigation to 2 Days/Week, 15 Minutes/Day, 
Between 9PM and 6AM

Irrigation 38% 60%

Limit Irrigation to 1 Day/Week, 10 Minutes/Day, 
Between 9PM and 6AM

Irrigation 79% 67%

Prohibit Use of Potable Water for Construction and Dust Control Misc. Outdoor 100% -- --

Prohibit Single-Pass Cooling Systems Cooling 80% 1% Vickers, 2001 --

Require Repair of all Leaks within 24 hours Leaks 100% 5% -- --

Prohibit Vehicle Washing Except with Recycled Water Misc. Outdoor 50% 75% EBMUD, 2008 --

Require Water-Efficient Pre-Rinse Spray Valves Fixtures & Appliances 0.8% 50% EPA, 2015; Pacific Institute, 2003 --

Customer Water Budgets
Establish Water Budget - 10% Reduction All CII uses 10% 50% -- --

Establish Water Budget - 20% Reduction All CII uses 20% 50% -- --

Establish Water Budget - 30% Reduction All CII uses 30% 50% -- --

Action Description End Use(s)
Implement 
Program

End Use 
Savings (%)

Implementation 
Rate

Source of Default 
Savings Estimate

UC IPM, 2014 --

UC IPM, 2014 --

Drought Response Actions
Source of Default 

Implementation Rate
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4- Drought Response Actions - Stage 4
City of Galt

Drought Response Tool

Home
Input Baseline Year 

Water Use
Baseline Year 

Water Use Profile
Drought Response 

Actions
Estimated Water 

Savings
Drought Response 

Tracking

►  Residential Customer Actions to Encourage
Install Bathroom Faucet Aerators Faucets and Dishwashers -- --

Install a Water-Efficient Showerhead Showers/Baths -- --

Turn Off Water when Brushing Teeth, Shaving, Washing Dishes, or Cooking
Faucets and Dishwashers

-- --

Fill the Bathtub Halfway Showers/Baths -- --

Wash Only Full Loads of Clothes Clothes Washers -- --

Install a High-Efficiency Toilet Toilets -- --

Take Shorter Showers Showers/Baths -- --

Run Dishwasher Only When Full Faucets and Dishwashers -- --

Reduce Outdoor Irrigation Irrigation -- --

Install Drip-Irrigation Irrigation -- --

Use Mulch Irrigation -- --

Plant Drought Resistant Trees and Plants Irrigation -- --

Use a Broom to Clean Outdoor Areas Misc. Outdoor -- --

Flush Less Frequently Toilets -- --

Re-Use Shower or Bath Water for Irrigation Irrigation -- --

Wash Car at Facility that Recycles the Water Misc. Outdoor -- --

Drought Response Actions
Source of Default 

Implementation Rate
Implementation 

RateAction Description End Use(s)
Implement 
Program

End Use 
Savings (%)

Source of Default 
Savings Estimate
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Units: (gal)

Month

 Baseline Year 
(2016-2020) 

Production (gal)

Estimated Drought 
Year Production 

(gal)
Estimated Potential 

Monthly Savings

Potential 
Cumulative 

Savings Conservation Goal Comments
January 70,119,300 62,983,688 10% 10% 35%
February 67,866,686 56,388,652 17% 13% 35%
March 74,104,957 62,000,500 16% 14% 35%
April 88,742,205 66,594,673 25% 18% 35%
May 141,310,603 85,464,236 40% 25% 35%
June 169,194,742 93,684,160 45% 30% 35%
July 193,818,658 106,233,476 45% 34% 35%
August 186,601,380 105,854,435 43% 36% 35%
September 162,043,440 91,227,911 44% 37% 35%
October 136,391,063 84,373,676 38% 37% 35%
November 95,240,191 69,647,379 27% 36% 35%
December 72,045,089 62,237,537 14% 35% 35%

City of Galt

Estimated Monthly Water Use and Savings Summary

5- Estimated Water Savings - Stage 4

This provides a summary of the estimated production relative to Baseline Year production and potential water savings, assuming implementation of selected actions at the water savings and implementation rates 
indicated in the Drought Response Actions worksheet. Select the units that your production data are displayed in. 
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Baseline Year(s) Production vs. Estimated Production

 Baseline Year (2016-2020) Production (gal) Estimated Drought Year Production (gal)
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Water Use

Baseline Year Water 
Use Profile

Drought Response 
Actions

Estimated Water 
Savings

Drought Response 
Tracking
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Minimum Residential Indoor GPCD 46 R-GPCD
Maximum Residential Outdoor Savings 75% of Baseline Residential Outdoor Water Use
Maximum CII Indoor Savings 30% of Baseline CII Indoor Water Use
Maximum CII Outdoor Savings 75% of Baseline CII Outdoor Water Use
Maximum Dedicated Irrigation Account Savings 90% of Baseline Dedicated Irrigation Water Use
Maximum Non-Revenue Water Savings 50% of Baseline Non-Revenue Water Use

Resulting Total Maximum Annual Savings Potential 49% of Total Baseline Production

4 - Drought Response Actions - Stage 5
City of Galt

Maximum Savings Potential
Use the default values or enter your own criteria for the maximum savings potential. Estimated water savings within each sector will not exceed the maximum savings criteria.

Drought Response Tool

Home
Input Baseline Year 

Water Use
Baseline Year 

Water Use Profile
Drought Response 

Actions
Estimated Water 

Savings
Drought Response 

Tracking

Toilets
20%

Faucets & 
Dishwash

er 20%

Clothes 
Washers

18%

Showers/ 
Baths 22%

Leaks/ 
Other 20%

Residential Indoor 

Fixtures & 
Appliances

31%

Process
26%

Cooling
23%

Leaks/ Other
20%

CII Indoor 

Irrigation 84%

Misc. 
Outdoor

11%

External 
Leaks 5%

Outdoor 

Assumed Proportion of Water Use by End Uses and Sector
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4 - Drought Response Actions - Stage 5
City of Galt

Drought Response Tool

Home
Input Baseline Year 

Water Use
Baseline Year 

Water Use Profile
Drought Response 

Actions
Estimated Water 

Savings
Drought Response 

Tracking

►  Possible Mandatory Prohibitions All Outdoor 14% 75% -- --

Prohibit Irrigation with Potable Water Outside of Newly Constructed Homes 
and Buildings that is not Delivered by Drip or Microspray Systems Irrigation -- --

Require Shut-Off Nozzles on Hoses for Vehicle Washing Misc. Outdoor 17% 50% --

Prohibit Use of Potable Water to Wash Sidewalks and Driveways Misc. Outdoor 17% 50% --

Prohibit the Use of Potable Water for Street Washing Misc. Outdoor 17% 50% --

Prohibit Irrigation with Potable Water in a Manner that causes Runoff Irrigation 3% 50% DeOreo et al., 2011 --

Prohibit Irrigation with Potable Water within 48 Hours following Measurable 
Rainfall Irrigation -- --

Prohibit Irrigation of Ornamental Turf with Potable Water on Street Medians Irrigation -- --

Prohibit Potable Water Use for Decorative Water Features that do not 
Recirculate Water Misc. Outdoor 50% 50% EBMUD, 2008 --

Provide Linen Service Opt Out Options Fixtures & Appliances 0.5% 50% EBMUD, 2011 --

Prohibit Serving Drinking Water other than upon Request in Eating or Drinking 
Establishments

Fixtures & Appliances 0.5% 50% EBMUD, 2011 --

Source of Default 
Implementation Rate

Implementation 
Rate

Source of Default 
Savings Estimate

End Use 
Savings (%)

Select the Drought Response Actions you would like to include in your estimated savings calculations. For each selected action, use the default end use savings estimates and implementation rates or input your own values.  The "End Use Savings" 
estimates the percent water use reduction that could occur at a particular end use as a result of a specific action. The "Implementation Rate" refers to the estimated percentage of accounts that will implement a specific action. The water savings potential at 
each end use is capped based on the assumed distribution of end use water demands shown in the pie charts above. A dash (--) indicates that professional judgement was used to establish the default value, or that savings are expected to be accounted for 
as part of a Public Information Program; additional basis for the default values are included in the User Manual.

Drought Response Actions

Action Description
Implement 
ProgramEnd Use(s)

See Appendix D of the DRP
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4 - Drought Response Actions - Stage 5
City of Galt

Drought Response Tool

Home
Input Baseline Year 

Water Use
Baseline Year 

Water Use Profile
Drought Response 

Actions
Estimated Water 

Savings
Drought Response 

Tracking

►  Agency Drought Actions / Restrictions

►  Agency Actions
Media Campaign, Newspaper Articles, Website All 0.5% 70% EBMUD, 2011 --

Promote Water Conservation / Rebate Programs All 50% -- --

Water Efficiency Workshops, Public Events All 0.5% 30% EBMUD, 2011 --

Water Bill Inserts All 0.5% 100% EBMUD, 2011 --

Promote / Expand Use of Recycled Water Irrigation 100% -- --

Home or Mobile Water Use Reports All 5% 10% WaterSmart Software, 2015 --

Decrease Frequency and Length of Line Flushing Non Revenue Water 25% 50% See Appendix D of the DRP Reduced flushing by 50%.

Audit and Reduce System Water Loss Non Revenue Water 45% 30% DWR, 2015 Target 30% of leakage.

Implement Drought Rate Structure / Water Budgets All 5% 100% CUWCC, 2015 --

Establish Retrofit on Resale Ordinance All Residential Indoor 21% 6% SFPUC, 2004 First Tuesday, 2015

Require Net Zero Demand Increase on New Connections All -- --

Moratorium on New Connections All -- --

Move to Monthly Metering / Billing All 5% 10% See Appendix D of the DRP --

Increase Water Waste Patrols / Enforcement All -- --

Establish Drought Hotline All -- --

Reduce Distribution System Pressures Non Revenue Water 4.5% 100% CUWCC, 2010; DWR, 2015 --

►  Dedicated Irrigation
Conduct Irrigation Account Surveys Irrigation 30% 30% EBMUD, 2011 --

Limit Irrigation Days, Time and Duration (Select One)
Limit Irrigation to 2 Days/Week, 15 Minutes/Day,  
Between 9PM and 6AM

Irrigation 38% 60%
Limit Irrigation to 1 Day/Week, 10 Minutes/Day, 
Between 9PM and 6AM

Irrigation 79% 70%
Prohibit use of Potable Water for Irrigation Irrigation 100% 50%

Require Repair of all Leaks within 24 hours External Leaks 100% 5% -- --

Customer Water Budgets
Establish Water Budget - 25% Reduction Irrigation 25% 50% -- --

Establish Water Budget - 50% Reduction Irrigation 50% 90% -- --

Establish Water Budget - 75% Reduction Irrigation 75% 55% -- --

Source of Default 
Savings Estimate

Drought Response Actions

Action Description
Source of Default 

Implementation RateEnd Use(s)
Implement 
Program

End Use 
Savings (%)

Implementation 
Rate

UC IPM, 2014 --
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4 - Drought Response Actions - Stage 5
City of Galt

Drought Response Tool

Home
Input Baseline Year 

Water Use
Baseline Year 

Water Use Profile
Drought Response 

Actions
Estimated Water 

Savings
Drought Response 

Tracking

►  Agency Drought Actions / Restrictions

►  Residential
Conduct Water Use Surveys Targeting High Water Users All Residential Uses 10% 30% EBMUD, 2011 --

Limit Irrigation Days, Time and Duration (Select One)
Limit Irrigation to 2 Days/Week, 15 Minutes/Day, 
Between 9PM and 6AM

Irrigation 38% 60%
Limit Irrigation to 1 Day/Week, 10 Minutes/Day, 
Between 9PM and 6AM

Irrigation 79% 70%
Prohibit use of Potable Water for Irrigation Irrigation 100% 50%

Prohibit Vehicle Washing Except with Recycled Water Misc. Outdoor 50% 50% EBMUD, 2008 --

Require Repair of all Leaks within 24 hours Leaks 100% 5% -- --

Require Pool Covers Misc. Outdoor 28% 25% Maddaus & Mayer, 2001 --

Prohibit Filling of Pools Misc. Outdoor 55% 25% DeOreo et al., 2011 --

Customer Water Budgets
Establish Water Budget - 10% Reduction All Residential Uses 10% 75% -- --

Establish Water Budget - 25% Reduction All Residential Uses 25% 55% -- --

►  CII
Conduct CII Surveys Targeting High Water Users All CII uses 10% 30% EBMUD, 2011 --

Limit Irrigation Days, Time and Duration (Select One)
Limit Irrigation to 2 Days/Week, 15 Minutes/Day, 
Between 9PM and 6AM

Irrigation 38% 60%

Limit Irrigation to 1 Day/Week, 10 Minutes/Day, 
Between 9PM and 6AM

Irrigation 79% 70%

Prohibit Use of Potable Water for Construction and Dust Control Misc. Outdoor 100% -- --

Prohibit Single-Pass Cooling Systems Cooling 80% 1% Vickers, 2001 --

Require Repair of all Leaks within 24 hours Leaks 100% 5% -- --

Prohibit Vehicle Washing Except with Recycled Water Misc. Outdoor 50% 75% EBMUD, 2008 --

Require Water-Efficient Pre-Rinse Spray Valves Fixtures & Appliances 0.8% 50% EPA, 2015; Pacific Institute, 2003 --

Customer Water Budgets
Establish Water Budget - 10% Reduction All CII uses 10% 75% -- --

Establish Water Budget - 25% Reduction All CII uses 25% 60% -- --

Establish Water Budget - 35% Reduction All CII uses 35% 55% -- --

Action Description End Use(s)
Implement 
Program

End Use 
Savings (%)

Implementation 
Rate

Source of Default 
Savings Estimate

UC IPM, 2014 --

UC IPM, 2014 --

Drought Response Actions
Source of Default 

Implementation Rate
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4 - Drought Response Actions - Stage 5
City of Galt

Drought Response Tool

Home
Input Baseline Year 

Water Use
Baseline Year 

Water Use Profile
Drought Response 

Actions
Estimated Water 

Savings
Drought Response 

Tracking

►  Residential Customer Actions to Encourage
Install Bathroom Faucet Aerators Faucets and Dishwashers -- --

Install a Water-Efficient Showerhead Showers/Baths -- --

Turn Off Water when Brushing Teeth, Shaving, Washing Dishes, or Cooking
Faucets and Dishwashers

-- --

Fill the Bathtub Halfway Showers/Baths -- --

Wash Only Full Loads of Clothes Clothes Washers -- --

Install a High-Efficiency Toilet Toilets -- --

Take Shorter Showers Showers/Baths -- --

Run Dishwasher Only When Full Faucets and Dishwashers -- --

Reduce Outdoor Irrigation Irrigation -- --

Install Drip-Irrigation Irrigation -- --

Use Mulch Irrigation -- --

Plant Drought Resistant Trees and Plants Irrigation -- --

Use a Broom to Clean Outdoor Areas Misc. Outdoor -- --

Flush Less Frequently Toilets -- --

Re-Use Shower or Bath Water for Irrigation Irrigation -- --

Wash Car at Facility that Recycles the Water Misc. Outdoor -- --

Drought Response Actions
Source of Default 

Implementation Rate
Implementation 

RateAction Description End Use(s)
Implement 
Program

End Use 
Savings (%)

Source of Default 
Savings Estimate
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Units: (gal)

Month

 Baseline Year 
(2016-2020) 

Production (gal)

Estimated Drought 
Year Production 

(gal)
Estimated Potential 

Monthly Savings

Potential 
Cumulative 

Savings Conservation Goal Comments
January 70,119,300 56,125,768 20% 20% 45%
February 67,866,686 48,969,761 28% 24% 45%
March 74,104,957 53,842,998 27% 25% 45%
April 88,742,205 56,918,697 36% 28% 45%
May 141,310,603 70,162,719 50% 35% 45%
June 169,194,742 75,266,012 56% 41% 45%
July 193,818,658 84,921,647 56% 45% 45%
August 186,601,380 87,088,120 53% 46% 45%
September 162,043,440 73,609,478 55% 47% 45%
October 136,391,063 69,812,497 49% 48% 45%
November 95,240,191 59,610,610 37% 47% 45%
December 72,045,089 54,612,155 24% 46% 45%

City of Galt

Estimated Monthly Water Use and Savings Summary

5 - Estimated Water Savings - Stage 5

This provides a summary of the estimated production relative to Baseline Year production and potential water savings, assuming implementation of selected actions at the water savings and implementation rates 
indicated in the Drought Response Actions worksheet. Select the units that your production data are displayed in. 
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Baseline Year(s) Production vs. Estimated Production

 Baseline Year (2016-2020) Production (gal) Estimated Drought Year Production (gal)
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n

Drought Response Tool

Home Input Baseline Year 
Water Use

Baseline Year Water 
Use Profile

Drought Response 
Actions

Estimated Water 
Savings

Drought Response 
Tracking
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Minimum Residential Indoor GPCD 45 R-GPCD
Maximum Residential Outdoor Savings 95% of Baseline Residential Outdoor Water Use
Maximum CII Indoor Savings 35% of Baseline CII Indoor Water Use
Maximum CII Outdoor Savings 95% of Baseline CII Outdoor Water Use
Maximum Dedicated Irrigation Account Savings 95% of Baseline Dedicated Irrigation Water Use
Maximum Non-Revenue Water Savings 50% of Baseline Non-Revenue Water Use

Resulting Total Maximum Annual Savings Potential 59% of Total Baseline Production

4 - Drought Response Actions - Stage 6
City of Galt

Maximum Savings Potential
Use the default values or enter your own criteria for the maximum savings potential. Estimated water savings within each sector will not exceed the maximum savings criteria.

Drought Response Tool

Home
Input Baseline Year 

Water Use
Baseline Year 

Water Use Profile
Drought Response 

Actions
Estimated Water 

Savings
Drought Response 

Tracking

Toilets
20%

Faucets & 
Dishwash

er 20%

Clothes 
Washers

18%

Showers/ 
Baths 22%

Leaks/ 
Other 20%

Residential Indoor 

Fixtures & 
Appliances

31%

Process
26%

Cooling
23%

Leaks/ Other
20%

CII Indoor 

Irrigation 84%

Misc. 
Outdoor

11%

External 
Leaks 5%

Outdoor 

Assumed Proportion of Water Use by End Uses and Sector
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4 - Drought Response Actions - Stage 6
City of Galt

Drought Response Tool

Home
Input Baseline Year 

Water Use
Baseline Year 

Water Use Profile
Drought Response 

Actions
Estimated Water 

Savings
Drought Response 

Tracking

►  Possible Mandatory Prohibitions All Outdoor 14% 75% -- --

Prohibit Irrigation with Potable Water Outside of Newly Constructed Homes 
and Buildings that is not Delivered by Drip or Microspray Systems Irrigation -- --

Require Shut-Off Nozzles on Hoses for Vehicle Washing Misc. Outdoor 17% 50% --

Prohibit Use of Potable Water to Wash Sidewalks and Driveways Misc. Outdoor 17% 50% --

Prohibit the Use of Potable Water for Street Washing Misc. Outdoor 17% 50% --

Prohibit Irrigation with Potable Water in a Manner that causes Runoff Irrigation 3% 50% DeOreo et al., 2011 --

Prohibit Irrigation with Potable Water within 48 Hours following Measurable 
Rainfall Irrigation -- --

Prohibit Irrigation of Ornamental Turf with Potable Water on Street Medians Irrigation -- --

Prohibit Potable Water Use for Decorative Water Features that do not 
Recirculate Water Misc. Outdoor 50% 50% EBMUD, 2008 --

Provide Linen Service Opt Out Options Fixtures & Appliances 0.5% 50% EBMUD, 2011 --

Prohibit Serving Drinking Water other than upon Request in Eating or Drinking 
Establishments

Fixtures & Appliances 0.5% 50% EBMUD, 2011 --

End Use 
Savings (%)

Select the Drought Response Actions you would like to include in your estimated savings calculations. For each selected action, use the default end use savings estimates and implementation rates or input your own values.  The "End Use Savings" 
estimates the percent water use reduction that could occur at a particular end use as a result of a specific action. The "Implementation Rate" refers to the estimated percentage of accounts that will implement a specific action. The water savings potential at 
each end use is capped based on the assumed distribution of end use water demands shown in the pie charts above. A dash (--) indicates that professional judgement was used to establish the default value, or that savings are expected to be accounted for 
as part of a Public Information Program; additional basis for the default values are included in the User Manual.

Drought Response Actions

Action Description
Implement 
ProgramEnd Use(s)

See Appendix D of the DRP

Source of Default 
Implementation Rate

Implementation 
Rate

Source of Default 
Savings Estimate
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4 - Drought Response Actions - Stage 6
City of Galt

Drought Response Tool

Home
Input Baseline Year 

Water Use
Baseline Year 

Water Use Profile
Drought Response 

Actions
Estimated Water 

Savings
Drought Response 

Tracking

►  Agency Drought Actions / Restrictions

►  Agency Actions
Media Campaign, Newspaper Articles, Website All 0.5% 70% EBMUD, 2011 --

Promote Water Conservation / Rebate Programs All 50% -- --

Water Efficiency Workshops, Public Events All 0.5% 30% EBMUD, 2011 --

Water Bill Inserts All 0.5% 100% EBMUD, 2011 --

Promote / Expand Use of Recycled Water Irrigation 100% -- --

Home or Mobile Water Use Reports All 5% 10% WaterSmart Software, 2015 --

Decrease Frequency and Length of Line Flushing Non Revenue Water 25% 50% See Appendix D of the DRP Reduced flushing by 50%.

Audit and Reduce System Water Loss Non Revenue Water 45% 30% DWR, 2015 Target 30% of leakage.

Implement Drought Rate Structure / Water Budgets All 5% 100% CUWCC, 2015 --

Establish Retrofit on Resale Ordinance All Residential Indoor 21% 6% SFPUC, 2004 First Tuesday, 2015

Require Net Zero Demand Increase on New Connections All -- --

Moratorium on New Connections All -- --

Move to Monthly Metering / Billing All 5% 10% See Appendix D of the DRP --

Increase Water Waste Patrols / Enforcement All -- --

Establish Drought Hotline All -- --

Reduce Distribution System Pressures Non Revenue Water 4.5% 100% CUWCC, 2010; DWR, 2015 --

►  Dedicated Irrigation
Conduct Irrigation Account Surveys Irrigation 30% 40% EBMUD, 2011 --

Limit Irrigation Days, Time and Duration (Select One)
Limit Irrigation to 2 Days/Week, 15 Minutes/Day,  
Between 9PM and 6AM

Irrigation 38% 60%
Limit Irrigation to 1 Day/Week, 10 Minutes/Day, 
Between 9PM and 6AM

Irrigation 79% 70%
Prohibit use of Potable Water for Irrigation Irrigation 100% 50%

Require Repair of all Leaks within 24 hours External Leaks 100% 5% -- --

Customer Water Budgets
Establish Water Budget - 25% Reduction Irrigation 25% 50% -- --

Establish Water Budget - 50% Reduction Irrigation 50% 50% -- --

Establish Water Budget - 75% Reduction Irrigation 100% 50% -- --

--UC IPM, 2014

Drought Response Actions

Action Description
Source of Default 

Implementation RateEnd Use(s)
Implement 
Program

End Use 
Savings (%)

Implementation 
Rate

Source of Default 
Savings Estimate
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4 - Drought Response Actions - Stage 6
City of Galt

Drought Response Tool

Home
Input Baseline Year 

Water Use
Baseline Year 

Water Use Profile
Drought Response 

Actions
Estimated Water 

Savings
Drought Response 

Tracking

►  Agency Drought Actions / Restrictions

►  Residential
Conduct Water Use Surveys Targeting High Water Users All Residential Uses 10% 40% EBMUD, 2011 --

Limit Irrigation Days, Time and Duration (Select One)
Limit Irrigation to 2 Days/Week, 15 Minutes/Day, 
Between 9PM and 6AM

Irrigation 38% 60%
Limit Irrigation to 1 Day/Week, 10 Minutes/Day, 
Between 9PM and 6AM

Irrigation 79% 70%
Prohibit use of Potable Water for Irrigation Irrigation 100% 50%

Prohibit Vehicle Washing Except with Recycled Water Misc. Outdoor 50% 50% EBMUD, 2008 --

Require Repair of all Leaks within 24 hours Leaks 100% 5% -- --

Require Pool Covers Misc. Outdoor 28% 25% Maddaus & Mayer, 2001 --

Prohibit Filling of Pools Misc. Outdoor 55% 25% DeOreo et al., 2011 --

Customer Water Budgets
Establish Water Budget - 10% Reduction All Residential Uses 10% 50% -- --

Establish Water Budget - 25% Reduction All Residential Uses 25% 85% -- --

►  CII
Conduct CII Surveys Targeting High Water Users All CII uses 10% 40% EBMUD, 2011 --

Limit Irrigation Days, Time and Duration (Select One)
Limit Irrigation to 2 Days/Week, 15 Minutes/Day, 
Between 9PM and 6AM

Irrigation 38% 60%

Limit Irrigation to 1 Day/Week, 10 Minutes/Day, 
Between 9PM and 6AM

Irrigation 79% 70%

Prohibit Use of Potable Water for Construction and Dust Control Misc. Outdoor 100% -- --

Prohibit Single-Pass Cooling Systems Cooling 80% 1% Vickers, 2001 --

Require Repair of all Leaks within 24 hours Leaks 100% 5% -- --

Prohibit Vehicle Washing Except with Recycled Water Misc. Outdoor 50% 75% EBMUD, 2008 --

Require Water-Efficient Pre-Rinse Spray Valves Fixtures & Appliances 0.8% 50% EPA, 2015; Pacific Institute, 2003 --

Customer Water Budgets
Establish Water Budget - 10% Reduction All CII uses 10% 50% -- --

Establish Water Budget - 25% Reduction All CII uses 25% 60% -- --

Establish Water Budget - 35% Reduction All CII uses 30% 75% -- --

UC IPM, 2014 --

UC IPM, 2014 --

Drought Response Actions
Source of Default 

Implementation RateAction Description End Use(s)
Implement 
Program

End Use 
Savings (%)

Implementation 
Rate

Source of Default 
Savings Estimate
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4 - Drought Response Actions - Stage 6
City of Galt

Drought Response Tool

Home
Input Baseline Year 

Water Use
Baseline Year 

Water Use Profile
Drought Response 

Actions
Estimated Water 

Savings
Drought Response 

Tracking

►  Residential Customer Actions to Encourage
Install Bathroom Faucet Aerators Faucets and Dishwashers -- --

Install a Water-Efficient Showerhead Showers/Baths -- --

Turn Off Water when Brushing Teeth, Shaving, Washing Dishes, or Cooking
Faucets and Dishwashers

-- --

Fill the Bathtub Halfway Showers/Baths -- --

Wash Only Full Loads of Clothes Clothes Washers -- --

Install a High-Efficiency Toilet Toilets -- --

Take Shorter Showers Showers/Baths -- --

Run Dishwasher Only When Full Faucets and Dishwashers -- --

Reduce Outdoor Irrigation Irrigation -- --

Install Drip-Irrigation Irrigation -- --

Use Mulch Irrigation -- --

Plant Drought Resistant Trees and Plants Irrigation -- --

Use a Broom to Clean Outdoor Areas Misc. Outdoor -- --

Flush Less Frequently Toilets -- --

Re-Use Shower or Bath Water for Irrigation Irrigation -- --

Wash Car at Facility that Recycles the Water Misc. Outdoor -- --

Action Description End Use(s)
Implement 
Program

End Use 
Savings (%)

Source of Default 
Savings Estimate

Source of Default 
Implementation Rate

Implementation 
Rate

Drought Response Actions

Worksheet 4 - Drought Response Actions
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Units: (mg)

Month

 Baseline Year 
(2016-2020) 

Production (mg)

Estimated Drought 
Year Production 

(mg)
Estimated Potential 

Monthly Savings

Potential 
Cumulative 

Savings Conservation Goal Comments
January 70 54 24% 24% 55%
February 68 45 34% 29% 55%
March 74 49 34% 31% 55%
April 89 49 44% 35% 55%
May 141 54 62% 43% 55%
June 169 54 68% 50% 55%
July 194 59 70% 55% 55%
August 187 65 65% 57% 55%
September 162 53 67% 58% 55%
October 136 55 60% 58% 55%
November 95 52 46% 57% 55%
December 72 51 30% 56% 55%

City of Galt

Estimated Monthly Water Use and Savings Summary

5 - Estimated Water Savings - Stage 6

This provides a summary of the estimated production relative to Baseline Year production and potential water savings, assuming implementation of selected actions at the water savings and implementation rates 
indicated in the Drought Response Actions worksheet. Select the units that your production data are displayed in. 
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Baseline Year(s) Production vs. Estimated Production

 Baseline Year (2016-2020) Production (mg) Estimated Drought Year Production (mg)
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Home Input Baseline Year 
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Baseline Year Water 
Use Profile

Drought Response 
Actions

Estimated Water 
Savings

Drought Response 
Tracking

Worksheet 5 - Estimated Water Savings
Page 6 of 6
Date Printed: 5/20/2021

Drought Response Tool
© EKI Environment Water, Inc.

http://www.ekiconsult.com/�


Appendices 
2020 Urban Water Management Plan   
City of Galt 

   

June 2021  EKI Environment & Water, Inc.  

 

 

 

 

 

 

 

 

APPENDIX G  
RESOLUTION NO. 2021-45,  WATER SHORTAGE CONTINGENCY PLAN, 2020 UPDATE 

  









Appendices 
2020 Urban Water Management Plan   
City of Galt 

   

June 2021  EKI Environment & Water, Inc.  
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Title 13 
 

WATER SERVICES 
 

Chapters: 
 
13.04 WATER DEPARTMENT 
13.08 WATER CONNECTIONS 
13.10 WATER CONSERVATION 
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Chapter 13.04 
 

WATER DEPARTMENT 
 

Sections: 
13.04.010 Water department 

established. 
13.04.020 Service area. 
13.04.030 Definitions. 
13.04.040 Application for service. 
13.04.050 Charges. 
13.04.060 Metered flows. 
13.04.070 Billing. 
13.04.080 Revenue use. 
13.04.090 Authority to inspect premises. 
13.04.100 Inspection and work on 

properties subject to 
easements. 

13.04.110 Discontinuance of service. 
13.04.120 Violation. 
 
Section 13.04.010 Water department 
established. 
 Unless the context specifically indicates 
otherwise, the meanings and terms used in this 
Chapter shall be as stated in section 13.04.030 of 
this code. 
(Ord. 2004-07, Repealed and Replaced, 
10/19/2004) 
 
Section 13.04.020 Service area. 
 The area in which service is or will be 
furnished by the department is that area lying 
within the City limits as the limits now prevail 
or may from time to time exist, and those areas 
outside the City limits which have been 
approved for such service by the City Council. 
(Ord. 2004-07, Repealed and Replaced, 
10/19/2004) 
 
Section 13.04.030 Definitions. 
 Unless the context specifically indicates 
otherwise, the meaning of terms used throughout 
Title 13 shall be as follows: 
 A. Air-gap - means the physical break 
between the supply pipe and a receiving vessel.   
 B. Applicant - means the owner, or the agent 
of the owner, of property for which a service 
connection or a specific permit is requested. 
 C. Auxiliary supply -  means any water 
supply located on or available to a premise other 

than the public water system. 
 D. AWWA standard - means an official 
standard developed and approved by the 
American Water Works Association. 
 E. Backflow - means a flow condition 
caused by a differential in pressure that causes 
the flow of other liquids, gases, mixtures, or 
substances into the distribution lines of a potable 
water supply from any source or sources other 
than the public water system supply source. 
 F. Backflow prevention device - means 
devices which have passed laboratory and field 
evaluation tests performed by a backflow testing 
technician certified by the California 
Department of Health Services. 
 G. Commercial service - means provision of 
service to premises where the customer 
primarily is engaged in a business, trade or 
profession and includes all services not defined 
as domestic services. The term shall be used 
interchangeably with "industrial service”. 
 H. Contamination - means a degradation of 
the quality of potable water by any foreign 
substance which creates a hazard to the public 
health or which may impair the usefulness or 
quality of the water. 
 I. Cross-connection - means any unprotected 
actual or potential connection between a potable 
water supply including the public water system 
and any source or system containing unapproved 
water or any substance that is not or cannot be 
approved as safe, wholesome, and potable.    
 J. Customer - means the owner, or agent of 
the owner, tenant, or lessee of the property 
receiving service, who has applied for and is the 
account holder for the service.  For the purposes 
of this Title, a tenant (such as a tenant of a 
master-metered multi-unit building) is not the 
“customer” if the owner is the account holder.  
 K. Director - means the Director of Public 
Works for the City of Galt, or his/her authorized 
representative. 
 L. Domestic service - means provision of 
service for household residential purposes to 
single-family and multiple-family dwelling 
units. 
 M. Double check valve assembly - means an 
assembly of at least two independently acting 
check valves including tightly closing shutoff 
valves on each side of the check valve assembly 
and test cocks. 
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 N. Finance Director - means the Director of 
the Finance Department for the City of Galt or 
his/her representative.O. Flat-rate service - 
means provision of water in unmeasured 
quantities for a fixed periodic charge. 
 P. Health agency - means the California 
Department of Health Services or its designee. 
 Q. Industrial service - means provision of 
service to premises where the customer 
primarily is engaged in a business, industry, 
trade, or profession and includes all services, not 
defined as domestic services.  The term shall be 
used interchangeably with "commercial service." 
 R. Local health agency - means the 
Sacramento County Environmental Management 
Department. 
 S. Mains - means distribution pipelines 
located in streets, highways, public ways, or 
private rights-of-way which are used to serve the 
public. 
 T. Metered service - means provision of 
water in measured quantities for a periodic 
charge based upon the quantity delivered. 
 U. Person - means any individual, firm, 
company, association, society, corporation, or 
group. 
 V. Premise - means the integral property or 
area, including improvements thereon, to which 
service is or will be provided.   For residential 
units, a premise shall be a building or part of a 
building with its appurtenances. 
 W. Public water system - means the portion 
of the water system owned and operated by the 
City. 
 X. Reduced pressure principle assembly - 
means a backflow prevention device 
incorporating two independently acting check 
valves, a hydraulically operating and 
mechanically independent pressure relief valve, 
a shutoff valve at each end of the device, and 
necessary testing appurtenances.Y. Service 
connection - means the pipe, valves and other 
facilities by means of which service is conducted 
to or from the premises and the City's 
distribution systemZ. Service box - means the 
valve box, curb stop, or meter box at the point of 
connection to the public water system typically 
located near the curb or behind the sidewalk. 
(Ord. 2004-07, Repealed and Replaced, 
10/19/2004) 
 

Section 13.04.040 Application for service. 
 All applications for the beginning, changing 
or discontinuing of water service shall be made 
to employees of the Finance Department on 
forms provided by the Finance Department and 
new customers shall pay a deposit in an amount 
not to exceed three times the monthly service 
charge as a deposit in advance of the start of 
service. For purposes of this section, new 
customers shall include commercial, industrial, 
and residential customers, excluding tenants of 
master-metered multi-unit buildings, and those 
whose service has been discontinued due to 
nonpayment. 
(Ord. 2004-07, Add, 10/19/2004) 
 
Section 13.04.050 Charges. 
 A. There is levied and assessed upon each 
premises having any water connection with the 
public water system of the city or otherwise 
receiving water from the public water system, a 
service charge payable as provided in this 
Chapter, in an amount determined as set forth in 
this section. Fees will also be charged for 
services rendered in accordance with Title 13 for 
special water permits. 
 B. Rates and charges for water service shall 
be fixed, from time to time, by resolution of the 
City Council.  
 C. Outside the City limits each person, firm, 
individual business or corporation using the City 
water system shall pay for the use of such 
facilities, a water service charge in accordance 
with this section.  
 D. When service is rendered for a period 
less than one billing cycle due to registering or 
terminating service, the charge will be prorated 
for the time the service was rendered. There 
shall be no proration for service discontinued for 
less than one billing cycle for lack of payment.  
 E. For periods of absence, during which 
services are discontinued, which exceed two 
weeks, any customer who provides at least 
twenty-four hours notice to City of such 
absence, shall be provided a credit for a period 
of nonuse upon payment of the discontinuation 
of service fee. Upon return, the customer shall 
be responsible for notifying City within twenty-
four hours of such return and the necessity of 
recommencing service.  
 F. When more than one flat, dwelling unit, 



Galt Code 

(13.04) 3

or apartment building, or one premise, is 
supplied through one water tap, the charges by 
meter or by flat rate, as applicable, shall be to 
the owner and any applicable flat rates shall be 
charged in full for each and every premise 
connected with the water supply and capable of 
receiving service.  If the premises have different 
owners, the water service shall be separated and 
separate service tap lines installed at the 
owner(s) expense prior to service being started.  
(Ord. 2004-07, Added, 10/19/2004) 
 
Section 13.04.060 Metered flows. 
 A. All commercial and industrial services 
and all new residential units shall be metered 
and shall be charged based on the metered rates.  
Existing unmetered residential units will be 
metered when the City Council so directs.  The 
Director of Public Works shall determine, for 
accounts and special uses not susceptible of 
classification under the resolutions adopted 
pursuant to this Chapter, whether exemptions to 
installing meters and/or metering water flow 
shall be granted.  The rates for metered flow 
shall be fixed, per section 13.04.050. 
 B. Should the applicant desire a water meter 
installed in his water service or should the code 
require that one be installed, the applicant shall 
pay the rental of the same together with all costs 
of installation in accordance with the metered 
rate schedule. 
(Ord. 2004-07, Added, 10/19/2004) 
 
Section 13.04.070 Billing. 
 A. The billing period will cover one month 
in arrears and one month in advance. Bills are 
due on receipt. Payment of bills shall be in cash 
and where payment is made by check, 
acceptance of the check does not constitute 
payment until honored by the bank drawn upon. 
If the check is dishonored, it will be considered 
as if no payment has been made. 
 B. If the bill is not paid when due, or by the 
fifth day of the calendar month following the 
billing period for which the bill is rendered, a 
penalty of ten percent of the delinquent amount 
shall be added. However, only one penalty of ten 
percent of delinquent amount per billing period 
will apply. 
 C.  Upon application to the Finance Director 
by any person to whom a penalty is assessed, the 

Director may waive or refund a penalty or 
service charge upon showing of excusable 
neglect, error by parties other than the person to 
whom the penalty is assessed, or extreme 
hardship.  Such application must be made within 
thirty (30) days of notification of the assessment 
of the service charge or penalty.  A refusal to 
waive or refund a service charge or penalty, after 
application is made, may be appealed by 
submission of a written appeal hearing request to 
the City Clerk within thirty (30) days of the date 
of the notification of the Finance Director’s 
decision.  The hearing shall be set and conducted 
pursuant to section 21.03.060.  The hearing 
officer’s decision is final. 
 D. Commercial property owners and owners 
of all master-metered multi-unit residential 
buildings shall be responsible for all bills for 
water used on their premises and any and all 
unpaid bills for water service shall become a lien 
on the real property and may be collectible by 
legal action or by refusal of service to the 
premises until the account is paid in full, or by 
application of all or a portion of the deposit 
amount set forth in this Chapter to the unpaid 
bill, or by any combination of these methods. 
 E. The customer for water service for 
residential property, excluding master-metered 
multi-unit residential buildings, who may be 
either the property owner or tenant, shall be 
responsible for all bills for water used on their 
premises and any and all unpaid bills for water 
service.   Unpaid bills may be collectible by 
application of all or a portion of the deposit 
money to the unpaid bill, by recordation of a lien 
on the real property, by other remedies as 
allowed by law, or by any combination of these 
methods.   
 F. The City may refuse service for 
outstanding unpaid bills.  When service has been 
discontinued for nonpayment, a charge as 
established by resolution of the City Council as 
adopted from time to time must be paid in 
addition to the bill before service will be 
restored. In addition, in the event the Finance 
Department has applied any portion of the 
deposit to unpaid bills prior to the restoration of 
service, the customer must also replenish the  
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deposit up to the maximum amount provided in 
this Chapter. 
(Ord. 2006-07, Amended, 06/06/2006; Ord. 
2004-07, Add, 10/19/2004) 
 
Section 13.04.080 Revenue use. 
 The revenues generated thereof from the 
water fund may be used only for providing water 
services through the management, construction, 
operations, and maintenance of the water system 
and related support services. 
(Ord. 2004-07, Added, 10/19/2004) 
 
Section 13.04.090 Authority to inspect 
premises. 
 The Director and other duly authorized 
employees of the City bearing proper credentials 
and identification shall be permitted access to 
any premises where water is used at reasonable 
hours for the purpose of inspection and 
observation of any water connections, pipes, 
taps, or other water apparatus or equipment.  If 
consent is not granted, the City shall have the 
right forthwith to discontinue such water service. 
(Ord. 2004-07, Add, 10/19/2004) 
 
Section 13.04.100 Inspection and work on 
properties subject to easements. 
 The Director and other duly authorized 
employees of the City bearing proper credentials 
and identification shall be permitted to enter all 
private properties through which the City holds 
an easement for the purposes of, but not limited 
to, inspection, observation, measurement, 
sampling, repair, and maintenance of any 
portion of the water works lying within such 
easement. All entry and subsequent work, if any 
on such easement, shall be done in full 
accordance with the terms of the easement and 
any agreements pertaining to the private 
property involved. 
(Ord. 2004-07, Add, 10/19/2004) 
 
Section 13.04.110 Discontinuance of service. 
 The City reserves the right to discontinue 
water services consistent with applicable law to 
any customer who does not observe the rules or 
regulations set forth in this Title. 
(Ord. 2004-07, Add, 10/19/2004) 
 
 

Section 13.04.120 Violation. 
 The Director or designee shall enforce the 
provisions of this Title.  Violation of any of the 
provisions of this Title is unlawful and an 
offense.  Each day during which any violation of 
the provisions of this Title exists shall be 
deemed a separate and distinct violation.  Such 
violations shall be punished as provided by 
Chapter 21.01 of Title 21.  
(Ord. 2006-07, Amended, 06/06/2006; Ord. 
2004-07, Add, 10/19/2004) 
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Chapter 13.08 
 

WATER CONNECTIONS 
 

Sections: 
13.08.010 Definitions. 
13.08.020 Use of public water system 

required. 
13.08.030 Private well prohibited. 
13.08.040 Hydrant permit required. 
13.08.050 Connection permit required. 
13.08.060 Connection fees. 
13.08.070 Fund for water system 

improvements. 
13.08.080 Connections by unauthorized 

person prohibited. 
13.08.090 Connections - liability for 

injury. 
13.08.100 Maintenance of public water 

connections. 
13.08.110 Tampering with service 

connections prohibited. 
13.08.150 Unauthorized service. 
13.08.170 Responsibility for 

maintenance of service pipes, 
valves and other appliances. 

13.08.180 Water supply restricted to 
premises covered by contract. 

13.08.190 Temporary discontinuance of 
service for repairs. 

 
Section 13.08.010 Definitions. 
 Unless the context specifically indicates 
otherwise, the meanings and terms used in this 
Chapter shall be as stated in section 13.04.030 of 
this code. 
(Ord. 2004-07, Repealed and Replaced, 
10/19/2004) 
 
Section 13.08.020 Use of public water system 
required. 
 Generally, premises requiring water service 
within the City limits shall connect to the City 
public water system. 
 A. New premises within 400 feet of an 
existing City water main shall be connected to 
that main for all water needs at the expense of 
the property owner.   
 B. Existing premises within 400 feet of an 
existing City water main not currently connected 
to the City water system, but being served 

through a privately owned well, shall be 
connected to the City public water system upon 
failure of the well or when the well requires 
substantial repairs.  Any repair requiring a 
permit from the county shall be considered 
substantial.  Additionally, such premises shall be 
connected to the City public water system when 
substantial private improvements are made to a 
premise. Private improvements that require 
public frontage improvements as defined in Title 
15 of this code shall be considered substantial.  
Any wells servicing the premises shall then be 
destroyed in accordance with state and county 
requirements.  All costs to connect to the public 
water system shall be at the expense of the 
property owner.  
 C. The Director of Public Works may grant 
exceptions to A & B above when in his/her 
determination it is infeasible to connect the 
premises to the City water system or it is in the 
best interests of the City to delay or forgo 
connection. 
(Ord. 2004-07, Repealed and Replaced, 
10/19/2004) 
 
Section 13.08.030 Private well prohibited. 
 No person shall construct a new 
groundwater well in the City without permission 
of the Director of Public Works.  Such 
permission shall only be granted if an exception 
is granted to connecting to the City public water 
system. 
(Ord. 2004-07, Repealed and Replaced, 
10/19/2004) 
 
Section 13.08.040 Hydrant permit required. 
 No person shall make any connection to a 
fire hydrant or any other temporary connection 
point in the public water system without a 
written permit issued by the Director or a written 
agreement with the City.  A copy of the permit 
issued must be present at the location where the 
temporary connection is made during the period 
of use. 
(Ord. 2004-07, Repealed and Replaced, 
10/19/2004) 
 
Section 13.08.050 Connection permit 
required. 
 No person, except a duly authorized 
employee of the City shall make any connection 
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to the water mains except when authorized by a 
City issued encroachment permit or approved 
public improvement plan issued by the Director.  
A building permit may also be required if 
connecting to a premise.  The applicant shall pay 
all applicable connection fees, the amount of 
which shall be fixed, from time to time, by 
resolution of the City Council. 
(Ord. 2004-07, Repealed and Replaced, 
10/19/2004) 
 
Section 13.08.060 Connection fees. 
 The cost of connecting into a public water 
main within the City shall, until further changed 
by the City, be collectible at that time in which 
the building permit is issued to the applicant. 
The cost of resurfacing and/or repairing the City 
streets in connection therewith and in addition 
thereto the damage done, if any, to the public 
water system, will be in addition to the 
connection fee. The connection fees shall be 
established from time to time by resolution 
adopted by the City Council. 
(Ord. 2004-07, Repealed and Replaced, 
10/19/2004) 
 
Section 13.08.070 Fund for water system 
improvements. 
 In the event that the connection fees set forth 
in Section 14.10.060 are not used by an 
applicant under the direction of the City for 
water system improvements external to the 
premises or site, the money or a portion thereof 
not used shall be used in the future for 
improvements to the City water system at the 
City's discretion.  None of these funds shall be 
used for maintenance of the system. 
(Ord. 2004-07, Repealed and Replaced, 
10/19/2004) 
 
Section 13.08.080 Connections by 
unauthorized person prohibited. 
 No person or persons except duly authorized 
City employees or licensed contractors to whom 
a permit has been especially granted by the City 
for the doing of the work, shall be permitted to 
connect any private water line from any 
building, premises or fixtures, with the public 
water system in the City.  No unauthorized 
person shall uncover, make any connection with 
or opening into, use, alter or disturb any public 

water line, facility, or water system 
appurtenance thereof. 
(Ord. 2004-07, Repealed and Replaced, 
10/19/2004) 
 
Section 13.08.090 Connections - liability for 
injury. 
 Any person connecting any private water 
line with a public water line shall be held 
responsible for any injury he may cause to the 
water system or the public street. The cost of 
repairing the damage if not paid by the person 
causing the same within thirty days shall become 
a lien upon the property owned or occupied by 
the person causing the damage, and may be 
foreclosed in the same manner as claims for 
labor or materials under the lien laws of this 
state, except that no equity or redemption shall 
apply. 
(Ord. 2004-07, Repealed and Replaced, 
10/19/2004) 
 
Section 13.08.100 Maintenance of public 
water connections. 
 Where premises are connected to the City 
water mains, it is the responsibility of the 
property owner, at the owner's expense, to 
maintain the water service lateral from the 
premises to the City owned service connection 
box.  Such maintenance shall include the 
removal of tree roots and the protection of the 
service box.  The service box lid shall be kept 
free of turf and dirt and be accessible from the 
sidewalk.  No fence or other obstruction shall 
separate the service box from the sidewalk or 
street curb.  The property owner is also 
responsible for repairs of the lateral line within 
the property boundaries.  The City will repair 
damaged and deteriorated lateral lines in the 
City right-of-way at City expense, unless such 
damage was caused by the property owner. 
(Ord. 2004-07, Added, 10/19/2004) 
 
Section 13.08.110 Tampering with service 
connections prohibited. 
 No unauthorized person shall tamper with or 
alter any meter, connection, turn-off valve, or 
any other part of the City water system.  The 
curb stops for water are for the use of the City 
and shall not be turned off or on except by duly 
authorized City employees. In addition to 
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penalties and other remedies, the City reserves 
that right to discontinue water service to any 
customer tampering with or altering any meter, 
connection, turn-off valve or any other part of 
the City water service.  The costs to the City for 
repair of any damage to curb stops, meters or 
other water system components relating to an 
individual customer’s service, including 
replacement of locks as necessary, may be 
charged to the water account customer. 
(Ord. 2004-07, Repealed and Replaced, 
10/19/2004) 
 
Section 13.08.150 Unauthorized service. 
 No plumber, contractor, or owner shall leave 
the water turned on at a new building unless he 
has knowledge that the service is on by consent 
of the duly authorized employees of the 
department, nor shall he reconnect any service 
found shut off at the service stop. 
(Ord. 2004-07, Repealed and Replaced, 
10/19/2004) 
 
Section 13.08.170 Responsibility for 
maintenance of service pipes, valves and 
other appliances. 
 The owner or occupants of premises where 
water is used must keep all service pipes, valves 
and other appliances in good repair at all times 
and the department will not be liable for any 
damage occasioned by broken pipes or other 
apparatus within the applicant’s premises or 
under his control. 
(Ord. 2004-07, Repealed and Replaced, 
10/19/2004) 
 
Section 13.08.180 Water supply restricted to 
premises covered by contract. 
 Except as otherwise provide in this section, 
no person shall supply water service from 
his/her own service to any other property, 
manually or through a physical connection.  A 
person may supply water to another property in 
the following circumstances: 
 A. With written authorization from the 
Director, and where such water service is 
through a physical connection in a manner 
deemed safe by the Director, and on a temporary 
basis to facilitate repairs on the water system, or 
to avoid an immediate health or safety risk; or 

 B. Where such water service is restricted to 
the manual watering of the landscaping of an 
adjacent property during: 
 1. periods of vacancy or 
 2. to avoid an immediate health or safety 
risk. 
 C. A person undertaking watering has the 
responsibility to obtain permission from the 
owner of the property being watered. 
(Ord. 2008-03, Amended, 07/01/2008; Ord. 
2004-07, Repealed and Replaced, 10/19/2004) 
 
Section 13.08.190 Temporary 
discontinuance of service for repairs. 
 The department reserves the right to limit 
the amount of water to any consumer should 
occasion demand, and shall not be liable for any 
damage caused by temporary discontinuance of 
service while making repairs or replacements.  
(Ord. 2004-07, Repealed and Replaced, 
10/19/2004) 
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Chapter 13.10 
 

WATER CONSERVATION 
 

Sections: 
13.10.010 Findings of facts. 
13.10.020 Purpose. 
13.10.030 Methods. 
13.10.040 Implementation.  
13.10.050 Notification. 
13.10.060 Water use policy. 
13.10.070 Additional requirements for 

commercial industrial uses. 
13.10.080 Enforcement. 
13.10.090 Penalties. 
13.10.100 Waivers. 
13.10.110 Waiver fee. 
13.10.120 Content of application for a 

waiver. 
 
Section 13.10.010 Findings of facts. 
 It is found and determined that: 
 A. Water is a most precious resource for 
the health and benefit of the citizens of Galt and 
an adequate supply of water for the present and 
future must be protected. 
 B. The central valley region in general and 
the city in particular are experiencing a decline 
in ground water supplies. This overdraft 
situation is the result of the removal of water 
from the ground through agricultural and 
domestic wells in quantities which are in excess 
of the quantity of water that is replenished into 
the ground water supply through natural 
processes. 
 C. An increase in demand for water 
supplies throughout the state and in Galt in 
particular can be expected as long as growth 
continues. 
 D. The waste of water is an unreasonable 
and nonbene-ficial use of water and is a 
detriment to the maintenance of the necessary 
supply of water necessary for public health, 
welfare and safety. 
 E. Conservation of water will reduce water 
demand and will thus have a positive effect on 
the supply of water and at the same time, will 
have a positive effect on the maintenance and 
operation of the system of supply and on energy 
conservation. (Ord. 93-01 § 2 (part)) 
 

Section 13.10.020 Purpose. 
 It is the purpose of this chapter to promote 
the public health, welfare and safety through 
provisions designed to: 
 A. Encourage water conservation by the 
public and industry and by the various 
commercial uses; 
 B. Minimize or eliminate the waste of 
water through voluntary compliance and through 
increased rates or other punitive action; 
 C. Reduce the per capita water 
consumption in the city during the years of 
normal precipitation and during years of 
drought; 
 D. Protect and conserve the supply of water 
during any of several kinds of emergency or 
crisis. (Ord. 93-01 § 2 (part)) 
 
Section 13.10.030 Methods. 
 To accomplish the stated purposes, this 
chapter establishes: 
 A. A staged water use policy governing the 
use of water within the city based upon the 
adequacy or inadequacy of water supplies; 
 B. Regulations that specify the 
nonpermitted uses of water according to the state 
implemented; 
 C. Penalties for noncompliance; 
 D. Waivers from any or all requirements of 
this chapter in the case of hardship, overriding 
considerations of health or welfare, or otherwise, 
as specified. (Ord. 93-01 § 2 (part)) 
 
Section 13.10.040 Implementation.  
 The city manager shall establish the state of 
the water use policy which shall be in effect 
from time to time based upon recommendations 
of the city engineer. Such recommendation of 
the city engineer may be based upon, but shall 
not be limited to times of drought, prolonged 
power outages or the perception of such, natural 
disasters or water generation or transmission 
system failures. Such water use policy stage 
shall remain in full force and effect until 
subsequent action is taken by the city manager 
to upgrade or downgrade the stage as may be 
necessary or desirable. (Ord. 93-01 § 2 (part)) 
 
Section 13.10.050 Notification. 
 Upon determination of the water use policy 
stage and thereafter, any upgrade or downgrade 
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of such stage, the city manager shall determine 
the means by which the city shall notify 
residents. Notification may be achieved through 
newspaper, public notice, mailings, utility 
billings or by a combination of such or by other 
means as determined by the city manager. (Ord. 
93-01 § 2 (part)) 
 
Section 13.10.060 Water use policy. 
 A. Stage 1--Normal Water Supply. 
 1. The waste of water is prohibited. "Waste 
of water" under this section shall mean allowing 
water to escape from the water supply at the rate 
of one quart or more per hour from any leaky, 
worn or broken faucets, valves, pipes or other 
fixtures, or permitting water to run from any 
hose, hose nozzle, valve or sprinkler in a 
wasteful, useless or nonbeneficial manner. 
 2. Free flowing water hoses shall be 
prohibited except where used for filling troughs, 
pools, spas, ponds or similar uses. Automatic 
shutoff devices shall be used on all hoses for the 
purposes of watering lawns or gardens or for the 
washing of vehicles, boats, equipment, 
driveways, sidewalks, or similar uses. 
 3. All leaking water lines and/or faulty 
sprinkler systems must be repaired within five 
days. At the discretion of the city's public works 
department, and upon a showing or just cause by 
the use, the five-day limit may be extended. Any 
water line beyond and including the correction 
to the curb stop shall be the resident's 
responsibility for repair and replacement. 
 4. All pools, spas, ponds and ornamental 
fountains shall be equipped with a recirculating 
pump and shall be constructed in a leak-proof 
manner. Draining and refilling of such structure 
shall be allowed only for health, maintenance or 
structural considerations. 
 B. Stage 2--Water Alert. 
 1. All requirements of stage 1 apply, and in 
addition, landscape and pasture irrigation shall 
be limited to a maximum of three days per week, 
when necessary, and shall be based on the 
following odd-even schedule: 
 Customers with street addresses ending with 
an even number may irrigate only on 
Wednesday and/or Friday and/or Sunday; 
 Customers with street addresses ending with 
an odd number may irrigate only on Tuesday 
and/or Thursday and/or Saturday; 

 No irrigation will be permitted on Mondays. 
 2. Draining and refilling of pools, spas and 
ponds shall be allowed for health, maintenance 
or structural considerations, after approval by 
the city engineer. Customer requests for 
approval must be substantiated in writing by a 
pool consultant or equivalent. 
 3. Restaurants shall serve water only upon 
specific request. 
 4. No washing of sidewalks, streets, 
driveways, parking lots, structures, or similar 
uses will be allowed except as necessary for 
health, sanitary or fire protection purposes. 
 5. Washing of vehicles, boats, equipment, 
etc. shall be accomplished under the following 
restrictions: 
 a. Water buckets shall be utilized; 
 b. Water hoses with automatic shutoff 
devices may be used for rinsing for a duration 
not to exceed three minutes. 
 c. Stage 3--Water Warning. 
 1. All requirements of stage 1 and stage 2 
apply, except that: 
 2. Watering lawns, flower beds, 
landscaping, and similar uses will be limited to 
two days per week with even addresses watering 
on Wednesdays and/or Sundays and odd 
addresses watering on Tuesdays and/or 
Saturdays. 
 3. The director of public works of the city 
shall take the following precautions: 
 a. Flushing of sewers or fire hydrants shall 
be limited to essential operations for the benefit 
of public health or welfare; 
 b. Construction water usage, such as dust 
control, trench jetting, and compaction will be 
permitted only under specific authorization of 
the director of public works; 
 c. On any construction site no water shall 
be used for the cleaning of vehicles, equipment 
or fixed works. 
 4. The washing of sidewalks, streets, 
driveways, parking lots, structures, or similar 
uses is prohibited except as authorized in writing 
by the city engineer. 
 D. Stage 4--Water Crisis (Emergency). 
 1. All requirements of stage 1, stage 2 and 
stage 3 shall apply except that: 
 a. Landscaping and pasture irrigation with 
potable water is prohibited; 
 b. The washing of vehicles, boats, 
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equipment, etc. is prohibited except at a 
commercial establishment that utilizes recycled 
or partially recycled water; 
 c. No potable water from the city's system 
shall be used to fill or refill any pools, spas or 
ponds, etc. Use of ornamental fountains is 
prohibited; 
 d. No potable water from the city's system 
shall be used for construction purposes. (Ord. 
93-01 § 2 (part)) 
 
Section 13.10.070 Additional requirements 
for commercial industrial uses. 
 Due to the diversity of present and future 
commercial and industrial uses in the city and 
the water requirements pertaining thereto, the 
city manager is authorized to impose additional 
restrictions on water use, to prevent waste of 
water or the unreasonable nonbeneficial use of 
water, on a case by case basis to any specific 
business or industry. Such requirements shall be 
made in writing and thereafter shall remain in 
full force and effect within the provisions of this 
chapter until notice is given in writing to the 
contrary. (Ord. 93-01 § 2 (part)) 
 
Section 13.10.080 Enforcement. 
 All employees, permanent or temporary, or 
contractees or the city designated by the city 
manager or by the city manger's designee, are 
authorized to enforce the provisions of this 
chapter. (Ord. 93-01 § 2 (part)) 
 
Section 13.10.090 Penalties. 
 The penalties stated in this section are 
deemed to neither limit nor repeal any other 
powers granted under state or federal law or 
Chapter 21.01 of Title 21.  Notice of each and 
all violations of this Chapter shall be given in 
writing to the occupant of the site of the 
violation, or to any person in control of such 
site, or posted on the site in a conspicuous 
location.  Each day any violation of this Chapter 
is committed or permitted to continue shall 
constitute a separate offense and shall be 
punishable as such, except as otherwise 
indicated in this Chapter. 
 A. For stages 1 through 3 of water use 
policy, the penalties for violations within a 
twelve-month period will be as follows: 
 1. First offense. Warning; 

 2. Second offense. Twenty-five dollars 
added to water bill, to account for wasted water; 
 3. Third offense. Fifty dollars added to water 
bill, to account for wasted water; 
 4. Fourth offense.One hundred dollars added 
to water bill, to account for wasted water; 
 5. Fifth offense. Customer will be required 
to install a water meter at his/her own expense in 
addition to a one hundred dollar reconnection 
fee; 
 6. Additional offenses. One hundred dollars 
added to water bill, to account for wasted water, 
plus the installation of a flow restrictor at 
customer's expense. 
 B. For stage 4 of water use policy, the 
following penalties will be applied for violations 
within a twelve-month period: 
 1. First offense. Warning; 
 2. Second offense. One hundred dollars 
added to water bill, to account for wasted water; 
 3. Third offense. Two hundred dollars added 
to water bill, to account for wasted water; 
 4. Fourth offense. Customer will be required 
to install a water meter at his/her own expense in 
addition to a two hundred dollar reconnection 
fee; 
 5. Additional offenses. Same as for stages 1 
to 3 except two hundred dollars. 
 (Ord. 2006-07, Amended, 06/06/2006; Ord. 93-
01 § 2 (part)) 
 
Section 13.10.100 Waivers. 
 Waivers to the requirements of this chapter 
may be issued at the discretion of the city 
manager or his appointed representative but only 
when based upon such considerations as 
hardship, health or safety matters, unjustifiable 
repair costs, overall benefit to the public, 
protection of sensitive, threatened or endangered 
plant species or habitats, or compliance with 
other state, federal or local laws. Applications 
for a waiver, together with any fees required, 
shall be made on the form provided for such and 
delivered to the city. The existence of a pending 
application for waiver of the requirements of this 
chapter shall in no way waive or suspend 
compliance with such requirements. the issuance 
of a waiver shall not abrogate or nullify previous 
offenses nor shall it be grounds for a 
reimbursement of fines as applied in accordance 
with this chapter. The issuance of a waiver shall 
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in no way limit or nullify the requirements of 
this chapter as they may apply to areas, violation 
or offenses other than those waived by such 
waiver. (Ord. 93-01 § 2 (part)) 
 
Section 13.10.110 Waiver fee. 
 A. The city council may, by resolution, and 
from time to time, prescribe fees as part of the 
application for a waiver of the requirements of 
this chapter. Such fees shall be for the sole 
purpose of defraying costs incurred in the 
administration of this chapter. 
 B. All application fees for a waiver shall be 
paid at the time of and with the filing of the 
application with the city. No application shall be 
deemed valid or complete until all prescribed 
fees have been paid. Unless otherwise 
prescribed, fees shall not be refundable in whole 
or in part whether or not the waiver is issued or 
approval granted, nor if permittee ceases 
operating under the waiver in advance of 
expiration of the term thereof, if any. (Ord. 93-
01 § 2 (part)) 
 
Section 13.10.120 Content of application for 
a waiver. 
 A.  Application for a waiver pursuant to 
Section 13.10.100 shall consist of the following 
information: 
 1. Name, signature, address and phone 
number of applicant requesting waiver; 
 2. Reasons for requesting waiver to 
include, but not necessarily be limited to 
hardship, health or safety matters, unjustifiable 
repair costs, overall benefit to the public, 
protection of sensitive, threatened or endangered 
plant species or habitats or compliance with 
other state, federal or local laws, etc; 
 3. A description of the duration for which 
compliance will not be achieved; 
 4. Location of the nonconforming fixture 
or faucet. 
 B. As part of the application process, the 
city may request estimates of repair costs 
attached or other materials necessary to 
substantiate reasons given for an application for 
waiver. (Ord. 93-01 § 2 (part)) 
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